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AB ANCHOR BOLT
ACT ACOUSTICAL CEILING TILE
ADDL ADDITIONAL
AFF ABOVE FINISH FLOOR
ALUM ALUMINUM
ANOD ANODIZE(D)
APPROX APPROXIMATE
ARCH ARCHITECT (URAL)
BD BOARD
BITUM BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BM BEAM
BO BOTTOM OF
BOT BOTTOM
C CHANNEL
CB CATCH BASIN
CF/OI CONTRACTOR FURNISHED;

     OWNER INSTALLED
CG CORNER GUARD
CL CENTERLINE
CLG CEILING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
COL COLUMN
CONC CONCRETE
CONT CONTINUOUS
CONTR CONTRACT (OR)
COORD COORDINATE
CPT CARPET (ED)
CT CERAMIC TILE
DEFL DEFLECTION
DEMO DEMOLISH, DEMOLITION
DET DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DS DOWNSPOUT
DWG DRAWING
E EAST
EA EACH
EL ELEVATION
ELEC ELECTRIC (AL)
ELEV ELEVATOR
ENCL ENCLOSE (URE)
EQ EQUAL
EQUIP EQUIPMENT
EW EACH WAY
EXIST EXISTING
EXP EXPANSION
EXT EXTERIOR
FAF FLUID APPLIED FLASHING
FD FLOOR DRAIN
FDN FOUNDATION
FEC FIRE EXTINGUISHER CABINET
FF FINISH FACE
FH FUME HOOD
FIN FINISH (ED)
FLR FLOOR
FOC FACE OF CONCRETE
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FRTW FIRE RETARDANT TREATED

     WOOD
FT FOOT, FEET
FTG FOOTING
GA GAGE
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GAR GARAGE
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GC GENERAL CONTRACTOR
GL GLASS
GYP GYPSUM
H HIGH
HB HOSE BIBB
HC HANDICAP
HDW HARDWARE
HM HOLLOW METAL
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HR HOUR
HT HEIGHT
HVAC HEATING, VENTILATION, AIR

     CONDITIONING
IBC INTERNATIONAL BUILDING

     CODE
INCL INCLUDING (ED)
INFO INFORMATION
INSUL INSULATION
INT INTERIOR
JAN JANITOR

L LONG
LAV LAVATORY
LB LOAD BEARING
MAS MASONRY
MATL MATERIAL
MAX MAXIMUM
MECH MECHANICAL
MFD MANUFACTURED
MFR MANUFACTURE (R)
MIN MINIMUM, MINUTE
MISC MISCELLANEOUS
MO MASONRY OPENING
MTD MOUNTED
MTL METAL
NA NOT APPLICABLE
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE
OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OF/CI OWNER FURNISHED;

CONTRACTOR INSTALLED
OF/OI OWNER FURNISHED;

OWNER INSTALLED
OH OVERHANG
OPH OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE
ORD OVERFLOW ROOF DRAIN
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OVHD OVERHEAD
PL PROPERTY LINE
PLAM PLASTIC LAMINATE
PLWD PLYWOOD
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     TREATED
PVG PAVING
R RADIUS, RISER
RB RUBBER/RESILIENT BASE
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN, ROAD
REQD REQUIRED
RM ROOM
RO ROUGH OPENING
S SOUTH
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     HIGH TEMP
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     METAL CLAD
SCHED SCHEDULE
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W/ WITH
W/O WITHOUT
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WR WEATHER RESISTANT,
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FIRE PROTECTION
FIRE ALARM DRAWINGS
OPEN WEB STEEL JOISTS
STEEL STAIRS
EXTERIOR CLADDING SYSTEMS, CURTAIN WALL
SYSTEMS, PRE-ENGINEERED PANELS
ROOF MOUNTED COMPONENTS: SKYLIGHTS,
HATCHES
MECHANICAL, ELECTRICAL, PLUMBING & HANGER
PLANS
TEMPORARY SHORING SYSTEMS
PRECAST STRUCTURAL ELEMENTS
COLD-FORMED METAL STUDS - FRAMING INTERIOR
WALLS INCLUDING PARTIAL HEIGHT
COLD FORMED METALS STUDS & JOISTS FRAMING
OVERHEAD SOFFITS
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ENGINEER
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STRUCTURAL
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MECHANICAL
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ELECTRICAL
ENGINEER

PAE
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PORTLAND, OREGON 97204
503.226.2921 OFFICE
CONTACT: BRETT COURNOYER, PROJECT MANAGER
BRETT.COURNOYER@PAE.COM

ACOUSTICAL
ENGINEER

ACOUSTIC DESIGN STUDIO
519 SW PARK AVENUE, SUITE 305
PORTLAND, OREGON 97205
5013.735.5961 OFFICE
CONTACT: TODD MATTHIAS
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CONSULTING
ARCHITECT

ROBERTSON/SHERWOOD ARCHITECTS
132 EAST BROADWAY, SUITE 540
EUGENE OREGON 97401
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CONTACT: DAVE GUADAGNI, PROJECT MANAGER
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FOOD SERVICE JLR DESIGN GROUP
557 ROY STREET, 175A
SEATTLE, WA
206.625.0070 OFFICE
CONTACT: DEON RICHARDS
DEON@JLRDESIGNGROUP.COM

PAE
522 SW 5TH AVENUE, SUITE 1500
PORTLAND, OREGON 97204
503.226.2921 OFFICE
CONTACT: NICK COLLINS, PROJECT MANAGER
NICK.COLLINS@PAE.COM

TECHNOLOGY NORTHWEST INFORMATION SERVICES
8285 SW NIMBUS AVE, SUITE 125
BEAVERTON, OR  97008
503.246-8585 OFFICE
CONTACT: DARREN HERRICK, PROJECT MANAGER
DRF@NISPDX.COM

LIGHTING LUMA
522 SW 5TH AVENUE, SUITE 1500
PORTLAND, OREGON 97204
503.226.2921 OFFICE
CONTACT: ZACH SUCHARA, PROJECT MANAGER
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VICINITY MAP

PLAN
NORTH

SITE

PATTERNS

EARTH

GRAVEL

ASPHALT

METAL - STEEL

MASONRY - CONCRETE BLOCK

WOOD - FINISH

WOOD - CONTINUOUS

INSULATION - BATT

INSULATION - RIGID

INSULATION - ACOUSTICAL

GYPSUM BOARD

WOOD - PARTICLE BOARD

METAL - ALUMINUMCONCRETE

MASONRY - BRICK

SAND

WOOD -
BLOCKING

MATERIAL

WALL

ONE-HOUR RATED WALL

TWO-HOUR RATED WALL

THREE-HOUR RATED WALL

1.

2.

3.

4.

5.

6.

WORK MUST COMPLY WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF
BUILDING PERMIT ISSUANCE.

READ, UNDERSTAND AND COMPLY WITH ALL APPLICABLE PROVISIONS OF THE
CONSTRUCTION DOCUMENTS FOR THE PROJECT.

UNLESS OTHERWISE NOTED WALL ARE CENTERED ON THE GRID LINE

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK

PLACE DOORS NOT LOCATED BY DIMENSION ON PLANS SIX INCHES FROM FACE OF
ADJOINING PARTITION TO HINGE EDGE OF DOOR OPENING.  PROVIDE 18" MINIMUM CLEAR
FROM FACE OF ADJOINING PARTITION OR OTHER OBSTRUCTION TO STRIKE JAMB EDGE
OF DOOR OPENING, UNLESS OTHERWISE NOTED.  NOTIFY ARCHITECT IF REQUIRED
CLEARANCES ARE NOT AVAILABLE

PROVIDE FIRE RESISTANT CLOSURE MEETING THE REQUIREMENTS OF THE GOVERNING
FIRE AUTHORITIES AT ALL GAPS AROUND PENETRATING DUCTS, PIPES, CONDUITS, ETC.
AT ALL FIRE RATED BUILDING WALLS, PARTITIONS, CEILINGS, FLOORS AND ROOFS.

GENERAL NOTES
ROOM AND DOOR NUMBERS SHOWN ON DRAWINGS ARE FOR CONSTRUCTION
PURPOSES ONLY.

CONCEAL ALL PIPING, CONDUITS, DUCTS, ETC INSIDE WALLS AND ABOVE CEILINGS
AT ALL ROOMS EXCEPT ELECTRICAL AND TELEPHONE CLOSETS AND MECHANICAL
ROOMS.  IN SPACES OPEN TO STRUCTURE, ONLY PIPING CONDUITS AND DUCTS
THAT SERVE THE SPACE MAY BE EXPOSED. LOCATE SUCH INSTALLATIONS TO
MINIMIZE VISIBILITY AND ORGANIZE TO MINIMIZE RUN LENGTHS AND OVERLAPPING.
ARCHITECT TO REVIEW SHOP DRAWINGS FOR EXPOSED MECHANICAL, ELECTRICAL,
PLUMBING ITEMS PRIOR TO FABRICATION AND INSTALLATION.

COORDINATE WORK WITH ALL OWNER FURNISHED ITEMS AND PROVIDE ALL
REQUIRED MECHANICAL AND ELECTRICAL CONNECTIONS INCLUDING STUB OUTS.

VERIFY ALL DIMENSIONS, EXISTING AND NEW CONDITIONS ON THE JOB BEFORE
PROCEEDING WITH THE WORK.

NOTIFY THE ARCHITECT OF ANY DISCREPANCIES NOTED AMONG OR BETWEEN THE
CONTRACT DOCUMENTS, OWNER-PROVIDED INFORMATION, SITE CONDITIONS,
MANUFACTURER RECOMMENDATIONS, OR CODES, REGULATIONS, OR RULES OF
JURISDICTIONS HAVING AUTHORITYPRIOR TO COMMENCEMENT OF ANY PORTION OF
THE WORK.

THE CONTRACT DOCUMENTS ARE COMPLIMENTARY AND WHAT IS REQUIRED BY
ONE IS BINDING AS IF REQUIRED BY ALL.

PROVIDE REPETITIVE FEATURES NOT INDICATED IN THE DRAWINGS EVERYWHERE THAT
THEY OCCUR AS IF DRAWN IN FULL.  NOT ALL OCCURRENCES OF A FEATURE ARE NOTED
IN EVERY CASE.

CONSULT PLANS OF ALL TRADES FOR ALL OPENINGS AND ROUGH-CUTS THROUGH
SLABS, WALLS, CEILINGS AND ROOFS FOR DUCTS, PIPES, CONDUITS, CABINETS AND
EQUIPMENT, AND SHALL VERIFY SIZE AND LOCATION BEFORE PROCEEDING WITH WORK.

VERIFY ALL ROUGH-IN DIMENSIONS REQUIRED FOR EQUIPMENT, INCLUDING THAT
FURNISHED BY OTHERS, PRIOR TO PROCEEDING WITH WORK.

COORDINATE WITH MECHANICAL AND ELECTRICAL CONTRACTORS FOR EXACT
LOCATIONS, TYPES AND SIZES OF ACCESS DOORS REQUIRED BY THEIR WORK.
PROVIDED ACCESS FOR ALL CONCEALED VALVES, DAMPER CONTROLS, FIRE DAMPER
LINKAGE, ELECTRICAL JUNCTION BOXES, ETC. DRAWINGS MAY NOT SHOW ALL REQUIRED
ACCESS PANELS. INDICATE REQUIRED ACCESS DOORS ON THE COORDINATION
DRAWINGS. OBTAIN ARCHITECT'S APPROVAL FOR LOCATIONS OF ACCESS DOORS PRIOR
TO INSTALLATION.

PRESERVATIVE TREAT ALL WOOD IN CONTACT WITH CONCRETE OR MASONRY AS
REQUIRED BY CODE.

DO NOT SCALE DRAWINGS.

CONSTRUCT RECESSES LOCATED WITHIN FIRERATED PARTITIONS TO MAINTAIN THE
REQUIRED FIRE RATING OF THE PARTITION.

SITE SURVEY, GEOTECHNICAL INVESTIGATION, AND HAZARDOUS MATERIALS
DOCUMENTATION WAS PREPARED BY CONSULTANTS TO THE OWNER AND NOT
UNDER THE DIRECTION OF THE ARCHITECT.  THIS DOCUMENTATION IS INCLUDED IN
THE CONTRACT DOCUMENTS AS AN ACCOMMODATION TO THE OWNER.

REFER TO DOCUMENTS FOR GENERAL LOCATIONS OF VISIBLE EQUIPMENT, SIGNAL
DEVICES, SIGNAGE, AND OTHER VISIBLE ITEMS. CONSULT WITH ARCHITECT FOR
EXACT MOUNTING LOCATION.

SIX DIGIT NUMBERS AT DRAWING NOTES (09 26 00 GYPSUM BOARD FOR EXAMPLE)
REFERENCE RELATED SPECIFICATION SECTIONS IN THE PROJECT MANUAL, THEY
ARE NOT INTENDED TO ASSIGN WORK TO SUB-CONTRACTORS.  ALL ITEMS ARE
INCLUDED IN SCOPE WHETHER OR NOT A SPECIFICATION REFERENCE IS CITED.

REPAIR / PATCH / OR REINSTALL CEILINGS & WALLS REMOVED FOR MECHANICAL
AND ELECTRICAL WORK ON THE FLOORS BELOW AND IN OTHER AREAS OF THE
BUILDING BEYOND THE AREAS INDICATED.

FIRE-RETARDANT TREAT ALL WOOD BLOCKING AS REQUIRED BY APPLICABLE
CODES.
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A-540 EXTERIOR WINDOW DETAILS

A-541 EXTERIOR DOOR AND LOUVER DETAILS

A-542 EXTERIOR WINDOW AND SUNSHADE DETAILS

A-547 EXTERIOR ENTRY DOOR AND WINDOW DETAILS

A-551 INTERIOR CEILING DETAILS

A-552 INTERIOR CEILING DETAILS

A-553 INTERIOR SHADE DETAILS

A-554 INTERIOR FLOOR & WALL DETAILS

A-555 INTERIOR DOOR DETAILS

A-556 INTERIOR WINDOW DETAILS

A-557 INTERIOR WINDOW DETAILS

A-558 INTERIOR 3 HOUR DOOR DETAILS

A-559 INTERIOR WALL DETAILS

A-581 CASEWORK DETAILS

A-582 CASEWORK DETAILS

A-583 CASEWORK DETAILS

A-584 MEDIA CONTROL DESK

A-601 EXTERIOR WALL ASSEMBLY TYPES

A-602 INTERIOR WALL ASSEMBLY TYPES

A-603 INTERIOR WALL DETAILS AND HORIZONTAL ASSEMBLIES

A-611 DOOR SCHEDULE & TYPES

A-612 INTERIOR FRAME TYPES

A-613 EXTERIOR WINDOW TYPES

A-614 EXTERIOR WINDOW TYPES

A-615 EXTERIOR WINDOW TYPES

A-652 FINISH SCHEDULE

SHEET INDEX - PACKAGE 2 V1
G-001 P2V1 COVER SHEET

G-002 P2V1 SHEET INDEX, PROJECT INFORMATION, ABBREVIATIONS, SYMBOL LEGEND,
GENERAL NOTES, PROJECT DIRECTORY

S-200 EXTERIOR CLADDING KEY PLAN

S-221 ENLARGED EXTERIOR CLADDING ELEVATIONS

S-222 ENLARGED EXTERIOR CLADDING ELEVATIONS

S-223 ENLARGED EXTERIOR CLADDING ELEVATIONS

S-224 ENLARGED EXTERIOR CLADDING ELEVATIONS

S-225 ENLARGED EXTERIOR CLADDING ELEVATIONS

S-901 EXTERIOR CLADDING DETAILS

S-902 EXTERIOR CLADDING DETAILS

S-903 EXTERIOR CLADDING DETAILS

S-904 EXTERIOR CLADDING DETAILS

A-111 FIRST FLOOR PLAN OVERALL

A-112 SECOND FLOOR AND MECHANICAL EQUIPMENT PLANS OVERALL

A-113 MECHANICAL EQUIPMENT PLATFORM ZONE A OVERALL PLAN

A-114 FIRST FLOOR PLAN OVERALL SLAB EDGE

A-121A FIRST FLOOR PLAN - ZONE A

A-121B FIRST FLOOR PLAN - ZONE B

A-121C FIRST FLOOR PLAN - ZONE C

A-121D FIRST FLOOR PLAN - ZONE D

A-121E FIRST FLOOR PLAN - ZONE E

A-122A SECOND FLOOR PLAN - ZONE A

A-122B SECOND FLOOR PLAN  - ZONE B

A-122C MECHANICAL EQUIPMENT PLATFORM  PLAN - ZONE C

A-122D MECHANICAL EQUIPMENT PLATFORM PLAN - ZONE D

A-122E MECHANICAL EQUIPMENT PLATFORM PLAN - ZONE E

A-131A MECHANICAL EQUIPMENT PLATFORM PLAN - ZONE A

A-131C CLERESTORY  WINDOW PLAN - ZONE C

A-141 ROOF PLAN

A-151 FIRST FLOOR REFLECTED CEILING PLAN OVERALL

A-152 SECOND FLOOR AND MECHANICAL EQUIPMENT PLATFORM REFLECTED CEILING
PLAN OVERALL

A-161A FIRST FLOOR REFLECTED CEILING PLAN - ZONE A

A-161B FIRST FLOOR REFLECTED CEILING PLAN - ZONE B

A-161C FIRST FLOOR REFLECTED CEILING PLAN - ZONE C

A-161D FIRST FLOOR REFLECTED CEILING PLAN - ZONE D

A-161E FIRST FLOOR REFLECTED CEILING PLAN - ZONE E

A-162A SECOND FLOOR REFLECTED CEILING PLAN - ZONE A

A-162B SECOND FLOOR REFLECTED CEILING PLAN - ZONE B

A-162C MECHANICAL EQUIPEMENT PLATFORM REFLECTED CEILING PLAN - ZONES C
THROUGH E

A-163A MECHANICAL EQUIPMENT PLATFORM REFLECTED CEILING PLAN - ZONE A

A-171 FIRST FLOOR FINISH PLAN

A-172 SECOND FLOOR FINISH PLAN

A-173 ENLARGED FLOOR FINISH PLANS

A-211 EXTERIOR ELEVATIONS

A-212 EXTERIOR ELEVATIONS

A-221 ENLARGED EXTERIOR ELEVATIONS

A-222 ENLARGED EXTERIOR ELEVATIONS

A-223 ENLARGED EXTERIOR ELEVATIONS

A-224 ENLARGED EXTERIOR ELEVATIONS

A-225 ENLARGED EXTERIOR ELEVATIONS

A-250 ACCESSIBLE MOUNTING HEIGHTS AND DETAILS

A-251 ACCESSIBILITY DETAILS

A-255 INTERIOR ELEVATIONS - ZONE A FIRST FLOOR

A-256 INTERIOR ELEVATIONS - ZONE A FIRST FLOOR

A-257 INTERIOR ELEVATIONS - ZONE A FIRST FLOOR

A-258 INTERIOR ELEVATIONS - ZONE A SECOND FLOOR

A-259 INTERIOR ELEVATIONS - ZONE A SECOND FLOOR

A-260 INTERIOR ELEVATIONS - ZONE B FIRST FLOOR

A-261 INTERIOR ELEVATIONS - ZONE B FIRST FLOOR

A-262 INTERIOR ELEVATIONS - ZONE B FIRST FLOOR

A-263 INTERIOR ELEVATIONS - ZONE B FIRST AND SECOND FLOORS

A-264 INTERIOR ELEVATIONS - ZONE B SECOND FLOOR

A-270 INTERIOR ELEVATIONS - ZONE C

A-271 INTERIOR ELEVATIONS - ZONE C

A-272 INTERIOR ELEVATIONS - ZONE C

A-273 INTERIOR ELEVATIONS - ZONE C

A-274 INTERIOR ELEVATIONS - ZONE C

A-275 INTERIOR ELEVATIONS - ZONE C

A-276 INTERIOR ELEVATIONS - ZONE C - LOCKER ROOMS

A-280 INTERIOR ELEVATIONS - ZONE D

A-281 INTERIOR ELEVATIONS - ZONE D

A-285 INTERIOR ELEVATIONS - ZONE E

A-286 INTERIOR ELEVATIONS - ZONE E

A-287 INTERIOR ELEVATIONS - ZONE E

A-288 INTERIOR ELEVATIONS - ZONE E
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EXTERIOR CLADDING KEY PLAN
1
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CLADDING ELEVATION NOTES:

1. REF. GENERAL STRUCTURAL NOTES FOR METAL STUD
FRAMING REQUIREMENTS.

2. COORDINATE STUD FRAMING AND DIMENSIONS WITH
ARCHITECTURAL DRAWINGS.

3. ALL EXTERIOR WALL FRAMING TO BE TYPE                 REF. 7/S-801 FOR
TYPICAL STUD BLOCKING. U.N.O.

4. PROVIDE LOOSE LINGELS OVER OPENINGS IN BRICK REF. 3/S-901.

5. SILLS TO BE 600T125-54 U.N.O. REF. 3/S-801 FOR DETAILS.

6. REF. S-901 FOR EXTERIOR CLADDING STUD, HEADER, AND JAMB SCHEDULE.
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ENLARGED EXTERIOR CLADDING

ELEVATIONS

S-221

PACKAGE 2, VOLUME 1

 1/8" = 1'-0"1
ENLARGED NORTH ELEVATION - EAST END (ZONE B)

 1/8" = 1'-0"2
ENLARGED NORTH ELEVATION - WEST END (ZONE A)

 1/8" = 1'-0"3
ENLARGED PARTIAL EAST ELEVATION (ZONE B & C)
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3

TYP.

S-2

S-2

6

S-901

8

S-902

TYP.

1

TYP.H-6

TYP.

S-2

5

S-902

9

S-902

SIM.
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

ENLARGED EXTERIOR CLADDING

ELEVATIONS

S-222

PACKAGE 2, VOLUME 1

 1/8" = 1'-0"1
ENLARGED PARTIAL SOUTH ELEVATION (ZONE D AND E)

 1/8" = 1'-0"2
ENLARGED WEST ELEVATION (ZONE A)

 1/8" = 1'-0"3
ENLARGED WEST ELEVATION (ZONE E)



CLADDING ELEVATION NOTES:

1. REF. GENERAL STRUCTURAL NOTES FOR METAL STUD
FRAMING REQUIREMENTS.

2. COORDINATE STUD FRAMING AND DIMENSIONS WITH
ARCHITECTURAL DRAWINGS.

3. ALL EXTERIOR WALL FRAMING TO BE TYPE                 REF. 7/S-801 FOR
TYPICAL STUD BLOCKING. U.N.O.

4. PROVIDE LOOSE LINGELS OVER OPENINGS IN BRICK REF. 3/S-901.

5. SILLS TO BE 600T125-54 U.N.O. REF. 3/S-801 FOR DETAILS.

6. REF. S-901 FOR EXTERIOR CLADDING STUD, HEADER, AND JAMB SCHEDULE.

S-2

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

2 3 5 6 7 8 941 1.5 2.5 4.53.5 5.5 6.5 7.5 8.21.1 8.5

S-2

CONT. L

S-2 S-2

M
A

T
C

H
L
IN

E
 R

E
F

. 
3
/S

-2
2
5

CURTAIN
WALL
REF.
ARCH

SUN SHIELD

7 TYP.7

2

S-903
AT
LEDGER

7

S-3

7

REF. 1/S904

SUN SHIELD

REF. 1/S904

SUN SHIELD

REF. 1/S904

SUN SHIELD

REF. 1/S904

SUN SHIELD

REF. 1/S904

SUN SHIELD

REF. 1/S904

SUN SHIELD

REF. 1/S904

SUN SHIELD

REF. 1/S904

8

S-902

6

S-901
TYP.

H-4 TYP.

SUN SHIELD

REF. 1/S904

S-3

7

S-801

2
TYP.

SUN SHIELD
SIM. 1/S904

77 7 7

4 TYP.

1

S-902
TYP.

H-4

7

S-3

2

S-904
TYP.

S-801

5

TYP.

7 77

4 TYP.

4 TYP. H-4 TYP.

7

S-901
TYP.

2

S-902

S-901

5
TYP. AT
DOUBLE STUD

77 7

4 TYP.

7

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

F J LG M NL.6

S-3 S-3 S-3 S-3

CONT. L

ARCH FACADE
ON CMU WALL

SLOPING ROOF

6 TYP.

S-901

5TYP.

H-5

TYP.

9

S-901

8

S-902

TYP.

S-801

2

S-801

3TYP.

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

9 6.8 4.87.1 4.2 3.74.9

S-2
CONT. L

S-2CURTAIN WALL
REF. ARCH

CONT. L

8

S-901

11

S-902

1

S-902

S-3

1

S-902
1

S-902

8

S-901

H-4

S-801

3
TYP.

S-801

5 TYP.

S-801

2
TYP.

H-3 TYP.

3

7

S-901

TYP.

S-3

6

S-901

5

S-903

TYP.
S-801

2

TYP.

8

S-902

TYP.

1 TYP.4

H-3 TYP.
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

ENLARGED EXTERIOR CLADDING

ELEVATIONS

S-223

PACKAGE 2, VOLUME 1

 1/8" = 1'-0"1
ENLARGED COURTYARD ELEVATION LOOKING NORTH

 1/8" = 1'-0"2
ENLARGED COURTYARD ELEVATION LOOKING EAST

 1/8" = 1'-0"3
ENLARGED PARTIAL COURTYARD ELEVATION LOOKING SOUTH



CLADDING ELEVATION NOTES:

1. REF. GENERAL STRUCTURAL NOTES FOR METAL STUD
FRAMING REQUIREMENTS.

2. COORDINATE STUD FRAMING AND DIMENSIONS WITH
ARCHITECTURAL DRAWINGS.

3. ALL EXTERIOR WALL FRAMING TO BE TYPE                 REF. 7/S-801 FOR
TYPICAL STUD BLOCKING. U.N.O.

4. PROVIDE LOOSE LINGELS OVER OPENINGS IN BRICK REF. 3/S-901.

5. SILLS TO BE 600T125-54 U.N.O. REF. 3/S-801 FOR DETAILS.

6. REF. S-901 FOR EXTERIOR CLADDING STUD, HEADER, AND JAMB SCHEDULE.

S-2

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

4.8 4.24.9

S-2

8

S-902

S-801

3

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

L K I HL.6

S-351

3 LOAD
BEARING
WALLS

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

F GE

S-5

1

S-902

2

S-902

S-801

3

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

FG E

S-5

1

S-902

2

S-902

S-801

3

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

F GE

S-5

1

S-902

2

S-902

S-801

3

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

FG E

S-5

1

S-902

2

S-902

S-801

3
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ENLARGED EXTERIOR CLADDING

ELEVATIONS

S-224

PACKAGE 2, VOLUME 1

 1/8" = 1'-0"

ENLARGED NORTH
ELEVATION - SCIENCE WING

1

 1/8" = 1'-0"2
ENLARGED COURTYARD ELEVATION LOOKING WEST

 1/8" = 1'-0"

ENLARGED NORTH
ELEVATION - SCIENCE WING

3

 1/8" = 1'-0"

ZONE A ELEVATION
AT GRID 6 LOOKING WEST

4

 1/8" = 1'-0"

ZONE A ELEVATION
AT GRID 3 LOOKING EAST

5

 1/8" = 1'-0"

ZONE A ELEVATION
AT GRID 2 LOOKING WEST

6



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

12 12.210.6 11

S-2

6

S-901

1

S-902

5

S-902

S-2

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

OP MN

S-2

M
A

T
C

H
L
IN

E
 R

E
F

. 
3
/S

-2
2
1

ARCH FACADE
ON CMU WALL

1

S-902

6

S-901

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ZONE A EQUIPMENT
PLATFORM

27' - 8 1/2"

9 10 12 12.29.5 10.6 11

M
A

T
C

H
L
IN

E
 R

E
F

. 
1
/S

-2
2
3

CONT. LEDGER

S-2

6

S-902

6

S-901

1

S-902 (5/S-902 OPP.
AT CMU WALL)

5

S-902

AT CMU WALL

9

S-901

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

12 14 14.51312.4

M
A

T
C

H
L
IN

E
 R

E
F

. 
1
/S

-2
2
2

ARCH FACADE
ON CMU WALL

S-2

S-801

2

TYP.

1

TYP.

H3
TYP.

S-801

5 TYP.

9

S-902

TYP.

5

S-902

TYP.

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

121414.5 13 12.2

ARCH FACADE
ON CMU WALL

S-2

S-801

2

TYP.

1

TYP.

H3
TYP.

S-801

5
TYP.

9

S-902

TYP.

5

S-902

TYP.

TYP.
CONT. LEDGER

9

S-901
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ENLARGED EXTERIOR CLADDING

ELEVATIONS

S-225

PACKAGE 2, VOLUME 1

 1/8" = 1'-0"

ENLARGED ZONE B
ELEVATION AT GRID F LOOKING NORTH

1

 1/8" = 1'-0"

ENLARGED EAST ELEVATION (ZONE B, C AND D)
2

 1/8" = 1'-0"

ENLARGED COURTYARD
ELEVATION LOOKING NORTH (ZONE A AND B)

3

 1/8" = 1'-0"

ENLARGED PARTIAL ELEVATION (ZONE D AND E)
4

 1/8" = 1'-0" S-200

ENLARGED NORTH GYM ELEVATION (ZONE C)
5



10'-3"

LOOSE BRICK LINTEL SCHEDULE

SIZE MAX. OPENING WIDTH

L5x3x3/8 LLV

12'-0"L6x3 1/2x1/2 LLV

NOTES:

1. ANGLE TO BEAR 6" MIN. ON BRICK AT EACH END.

2. BRICK TO BEAR 2 1/2" MIN. ON HORIZONTAL ANGLE LEG.

LOOSE LINTEL
REF. SCHEDULE

BRICK REF. ARCH.

REF. NOTE 2

BEARING 
DIMENSION

EXTERIOR NON-BEARING METAL STUD WALL SCHEDULE

S-1

MARK STUD SIZE SPACING BOT. TRACK TOP TRACK

600S162-43 @ 16" o.c. 600T125-43 600T125-43

S-2 @ 16" o.c.600S200-43 600T125-43 600T125-43

S-3 600S162-43 @ 16" o.c. 600T125-43 600T125-43

S-4 @ 16" o.c.600S200-68 600T125-43 600T125-43

S-5 600S200-54 @ 16" o.c. 600T125-43 600T125-43

EXTERIOR NON-BEARING HEADER SCHEDULE

H1

MARK TOP AND BOT.
TRACK

STUDS NOTES

REF. 2/S-801

H2

(2) 600S162-43

REF. 2/S-801(2) 600S200-54

600T125-43

600T125-43

H3 REF. 2/S-801

H4

(2) 1000S200-54

REF. 2/S-801(2) 600S200-54

600T150-43

600T125-43

H5 REF. 2/S-801(2) 600S200-68600T125-43

H6 REF. 2/S-801(2) 600S200-43600T125-43

LOAD BEARING JAMB SCHEDULE

1

MARK JAMB SIZE NOTES

600S200-54

2 600S250-54

3

4

5

6

600S200-68

600S200-97

600S200-97

600S200-68

DOUBLE JAMB REF. 10/S-901

DOUBLE JAMB REF. 10/S-901

7 600S200-54 DOUBLE STUD AT SUN SHIELD  REF. 10/S-901

DOUBLE STUD JAMB
REF. ELEVATIONS

CONCRETE BASE

1
/2

" 
T

Y
P

.

1
" 

T
Y

P
.

1" TYP.

54 MIL GA. CLIP           w/
(4) #10 SCREWS
TO JAMB AND PAF'S
TO SLAB

2"

2"

INFILL STUDS
REF. ELEVETIONS

#10 EACH FLANGE
EACH STUD

SHEATHING
REF. PLANS

(2) 0.148"Øx2" MIN.
SCREWS AT EACH
STUD

BOTTOM TRACK
REF. SCHEDULE

1" MIN.
1"

CONT. 2x
BLOCKING
TYP.

SHEATHING
REF. PLAN

1
/2

"
1
"

54 MIL. GA. CLIP w/             (4) #10
SCREWS TO JAMB AND (4)
0.148"X2" MIN. SCREWS TO
SHEATHING

2"

2"

CONT. BLOCKING

BRICK
REF. ARCH.

METAL FRAMING
REF. ELEVATIONS

3/8" BENT PL

1/4

1/4

REF. ARCH

VARIES

1" MAX.

4
"

BRICK
REF. ARCH.

CMU WALL
REF. PLANS

3/8" BENT PL

1" MAX.

2
"

T
Y

P
.

6
"

REF. ARCH

VARIES

5/8"Ø EXPANSION
ANCHOR @ 16" o.c.

1/8 2-12

TYP.
EACH
SIDE

METAL FRAMING
REF. ELEVATIONS

PLAN VIEW

BRICK
REF. ARCH.

CMU WALL
REF. PLANS

3/8" BENT PL

1/4

1/4

3/8" PL

(2) 5/8"Ø EXPANSION
ANCHORS @ 32" o.c.

1
' -

 0
"

2
"

8
"

1" MAX.

REF. ARCH

VARIES
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EXTERIOR CLADDING DETAILS

S-901

PACKAGE 2, VOLUME 1

 1" = 1'-0"

LOOSE LINTEL SCHEDULE
3

 1" = 1'-0"

EXTERIOR
NON-BEARING WALL SCHEDULE

1

 1" = 1'-0"

EXTEROR
NON-BEARING HEADER SCHEDULE

2

 1" = 1'-0"

LOAD BEARING WALL JAMB SCHEDULE
4

 1 1/2" = 1'-0" S-223

BASE OF DOUBLE STUD
AT CONCRETE SLAB

5

 1 1/2" = 1'-0" S-221

SILL ON SHEATHING
6

 1 1/2" = 1'-0" S-221

BASE OF JAMB ON SHEATHING
7

 1 1/2" = 1'-0" S-223

TYPICAL LEDGER ANGLE
TO STUD CONNECTION

8

 1 1/2" = 1'-0" S-223

LEDGER ANGLE
TO CMU WALL CONNECTION

9

 3" = 1'-0"

TYPICAL DOUBLE STUD
10

 1 1/2" = 1'-0"

LEDGER ANGLE
w/ EXTENSION TO CMU WALL CONN.

11



GRID

REF. 8/S-701 FOR
DIAPHRAGM CONNECTION
TO STEEL BEAM

SHEATHING
REF. PLANS

(2) #12 SCREWS INSTALL
PER MANUFACTURERS
REQUIREMENTS

BEAM REF. PLANS

METAL FRAMING
REF. ELEVATIONS

BRICK OR
METAL PANEL
REF. ARCH

SIMPSON
STRONG-TIE
SCB49.5
SLIDE-CLIP
w/ (2) #14
SCREWS

2
"

M
A

X
.

1
" 

G
A

P

GRID

M
A

X
.

2
"

ARCH

REF.
CONCRETE
OVER METAL
DECK REF. PLAN

LEVEL 2
REF. PLAN

(2) #12 SCREWS
INSTALL PER
MANUFACTURERS
REQUIREMENTS

BEAM
REF. PLAN

SIMPSON STRONG-TIE
SCB49.5 SLIDE-CLIP w/
(2) #14 SCREWS

METAL FRAMING
REF. ELEVATIONS

BRICK OR
METAL
PANEL
REF. ARCH

GRID

M
A

X
.

2
"

CONCRETE OVER
METAL DECK
REF. PLAN

LEVEL 2
REF. PLAN

(2) #12 SCREWS
INSTALL PER
MANUFACTURERS
REQUIREMENTS

BEAM
REF. PLAN

SIMPSON STRONG-TIE
SCB49.5 SLIDE-CLIP
w/ (2) #14 SCREWS

METAL FRAMING
REF. ELEVATIONS

BRICK OR
METAL
PANEL
REF. ARCH

R
E

F
. 
A

R
C

H

REF. ARCH

3

(2) #12 SCREWS

GL BEAM
REF. PLANS

SIMPSON STRONG-TIE
SCB45.5 SLIDE-CLIP w/
(2) #14 SCREWS

METAL FRAMING
REF. ELEVATIONS

BRICK
REF. ARCH

R
E

F
. 
A

R
C

H

M
A

X
.

2
"

SHEATHING
REF. PLANS

REF. ARCH

SIMPSON STRONG-TIE
FCB45.5 FIXED-CLIP
w/ (4) #12 SCREWS

BRICK FACADE
REF. ARCH

METAL FRAMING
REF. ELEVATIONS

CMU WALL
REF. PLANS

TRUSS REF. PLANS
(WOOD JOIST AT SIM.)

SHEATHING
REF. PLANS

1
ʺ 

G
A

P

GRID

M
A

X
.

2
"

ARCH
REF.

(2) #12 SCREWS
INSTALL PER
MANUFACTURERS
REQUIREMENTS

HSS BEAM
REF. PLAN

BOXED HEADER
REF. ELEVATIONS

SIMPSON
STRONG-TIE
SCB45.5
SLIDE-CLIP w/
(2) #14
SCREWS

METAL
PANEL
REF. ARCH

METAL FRAMING
REF. ELEVATIONS

F G

1
" 

G
A

P

BRICK FACADE
REF. ARCH

METAL FRAMING
REF. ELEVATIONS

LEDGER ANGLE
REF. ELEVATIONS

SIMPSON
STRONG-TIE
SSB3.518
SLIDE-CLIP

BEAM REF. PLANS
(HSS BEAM AT
SIM.)

(2) #12
SCREWS

SIMPSON
STRONG-TIE
FCB49.5 FIXED-
CLIP w/ (4) #14
SCREWS

SHEATHING
REF. PLANS

M
A

X
.

2
"

METAL FRAMING
REF. ELEVATIONS

CMU WALL
REF. PLAN

(2) EXPANSION
BOLTS

SIMPSON STRONG-TIE
FIXED-CLIP FCB45.5 w/ (4)
#12 SCREWS LOCATE AT
MAX. 10'-0" o.c. (2 CLIPS
MIN. PER STUD)

ROOF SHEATHING
REF. PLAN

DIAPHRAGM
EDGE NAILING

CONT. 2x

VERTICAL SLOTTED
TRACK

METAL FRAMING
REF. ELEVATIONS

GRID

REF. 8/S-701 FOR
DIAPHRAGM CONNECTION
TO STEEL BEAM

SHEATHING
REF. PLANS

(2) #12 SCREWS INSTALL
PER MANUFACTURERS
REQUIREMENTS

BEAM REF. PLANS

METAL FRAMING
REF. ELEVATIONS

BRICK OR
METAL PANEL
REF. ARCH.

SIMPSON
STRONG-TIE
FCB49.5
FIXED-CLIP
w/ (4) #14
SCREWS

2
"

M
A

X
.

1
" 

G
A

P

SIMPSON STRONG-TIE
FIXED CLIP FCB49.5 w/
(4) #12 SCREWS

(2) #12 SCREWS

BEAM
REF. PLANWINDOW BELOW

REF. ARCH.

METAL FRAMING
REF. ELEVATIONS

METAL PANEL
REF. ARCH
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MIDDLE SCHOOL
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EUGENE SCHOOL DISTRICT 4J
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MT

MF

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

EXTERIOR CLADDING DETAILS

S-902

PACKAGE 2, VOLUME 1

 1 1/2" = 1'-0" S-221

TYP. STUD LATERAL CONN. AT ROOF
1

 1 1/2" = 1'-0" S-221

TYP. STUD
LATERAL CONN. AT LEVEL 2

2

 1 1/2" = 1'-0" S-221

PARAPET LATERAL
CONN. AT STEEL BEAM

3

 1 1/2" = 1'-0" S-222

PARPET LATERAL CONN. AT GLULAM
4

 1 1/2" = 1'-0" S-221

TYP. STUD CONN.
AT TOP OF CMU WALL

5

 1 1/2" = 1'-0" S-222

STUD FRAMING AT HSS BEAM
7

 1 1/2" = 1'-0" S-225

STUD GRAVITY
CONN. AT BRICK FACADE

6

 1 1/2" = 1'-0" S-221

TYPICAL STUD
FIXED CONNECTION AT CMU WALL

9

 1 1/2" = 1'-0" S-221

TYPICAL STUD
LATERAL CONNECTION AT SHEATING

8

 1 1/2" = 1'-0"

TYPICAL STUD
FIXED CONNECTION AT ROOF

10

 1 1/2" = 1'-0" S-223

TYPICAL STUD FIXED CONNECTION
11



LEVEL 2
REF. PLAN

B.9
CONCRETE OVER
METAL DECK
REF. PLAN

BEAM
REF. PLAN
TYP.

SIMPSON STRONG-TIE
SSB3.518 SLIDE-CLIP
w/ (2) #14 SCREWS

METAL FRAMING
w/ BOXED HEADER
REF. ELEVATIONS

BRICK
REF. ARCH

LOOSE
LINTEL
REF.
SCHEDULE

REF. ARCH.

(2) PAF

HEADER
REF. ELEVATION

F G

SHEATHING
REF. PLANS

(2) #12
SCREWS

BEAM
REF. PLANS

(2) #12 SCREWS

HSS BEAM
REF. PLANS

CURTAIN WALL w/
DEFLECTION HEAD
BELOW
REF. PLANS

LEDGER ANGLE
REF. ELEVATIONS

METAL FRAMING
REF. ELEVATIONS

SIMPSON STRONG-TIE
FCB49.5 FIXED-CLIP
w/ (4) #12 SCREWS

BRICK FACADE
REF. ARCH

SIMPSON STRONG-TIE
SCB49.5 SLIDE-CLIP w/
(2) #14 SCREWS

2
ʺ 

M
A

X
.

M
A

X
.

2
"

1
" 

G
A

P

CONCRETE OVER
METAL DECK
REF. PLANS

LEVEL 2
REF. PLAN

(2) #12 SCREWS

BEAM REF. PLANS

SIMPSON STRONG-TIE
FCB49.5 FIXED-CLIP
w/ (4) #12 SCREWS

METAL FRAMING
REF. ELEVATIONS

METAL PANEL
REF. ARCH

M
A

X
.

2
"

GRID

G
A

P

1
"

T
Y

P
.

2
" 

M
A

X
.

Q P
SIMPSON STRONG-TIE
SCB49.5 SLIDE-CLIP
w/ (2) #14 SCREWS

(2) #12 SCREW

METAL FRAMING
REF. ELEVATIONS

BRICK FACADE
REF. ARCH

LEDGER ANGLE
REF. ELEVATIONS

SIMPSON STRONG-TIE
FCB49.5 FIXED-CLIP
w/ (4) #12 SCREWS

(2) #12 SCREWS
WINDOW BELOW
w/ DEFLECTION
HEAD
REF. ARCH

SIMPSON STRONG-TIE
SSB3.518 SLIDE-CLIP w/ (2)
#14 SCREWS EACH STUD

TRUSS CHORD
REF. PLANS

SIM.

SIMPSON STRONG-
TIE FCB49.5 FIXED-
CLIP w/ (4) #12
SCREWS

SHEATHING
REF. PLANS

2x BLOCKING

S-901

6

B B.2

WINDOW ABOVE
REF. ARCH.

METAL PANEL
REF. ARCH

METAL FRAMING
REF. ELEVATIONS

SIMPSON STRONG-
TIE FCB49.5 FIXED-
CLIP w/ (4) #12
SCREWS TYP.

2
" 

M
A

X
.

(2) #12 SCREWS

CURTAIN WALL w/
DEFLECTION HEAD
BELOW
REF. ARCH.

BEAM
REF. PLANS

LEVEL 2
REF. PLAN

CONCRETE OVER
METAL DECK
REF. PLANS

METAL PANEL
REF. ARCH

METAL FRAMING
REF. ELEVATIONS

(2) SIMPSON STRONG-
TIE FIXED-CLIPS
FCB45.5 w/ (4) #12
SCREWS

(2) #12 SCREWS
 TYP.

GL BEAM
REF. PLANS

SHEATING
REF. PLANS

L.6

CMU WALL
REF. PLANS

ROOF DECK
REF. PLANS

(2) #12 SCREWS

600S200-43 CONT.
BLOCKING

CURTAIN WALL
REF. ARCH.

BEAM REF. PLAN TYP.

SIMPSON STRONG-TIE
SCB47.5 SLIDE-CLIP w/ (2) #14
SCREWS. CENTER ON BEAM

METAL PANEL
REF. ARCH.

250S125-43 @ 16" o.c.
w/ 250T125-43 TOP
AND BOTTOM TRACK
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FEBRUARY 18, 2015

EXTERIOR CLADDING DETAILS

S-903

PACKAGE 2, VOLUME 1

 1 1/2" = 1'-0" S-221

STUD LATERAL
CONNECTION AT ZONE B

1

 1 1/2" = 1'-0" S-223

FORUM SOUTH STUD FRAMING
2

 1 1/2" = 1'-0" S-221

TYP. STUD GRAVITY
CONNECTION AT MAIN ENTRY

3

 1 1/2" = 1'-0" S-222

COMMONS SOUTH STUD FRAMING
6

 1 1/2" = 1'-0" S-221

MAIN ENTRY STUD FRAMING
4

 1 1/2" = 1'-0" S-223

COMMONS NORTH
VESTIBULE - STUD AT GL BEAM

5

 1 1/2" = 1'-0" S-221

EAST GYM ENTRANCE STUD FRAMING
7



E
Q

E
Q

3' - 4"

10 1/4"

1"

TYP.
2"

7

S-904

S-904

6

S-904

5

7

S-904

SIM.

BRICK FACADE
REF. ARCH

PL 3 1/2x1/2

1/2"Ø TENSION ROD

ALUMINUM GRATING
REF. ARCH

ANGLE
REF. PARTIAL
PLAN

PL REF. PARTIAL
PLAN (AT SIM.)

L2x2x3/16 CONT.
GRATING SUPPORT

3/4"Ø A325
ERECTION
BOLT

BOXED VERT. STUD
REF. ELEVATIONS

PL 3 1/2x1/2
(NOTCH PL
FOR ANGLE)

1/4

1/4

3/16 2-6

3/16

EACH
END

2
' -

 8
"

2"

4"

CL OF PL

CL OF PL

CLEVIS NUMBER 2 w/
3/4"Ø PIN AND 3/4" GRIP

EDGE ANGLE
REF. PARTIAL PLAN

PL REF. PARTIAL PLAN
(ANGLE AT SIM.)

1/2" PL ALIGN
w/ PL

1/4

1/4

2
"

1/4

1/4

TENSION ROD
REF. 2/S-904

R
A

D
IU

S

1
 3

/4
"

PL REF. 2/S904

CLEVIS NUMBER 2
w/ 3/4"Ø PIN AND
3/4" GRIP

TENSION ROD
REF. 2/S-904

BRICK FACADE
REF. ARCH

R
A

D
IU

S

1
 3

/4
"

TYP
3/8"

TYP.
3/4"

1 1/4"

T
Y

P
.

1
"

T
Y

P
.

3
/4

"

T
Y

P
.

1
/2

"

(16) #12 SCREWS

CONNECTION
PL 3/8"x3 1/2"x0'-8"

PL REF. 2/S-904
CENTER ON CONN. PL

BOXED VERT STUD
REF. ELEVETIONS

8
"

1/4

1/4

ALUMINIUM GRATING
REF. ARCH

ANGLE REF. PARTIAL PLAN
TYP.

WF REF. PARTIAL
PLAN

ALIGN TOP
OF ANGLE
AND WT

1/4

1/4

1/4

ANGLE REF. PARTIAL
PLAN

LOWER ROD CONNECTION
ALIGN w/ ANGLE WEB
REF. XXX

GRATING SUPPORT
REF. 2/S904

3/16

2
"

TOP AND
BOTTOM
FLANGE

PLAN VIEW

F

G

TYP.

3' - 4"

10' - 0" 10' - 0" 10' - 0"

L3 1/2x3 1/2x1/4 L3 1/2x3 1/2x1/4 L3 1/2x3 1/2x1/4

W
T

2
x
6

.5

W
T

2
x
6

.5

W
T

2
x
6

.5

W
T

2
x
6

.5

W
T

2
x
6

.5

W
T

2
x
6

.5

P
L

 3
 1

/2
x
1
/2

P
L

 3
 1

/2
x
1
/2

L
3

 1
/2

x
3

 1
/2

x
1
/4

L
3

 1
/2

x
3

 1
/2

x
1
/4

L3 1/2x3 1/2x1/4

BRICK FACADE
REF. ARCH.

STUD FRAMING
TYP. ELEVATIONS

2

S-904
SIM.

2

S-904
TYP.

ALUMINUM GRATING
REF. ARCH.

S-904

3
S-904

4

NOTE:
ALL STEEL TO BE GALVANIZED.
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

EXTERIOR CLADDING DETAILS

S-904

PACKAGE 2, VOLUME 1

 1 1/2" = 1'-0" S-223

TYPICAL SUN SHADE SECTION
2

 3" = 1'-0" S-904

SUN SHADE LOWER ROD CONN.
5

 3" = 1'-0" S-904

SUN SHADE UPPER ROD CONN.
6

 1 1/2" = 1'-0" S-904

SUN SHADE CONNECTION AT STUDS
7

 1 1/2" = 1'-0" S-904

SUN SHADE
INTERIOR ANGLE CONNECTION

4

 1 1/2" = 1'-0" S-904

SUN SHADE CORNER CONNECTION
3

 1/2" = 1'-0" S-221

TYPICAL SUN SHADE PARTIAL PLAN
1



DN

UP

UP

A
-2

1
1

B
3

A-211

A1

A
-2

1
2

D
1

A-211

D1

A A

2

3

5 6 7 8

9

9

10

10

12 14

14

14.5

14.5

C

D D

F F

J J

L L

6.8

6.8

O O

P P

K K

I I

H H

4

CHORAL E6
186

DRAMA/PLATFORM
E7
184

A
-2

1
2

B
4

A-212

A3

A-212

B1

A-212

D4
D4

A-313

D4

A-313

A1

A-311

A1

A-314

A1

A-314

A
-2

1
2

A
4

G

M

CLASSROOM
A9
145

CLASSROOM
A7
143

SPECIAL ED
A5
135

SPECIAL ED
A3
133

SHARED
LEARNING

132

SPECIAL ED
A1
129

CLASSROOM
A8
146

SHARED
LEARNING

144

CLASSROOM
A4
134

CLASSROOM
A2
130

KITCHEN
180

HALLWAY
150

LOCKER
164

COMMONS
181

VEST
167

LOCKER
163

STOR
166B

WAITING
102

A-211

B1

OFFICE
188D

PRACTICE
188C

PRACTICE
188A

PRACTICE
188B

ENSEMBLE
188E

COSTUME
STORAGE

183

C1

A-314

C1

A-314

D1

A-311

HALLWAY
168

4.8

CLEAN LAB
C3
151

VEST
136A

STAIR 1
S01

FORUM
123

BOILER
ROOM

174 ELECTRICAL
179

OFFICE
160

JAN
158

HALLWAY
187

STOR
165B

SHWR
157

1

1

439' - 6"

SMALL
GROUP

133B

BOYS
170

HALLWAY
173

RECEP
102A

PRINCIPAL
106

SEC
104

REG
108

VP
111

COUNSELOR
112

FILE
110

CONF
119

OPEN
OFFICE

109

IDF
117

CONF
121

NURSE
103

VOL
114

WC
103A

WC
116

WC
115

HALLWAY
118

GIRLS
139B

BOYS
139A

VESTIBULE
101

22' - 9" 17' - 1" 20' - 4" 1' - 3 3/4" 60' - 8 1/2" 9' - 11" 65' - 7 3/4" 30' - 10" 55' - 3" 80' - 8" 9' - 8"

GYMNASIUM
1

165

VESTIBULE
156

ELEV
E01

CUSTODIAL
OFFICE

178

SPECIALIST
131

OFF
129A

OFF
133A

A
-2

2
4

B
2

A
-2

2
4

B
3

A
-2

2
4

B
4

A
-2

2
4

B
5

A
-2

2
3

A
5

A
-2

2
4

A
5

A-211

A5

4.2 12.4

1312.2

N

CUSTODIAL
STOR

177

CHAIR/TABLE
STORAGE

169

RISER
129B

7.1

7.1

A4

A-321

__________

A4

A-313

A4

A-313

E E

B.2

Q Q

MDF
176

OFFICE
159

GIRLS
161

BOYS
162

HOME ED
C1
155

STOR
123B

VEST
123A

LACTATION
125

WC
126

COUNSELOR
113

IDF CLOSET
185

HALLWAY
182

VEST
181A

OUTDOOR
STORAGE

181B

OFF
180A

DRY STOR
180B

LOBBY
122

HALLWAY
124

HALLWAY
128

HALLWAY
136CUSTODIAL

138

WC
140

TOILET
ROOM
ENTRY

139

MEDIA
ROOM C3

151A

VEST
165A

VEST
166A

WC
172

CUSTODIAL
175

HALLWAY
194

SCIENCE
PREP

196

SCIENCE
PREP

192

STOR
198

VEST
194A

WORKROOM
137

ELEC
179A

2
8
4
' -

 1
1
"

B

2.51.5 3.5 4.5 5.5 6.5 7.5 8.2

B.9

10.6

L.6

3.7

8.5 9.5 11

CLASSROOM
A6
142

SCIENCE E1
197

SCIENCE E2
195

SCIENCE E3
193

SCIENCE E4
191

BAND E5
188

GYMNASIUM
2

166

HALLWAY
168A

4.9

1.1

1
0
' -

 9
"

1
9
' -

 7
"

1
4
' -

 6
"

1
6
' -

 1
0
"

1
3
' -

 6
"

3
3
' -

 4
"

2
8
' -

 1
0
"

2
9
' -

 6
"

2
9
' -

 6
"

9
' -

 4
"

2
0
' -

 2
"

2
8
' -

 7
 1

/4
"

2
0
' -

 4
 3

/4
"

1
0
' -

 1
"

2
8
4
' -

 1
1
"

2' - 4" 13' - 6" 33' - 0" 33' - 0" 30' - 5" 33' - 0" 33' - 0" 33' - 0" 21' - 4 1/4" 14' - 11 3/4" 15' - 6" 15' - 6" 15' - 4" 13' - 10 1/2" 9' - 10" 17' - 2 1/2" 6' - 4" 43' - 8" 45' - 0" 9' - 8"
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PLAN GENERAL NOTES KEYNOTES PLAN SYMBOL LEGEND
NON RATED WALL

1-HOUR RATED WALL

2-HOUR RATED WALL

3-HOUR RATED WALL

CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT
OF ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE
OF FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID /
COLUMN UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON
THESE PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FACE OF MASONRY OR
ROUGH OPENING FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS)
U.N.O.

A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK, GRAB
BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE SUPPORT.
VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE REQUIREMENTS
FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES, AND A-
603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG UNLESS
OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT MANUF.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS OTHERWISE
NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL FLOOR TO
UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED OTHERWISE. ALL
OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-WALL
PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES, FIRE
EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS, IN
COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE CONSTRUCTION OF FIRE-
RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF GAPS
AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER PENETRATIONS.
PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH MATERIALS (WITHIN THE STUD OR
JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED BY
MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING. PROVIDE IN
ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.

L.

M.

N.

O.

P.

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R

PORTLAND, OREGON

LEROY A. LANDERS

5594

PLAN
NORTH

1 2 3 4 5 6

D

C

B

A

1 2 3 4 5 6

D

C

B

A

COPYRIGHT MAHLUM ARCHITECTS, INC. 2014                ORIGINAL SHEET SIZE: 30"x42"

ISSUE:

PROJECT NO:

DRAWN BY:

CHECKED BY:

ISSUE DATE:

EE

MARK DATE DESCRIPTION

ROBERTSON/SHERWOOD/ARCHITECTS PC

132 EAST BROADWAY, SUITE 540
EUGENE, OREGON  97401
541-342-8077
www.robertsonsherwood.com

MAHLUM ARCHITECTS INC

1231 NW HOYT, SUITE 102
PORTLAND, OREGON  97209
503-224-4032

71 COLUMBIA, FLOOR 4
SEATTLE, WASHINGTON  98104
206-441-4151
www.mahlum.com

A B

C

DE

VOLUME:

2
/1

9
/2

0
1

5
 1

1
:4

0
:3

9
 A

M
\\
S

E
R

V
E

R
\U

s
e

rs
\l
a

n
a

\M
y
 D

o
c
u
m

e
n

ts
\2

0
1

3
9

1
3
-A

rc
h

-V
1
4

_
v
s
7
_

la
n
a

1
.r

v
t

REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DE

AC

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

FIRST FLOOR PLAN OVERALL

A-111

PACKAGE 2 VOLUME 1

 1/16" = 1'-0"A1
FIRST FLOOR PLAN OVERALL
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PLAN GENERAL NOTES KEYNOTES PLAN SYMBOL LEGEND
NON RATED WALL

1-HOUR RATED WALL

2-HOUR RATED WALL

3-HOUR RATED WALL

CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT
OF ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE
OF FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID /
COLUMN UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON
THESE PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FACE OF MASONRY OR
ROUGH OPENING FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS)
U.N.O.

A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK, GRAB
BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE SUPPORT.
VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE REQUIREMENTS
FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES, AND A-
603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG UNLESS
OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT MANUF.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS OTHERWISE
NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL FLOOR TO
UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED OTHERWISE. ALL
OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-WALL
PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES, FIRE
EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS, IN
COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE CONSTRUCTION OF FIRE-
RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF GAPS
AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER PENETRATIONS.
PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH MATERIALS (WITHIN THE STUD OR
JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED BY
MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING. PROVIDE IN
ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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SECOND FLOOR MECHANICAL EQUIPMENT OVERALL PLAN

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text
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PLAN GENERAL NOTES KEYNOTES PLAN SYMBOL LEGEND
NON RATED WALL

1-HOUR RATED WALL

2-HOUR RATED WALL

3-HOUR RATED WALL

CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT
OF ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE
OF FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID /
COLUMN UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON
THESE PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FACE OF MASONRY OR
ROUGH OPENING FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS)
U.N.O.

A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK, GRAB
BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE SUPPORT.
VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE REQUIREMENTS
FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES, AND A-
603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG UNLESS
OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT MANUF.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS OTHERWISE
NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL FLOOR TO
UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED OTHERWISE. ALL
OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-WALL
PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES, FIRE
EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS, IN
COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE CONSTRUCTION OF FIRE-
RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF GAPS
AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER PENETRATIONS.
PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH MATERIALS (WITHIN THE STUD OR
JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED BY
MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING. PROVIDE IN
ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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UPUPUP

PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.
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G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P10 08 33 28 OVERHEAD COILING GRILLS/ DEPLOYABLE EXIT DOORS

P11 08 33 45 VERTICAL ACTING FIRE DOOR SYSTEM

P12 10 51 00 HALLWAY LOCKERS
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.
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K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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FIRST FLOOR PLAN - ZONE C

A-121C

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
FIRST FLOOR PLAN - ZONE C

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P43 OFCI KILN

P51 SEE A1/A-173 FOR COURT LINE LAYOUT

R01 DOWNSPOUT

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P10 08 33 28 OVERHEAD COILING GRILLS/ DEPLOYABLE EXIT DOORS

P11 08 33 45 VERTICAL ACTING FIRE DOOR SYSTEM

P12 10 51 00 HALLWAY LOCKERS

P18 11 66 23 WALL MOUNTED BACKSTOP, COORDINATE LOCATION WITH
MANUFACTURER, COORDINATE WITH GAME LINES IN FINISH FLOOR
PLANS.

P28 12 66 13 TELESCOPING BLECHERS

P36 DIV 22 WATER FOUTAIN

P38 DIV 26 GENERATOR, VERIFY MIN. CLEARANCES WITH MANUFACTERER

P39 DIV 26 FUTURE GENERATOR, VERIFY MIN. CLEARANCES WITH
MANUFACTERER
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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Q.
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2-HOUR RATED WALL

3-HOUR RATED WALL

01

ROUGH OPENING

MASONRY OPENING

RO

MO

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R

PORTLAND, OREGON

LEROY A. LANDERS

5594

PLAN
NORTH

1 2 3 4 5 6

D

C

B

A

1 2 3 4 5 6

D

C

B

A

COPYRIGHT MAHLUM ARCHITECTS, INC. 2014                ORIGINAL SHEET SIZE: 30"x42"

ISSUE:

PROJECT NO:

DRAWN BY:

CHECKED BY:

ISSUE DATE:

EE

MARK DATE DESCRIPTION

ROBERTSON/SHERWOOD/ARCHITECTS PC

132 EAST BROADWAY, SUITE 540
EUGENE, OREGON  97401
541-342-8077
www.robertsonsherwood.com

MAHLUM ARCHITECTS INC

1231 NW HOYT, SUITE 102
PORTLAND, OREGON  97209
503-224-4032

71 COLUMBIA, FLOOR 4
SEATTLE, WASHINGTON  98104
206-441-4151
www.mahlum.com

A B

C

DE

VOLUME:

2
/1

9
/2

0
1

5
 1

1
:4

1
:3

3
 A

M
\\
S

E
R

V
E

R
\U

s
e

rs
\l
a

n
a

\M
y
 D

o
c
u
m

e
n

ts
\2

0
1

3
9

1
3
-A

rc
h

-V
1
4

_
v
s
7
_

la
n
a

1
.r

v
t

REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

Checker

AC

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

FIRST FLOOR PLAN - ZONE D

A-121D

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
FIRST FLOOR PLAN - ZONE D

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P38 DIV 26 GENERATOR, VERIFY MIN. CLEARANCES WITH MANUFACTERER

P39 DIV 26 FUTURE GENERATOR, VERIFY MIN. CLEARANCES WITH
MANUFACTERER

P40 BIKE RACKS

P47 OFCI TRASH COMPACTOR

P49 11 40 00 REFRIGERANT SKID

P50 DIV 26 ELECTRICAL METER

R01 DOWNSPOUT

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P04 05 51 33 WALL LADDER WITH EXTENSIONS

P08 08 33 13 COILING COUNTER DOOR

P09 08 33 23 OVERHEAD COILING DOOR

P14 10 22 26.33 SLIDING PANEL PARTITION

P16 11 40 00 CAN WASH

P17 11 61 43 STAGE CURTAIN

P18 11 66 23 WALL MOUNTED BACKSTOP, COORDINATE LOCATION WITH
MANUFACTURER, COORDINATE WITH GAME LINES IN FINISH FLOOR
PLANS.

P31 BOLLARD, SEE 2/l-106.3

P35 PROVIDE BLOCKING FOR MOP HOLDERS

P36 DIV 22 WATER FOUTAIN

P37 DIV 23 CHILLER, VERIFY MIN. CLEARANCES WITH MANUFACTERER
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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REF REF

PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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SECOND FLOOR PLAN  - ZONE B

A-122B

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
SECOND FLOOR PLAN - ZONE B

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P04 05 51 33 WALL LADDER WITH EXTENSIONS

P36 DIV 22 WATER FOUTAIN

P57 SURFACE MOUNT FIRE EXTINGUISHER BRACKET



DNDNDN

WDDW

9

9

10

10

12

12

14

14

14.5

14.5

F F

J J

A
-2

1
2

B
4

A-212

A3

G

M

A-211

A5

A-429

C5

A-429

D5

N N

A-225

C1

A1

A-324

A5

A-323

A1

A-325

A1

A-326

A2

A-326

A3

A-327

A1

A-327

A5

A-326

A4

A-326

A5

A-328

A1

A-328

A3

A-328

OPEN TO
BELOW

OPEN TO
BELOW

OPEN TO
BELOW

OPEN TO
BELOW

12' - 6"

12' - 6"

10.6

10.6

11

01-4-3
8 A2

01-4-2
8 B

01-4-2
8 B

X21-5-0
600

X05-4-2
8

X21-5-0
600

X23-5-0
600

M
2
6
5
A

.2

M
2
8
1
A

-A

1
' -

 1
0
"

MECHANICAL
EQUIPMENT
PLATFORM

ZONE C
M265

X65-7-0

01-4-3
8 A2

A5

A-327

A3

A-329

A3

A-324

/
A

1
A

-1
2
2

E

/A1 A-122D

/A1 A-122A

/A1 A-122B

FOM

4' - 0"

MO

8' - 0"

FOM

2' - 0"

MO

8' - 0"

FOM

2' - 0"

MO

8' - 0"

FOM
1' - 4"

MO

8"

FOM

10' - 0"

A1

A-333

H.7

K.3

G.5

R06

TYP.

A-556

E1

84-9-3
2-1/2 A2

01-4-3
8 A2

01-4-3
8 A2

84-9-3
2-1/2 A2 84-9-3

2-1/2 A2

04-9-0
600 D

SIM

02-9-0
400 C1

A-221

A5

2
0
2
B

-B

P18 P18

P18 P18

P18P18

MO

8' - 0" 9' - 8 3/4"

MO

6' - 0" 7' - 10 5/8"

MO

8' - 0" 6' - 0"

MO

8' - 0" 6' - 0"

MO

4' - 0" 4' - 0"

MO

6' - 0" 5' - 4"

MO

8' - 0" 1' - 5"

MO

8' - 0" 10' - 0"

MO

6' - 0" 8' - 0"

MO

8' - 0" 6' - 0"

MO

8' - 0" 6' - 0"

MO

4' - 0" 4' - 0"

MO

6' - 0" 5' - 4"

MO

8' - 0" 1' - 5"

P57

P57

P57

PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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MECHANICAL EQUIPMENT
PLATFORM  PLAN - ZONE C

A-122C

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
MECHANICAL EQUIPMENT PLATFORM PLAN - ZONE C

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P18 11 66 23 WALL MOUNTED BACKSTOP, COORDINATE LOCATION WITH
MANUFACTURER, COORDINATE WITH GAME LINES IN FINISH FLOOR
PLANS.

P57 SURFACE MOUNT FIRE EXTINGUISHER BRACKET

R06 SKYLIGHT, TYP
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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MECHANICAL EQUIPMENT
PLATFORM PLAN - ZONE D

A-122D

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
MECHANICAL EQUIPMENT PLATFORM PLAN - ZONE D

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P03 05 51 33 SHIPS LADDER

P04 05 51 33 WALL LADDER WITH EXTENSIONS

P18 11 66 23 WALL MOUNTED BACKSTOP, COORDINATE LOCATION WITH
MANUFACTURER, COORDINATE WITH GAME LINES IN FINISH FLOOR
PLANS.

P57 SURFACE MOUNT FIRE EXTINGUISHER BRACKET
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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MECHANICAL EQUIPMENT
PLATFORM PLAN - ZONE E

A-122E

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
MECHANICAL EQUIPMENT PLATFORM PLAN - ZONE E

A- KEYNOTES FLOOR PLAN

Key Value Keynote Text

P03 05 51 33 SHIPS LADDER

P05 05 51 33 WALL LADDER NO EXTENSIONS

P33 05 52 13 PIPE AND TUBE RAILINGS
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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PLAN GENERAL NOTES
CONTRACTOR TO VERIFY ALL CONDITIONS AND DIMENSIONS AND NOTIFY ARCHITECT OF
ANY DISCREPANCIES PRIOR TO ANY WORK.

UNLESS OTHERWISE NOTED, PLAN DIMENSIONS SHOWN ARE:
-AT INTERIOR PARTITIONS:  TO THE FACE OF STUD
-AT COLUMNS:  TO THE CENTERLINE OF COLUMNS, IF WALL AT COLUMN CENTER WALL ON
COLUMN
-AT CONCRETE:  TO THE FACE OF CONCRETE
-AT EXTERIOR WALLS:  TO THE FACE OF STUD (TO THE EDGE OF SLAB) (TO THE FACE OF
FOUNDATION WALL)
-CMU WALLS ARE CENTERED ON GRID & DIMENSIONED TO INDICATE FULL BLOCK
CLR = CLEAR DIMENSIONS ARE TO FACE OF FINISHED MATERIAL.
FOR WALLS AT GRIDLINES, CENTERLINE OF STUDS ARE AT CENTERLINE OF GRID / COLUMN
UNLESS DIMENSIONED OTHERWISE.

REFER TO ENLARGED PLANS OR DETAILS FOR ANY DIMENSIONS NOT INDICATED ON THESE
PLANS.

EXTERIOR DOOR AND WINDOW OPENING DIMENSIONS ARE TO FOM OR FACE OF STUD
FRAMING (EDGE OF OPENING - NOT INCLUDING SEALANT JOINTS) UNLESS OTHERWISE
NOTED.

PLAN SYMBOL LEGENDKEYNOTES
A.

B.

C.

D.

PROVIDE BACKING AS REQUIRED TO SUPPORT WALL AND CEILING MOUNTED CASEWORK,
GRAB BARS, HANDRAILS, MIRRORS, EQUIPMENT AND OTHER ACCESSORIES THAT REQUIRE
SUPPORT. VERIFY LOCATIONS PRIOR TO INSTALLATION OF GYPSUM  BOARD. COORDINATE
REQUIREMENTS FOR INCREASED STUD  SIZES.

SEE SHEET A-601 FOR EXTERIOR WALL ASSEMBLIES, A-602 FOR INTERIOR WALL ASSEMBLIES,
AND A-603 FOR HORIZONTAL ASSEMBLIES.

MULTIPLE LAYERS GWB WALLS TO HAVE MULTIPLE LAYERS ON SAME FACE AS WALL TAG
UNLESS OTHERWISE NOTED. ALIGN FACE OF FINISHES AT ALL ADJACENT WALL TYPES U.N.O.

CONTRACTOR TO VERIFY ALL INDICATED RECESS SLAB DEPTH WITH FINISH PRODUCT
MANUFACTURER.

ALL DOORS SHALL BE 6" FROM FACE OF STUD TO EDGE OF DOOR OPENING UNLESS
OTHERWISE NOTED.

SEE FINISH SCHEDULE FOR FLOOR FINISH INFORMATION.

EXTERIOR STUD WALLS TO HAVE (1) LAYER OF GWB ON THE INTERIOR SIDE U.N.O.

E.

F.

G.

H.

I.

J.

K.

ASSEMBLIES FOR FIRE RATED WALLS AND COLUMNS SHALL EXTEND FROM STRUCTURAL
FLOOR TO UNDERSIDE OF FLOOR DECK OR ROOF ABOVE, UNLESS SPECIFICALLY NOTED
OTHERWISE. ALL OPENINGS AND JOINTS SHALL BE PROTECTED AS REQUIRED BY CODE.

MAINTAIN FIRE RESISTANCE RATING FOR ALL CONSTRUCTION INDICATED AT THROUGH-
WALL PENETRATIONS, BUILT-IN WALL FIXTURES, ACCESSORIES, AND BEHIND MAILBOXES,
FIRE EXTINGUISHER CABINETS, PLUMBING FIXTURES, ELECTRIC PANELS AND SIMILAR ITEMS,
IN COMPLIANCE WITH REQUIREMENTS OF APPLICABLE CODES. COORDINATE
CONSTRUCTION OF FIRE-RATED ASSEMBLIES WITH DESIGNATED DESIGN NUMBER.

COMPLETELY SEAL AROUND PENETRATIONS THROUGH ACOUSTICAL WALLS. FILL DEPTH OF
GAPS AROUND CUT-OUTS FOR ELECTRICAL BOXES, PIPES AND PLUMBING, AND OTHER
PENETRATIONS.  PROVIDE INSULATION BETWEEN THE CONCEALED FACE OF FINISH
MATERIALS (WITHIN THE STUD OR JOIST CAVITY) AND PIPES, PLUMBING, THE BACK OF
BOXES, OR OTHER RECESSED FIXTURES.

FRAME AND FINISH OPENINGS FOR MECHANICAL AND ELECTRICAL SYSTEMS AS REQUIRED
BY MECHANICAL/ELECTRICAL DOCUMENTS.

COORDINATE WITH STRUCTURAL DRAWINGS FOR REQUIRED SHEARWALL SHEATHING.
PROVIDE IN ADDITION TO COMPONENTS INDICATED ON WALL TYPE DETAILS AS REQUIRED.
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CLERESTORY  WINDOW PLAN -
ZONE C

A-131C

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
GYM FLOOR PLAN - ZONE C



DN FSD
FSD

FD

FSD

FD

FSD

ROOF PLAN GENERAL NOTES KEYNOTES ROOF PLAN MATERIAL LEGEND ROOF PLAN SYMBOL LEGEND
07 41 13 STANDING SEAM
METAL ROOFING

07 54 00 MEMBRANE
ROOFING

A. REFERENCE STRUCTURAL AND MECHANICAL DRAWINGS FOR ROOF PENETRATIONS.

B. VERIFY ALL ROOF PENETRATIONS AND ROOFING DETAILS COMPLY WITH MANUFACTURERS STANDARD DETAILS BEFORE INSTALLING.

C. COORDINATE ROOFTOP WALKWAYS WITH MECHANICAL UNITS AND ACCESS PATHWAY, ALL UNITS ON MEMBRANE ROOFS TO HAVE PERIMETER WALKWAYS.

D. ALL SHEET METAL ROOF FLASHING TO BE COLOR SM 1 UNLESS NOTED OTHERWISE ON THE ROOFING DETAILS.

E.  PROVIDE EXPANSION JOINTS @ ALL GUTTERS AND GUTTER COVERES.  REFER EXPANSION JOINT DETAILS ON A2 & A3/A-532. 07 54 00 TAPERED
INSULATION

07 54 00 WALKWAY PAD

01

FALL PROTECTION ANCHOR

FOUR FOOT WIDE ROOF ZONE SOUTH OF GRID F
& BETWEEN GRIDS 9 & 12 THAT REQUIRES FIRE
RETARDANT TREATED PLYWOOD & NO ROOF
PENETRATIONS ZONE.

SNOWGUARDS ABOVE ALL ENTRIES AT METAL
ROOFS ONLY
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ROOF PLAN

A-141

PACKAGE 2 VOLUME 1

 1/16" = 1'-0"A1
ROOF PLAN

ROOF PLAN LEGEND

Key Value Keynote Text

R15 SOLAR THERMAL PANEL W/ BRACKETS MOUNTED ON STEEL FRAME

R16 SCUPPER

R17 SNOW GUARD

R18 FALL PROTECTION ANCHOR

ROOF PLAN LEGEND

Key Value Keynote Text

R01 DOWNSPOUT

R02 SCUPPER AND DOWNSPOUT

R03 ROOF DRAIN AND DOWNSPOUT

R04 KITCHEN EXHAUST

R05 FUME HOOD EXHAUST

R06 SKYLIGHT, TYP

R07 SUNSHADE, TYP

R09 ROOF-MOUNTED ANTENNAE - REFER TO TECHNOLOGY DRAWINGS

R10 ROOF HATCH

R11 SOLAR PANELS W/ BRACKETS MOUNTED ON STEEL FRAME

R12 EXPANSION JOINT

R13 REFER TO MECHANICAL



OS

REFREF

RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

A. LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND
ORIENTATION ONLY. REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES
AND ALL ADDITIONAL INFORMATION.

B. MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION
ONLY. REFER TO MECHANICAL DRAWINGS FOR QUANTITIES AND ALL
ADDITIONAL INFORMATION.

C. ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS
THAT COMPLY WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT
TIME OF CONSTRUCTION.

D. CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.
E. V.I.F. EXACT LOCATION OF (E) FIXTURES, AND RELOCATE TO DESIGNATED

LOCATIONS.
F. REPLACE DAMAGED CEILING TILES AT EXISTING CEILINGS.
G. SEE SHEET A571 FOR ADDITIONAL INFORMATION.
H. CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.
I. LOCATE FIRE STROBE ON CEILINGS IN AREAS NOTED ON ELECTRICAL

DRAWINGS. CENTER STROBE IN ROOM. 

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZEOCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR

PE
RETURN - CEILING DIFFUSERS
& GRILLES

EXHAUST - CEILING DIFFUSERS
& GRILLES

SUPPLY - CEILING DIFFUSERS
& GRILLES

EXIT SIGN

MOTION SENSORM

WIRELESS ACCESS POINTW

SPEAKERS

INTERCOMI

CAMERACAM
CEILING MOUNTED PAGING
SPEAKER

P

08 62 00 UNIT SKYLIGHTS

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

WALL MOUNTED PAGING
SPEAKER

P

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OTS OPEN TO STRUCTURE

8'-6" CEILING HEIGHT FROM FINISH
FLOOR

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

A

B

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-2

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-3 C

12 24 00 WALL MOTORIZED SHADE CONTROLLED
WITHIN ROOM & AT FRONT OFFICE FOR SECURITY

D
12 24 00 WALL MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN ROOM & AT FRONT OFFICE
FOR SECURITY

03 30 00 CONCRETE

09 90 00 PT-1

09 90 00 EPT-1

## ## ## ACOUSTIC CEILING PANEL

09 21 16 GYPSUM BOARD
09 90 00 EPT-2
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REFREF

RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

A. LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND
ORIENTATION ONLY. REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES
AND ALL ADDITIONAL INFORMATION.

B. MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION
ONLY. REFER TO MECHANICAL DRAWINGS FOR QUANTITIES AND ALL
ADDITIONAL INFORMATION.

C. ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS
THAT COMPLY WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT
TIME OF CONSTRUCTION.

D. CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.
E. V.I.F. EXACT LOCATION OF (E) FIXTURES, AND RELOCATE TO DESIGNATED

LOCATIONS.
F. REPLACE DAMAGED CEILING TILES AT EXISTING CEILINGS.
G. SEE SHEET A571 FOR ADDITIONAL INFORMATION.
H. CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.
I. LOCATE FIRE STROBE ON CEILINGS IN AREAS NOTED ON ELECTRICAL

DRAWINGS. CENTER STROBE IN ROOM. 

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZEOCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR

PE
RETURN - CEILING DIFFUSERS
& GRILLES

EXHAUST - CEILING DIFFUSERS
& GRILLES

SUPPLY - CEILING DIFFUSERS
& GRILLES

EXIT SIGN

MOTION SENSORM

WIRELESS ACCESS POINTW

SPEAKERS

INTERCOMI

CAMERACAM
CEILING MOUNTED PAGING
SPEAKER

P

08 62 00 UNIT SKYLIGHTS

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

WALL MOUNTED PAGING
SPEAKER

P

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OTS OPEN TO STRUCTURE

8'-6" CEILING HEIGHT FROM FINISH
FLOOR

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

A

B

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-2

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-3 C

12 24 00 WALL MOTORIZED SHADE CONTROLLED
WITHIN ROOM & AT FRONT OFFICE FOR SECURITY

D
12 24 00 WALL MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN ROOM & AT FRONT OFFICE
FOR SECURITY

03 30 00 CONCRETE

09 90 00 PT-1

09 90 00 EPT-1

## ## ## ACOUSTIC CEILING PANEL

09 21 16 GYPSUM BOARD
09 90 00 EPT-2
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REF REF

RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1
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ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE
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ROOM & AT FRONT OFFICE FOR SECURITY
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RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR
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& GRILLES

SUPPLY - CEILING DIFFUSERS
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12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY
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CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

EXIT SIGN
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RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR

PE

RETURN - CEILING DIFFUSERS
& GRILLES

EXHAUST - CEILING DIFFUSERS
& GRILLES

SUPPLY - CEILING DIFFUSERS
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12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

EXIT SIGN

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-2
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FOR SECURITY
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LOCATION AND SIZE
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Key Value Keynote Text

P19 11 66 23 CEILING SUSPENDED FRONT FOLDING BACKSTOP,
COORDINATE LOCATION WITH MANUFACTURER, COORDINATE WITH
GAME LINES IN FINISH FLOOR PLANS.

P22 11 66 23 OVERHEAD SINGLE VOLLEYBALL SYSTEM,COORDINATE
LOCATION WITH MANUFACTURER, COORDINATE WITH GAME LINES
IN FINISH FLOOR PLANS.

P25 11 66 23 CEILING SUSPENDED SIDE FOLDING BACKSTOP ,
COORDINATE LOCATION WITH MANUFACTURER, COORDINATE WITH
GAME LINES IN FINISH FLOOR PLANS.



RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR

PE

RETURN - CEILING DIFFUSERS
& GRILLES

EXHAUST - CEILING DIFFUSERS
& GRILLES

SUPPLY - CEILING DIFFUSERS
& GRILLES

A

B.

C.

D.

E.

F.

A

B

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

EXIT SIGN

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-2

MOTION SENSORM

WIRELESS ACCESS POINTW

SPEAKERS

INTERCOMI

CAMERACAM
CEILING MOUNTED PAGING
SPEAKER

P

C
12 24 00 WALL MOTORIZED SHADE CONTROLLED
WITHIN ROOM & AT FRONT OFFICE FOR SECURITY

D
12 24 00 WALL MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN ROOM & AT FRONT OFFICE
FOR SECURITY

03 30 00 CONCRETE

08 62 00 UNIT SKYLIGHTS

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

WALL MOUNTED PAGING
SPEAKER

P

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OTS OPEN TO STRUCTURE

8'-6" CEILING HEIGHT FROM FINISH
FLOOR

09 90 00 PT-1

09 90 00 EPT-1

09 51 00 ACOUSTIC FOAM PANEL AP-3

09 21 16 GYPSUM BOARD
09 90 00 EPT-2

FIRE DETECTORP

09 21 16 EXTIOR SOFFIT BOARD
09 90 00 EPT-1
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RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR

PE

RETURN - CEILING DIFFUSERS
& GRILLES

EXHAUST - CEILING DIFFUSERS
& GRILLES

SUPPLY - CEILING DIFFUSERS
& GRILLES

A

B.

C.

D.

E.

F.

A

B

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

EXIT SIGN

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-2

MOTION SENSORM

WIRELESS ACCESS POINTW

SPEAKERS

INTERCOMI

CAMERACAM
CEILING MOUNTED PAGING
SPEAKER

P

C
12 24 00 WALL MOTORIZED SHADE CONTROLLED
WITHIN ROOM & AT FRONT OFFICE FOR SECURITY

D
12 24 00 WALL MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN ROOM & AT FRONT OFFICE
FOR SECURITY

03 30 00 CONCRETE

08 62 00 UNIT SKYLIGHTS

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

WALL MOUNTED PAGING
SPEAKER

P

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OTS OPEN TO STRUCTURE

8'-6" CEILING HEIGHT FROM FINISH
FLOOR

09 90 00 PT-1

09 90 00 EPT-1

09 51 00 ACOUSTIC FOAM PANEL AP-3

09 21 16 GYPSUM BOARD
09 90 00 EPT-2

FIRE DETECTORP

09 21 16 EXTIOR SOFFIT BOARD
09 90 00 EPT-1
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SIRENS

FIRE ALARMF
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09 21 16
SOFFIT VENT

12 24 00 MOTORIZED
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RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.

09 21 16 GYPSUM BOARD

09 21 16 GYPSUM BOARD

06 40 00 PLYWOOD CEILING PANEL

09 51 00 2'X4' ACOUSTICAL
CEILING TILE AP-1

EXTENT OF SOFFIT VENT. SEE
SOFFIT DETAILS

ACCESS PANEL SEE PLAN FOR
LOCATION AND SIZE

OCUPANCY SENSOROS

PHOTO ELECTRONIC
SENSOR

PE

RETURN - CEILING DIFFUSERS
& GRILLES

EXHAUST - CEILING DIFFUSERS
& GRILLES

SUPPLY - CEILING DIFFUSERS
& GRILLES

A

B.

C.

D.

E.

F.

A

B

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED
BY FRONT OFFICE FOR SECURITY

12 24 00 CEILING MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN
ROOM & AT FRONT OFFICE FOR SECURITY

EXIT SIGN

09 51 00 2'X4' VINYL
ACOUSTICAL CEILING TILE AP-2

MOTION SENSORM

WIRELESS ACCESS POINTW

SPEAKERS

INTERCOMI

CAMERACAM
CEILING MOUNTED PAGING
SPEAKER

P

C
12 24 00 WALL MOTORIZED SHADE CONTROLLED
WITHIN ROOM & AT FRONT OFFICE FOR SECURITY

D
12 24 00 WALL MOUNTED MOTORIZED SHADE
CONTROLLED WITHIN ROOM & AT FRONT OFFICE
FOR SECURITY

03 30 00 CONCRETE

08 62 00 UNIT SKYLIGHTS

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

WALL MOUNTED PAGING
SPEAKER

P

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE

DIV 26 LIGHTING FIXTURE
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RCP GENERAL NOTES KEYNOTES RCP MATERIAL LEGEND RCP SYMBOL LEGEND

LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.
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LIGHT FIXTURES AND ELECTRICAL EQUIPMENT SHOWN FOR LOCATION AND ORIENTATION
ONLY.  REFER TO ELECTRICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL
INFORMATION.

MECHANICAL DUCTS, DIFFUSERS AND GRILLES SHOWN FOR LOCATION ONLY. REFER TO
MECHANICAL DRAWINGS FOR QUANTITIES AND ALL ADDITIONAL INFORMATION.

ALL CEILING SUSPENSION SYSTEMS SHALL HAVE SEISMIC RESTRAINTS THAT COMPLY
WITH APPLICABLE CODES AND ORDINANCES IN FORCE AT TIME OF CONSTRUCTION.

CENTER ALL LIGHTS, EQUIPMENT, SIGNS ETC, U.N.O.

CENTER ACOUSTICAL CEILING TILE IN ROOM U.N.O.

ALL EXPOSED MECHANICAL AND STRUCTURAL IN GYM, SCIENCE AND MAKERS LAB
CLASSROOMS AND ADJACENT MAKERS LAB CORRIDOR TO BE PAINTED PT-1.
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 1/8" = 1'-0"A1
MECHANICAL ATTIC REFLECTED CEILING PLAN - ZONE A
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BIKE SHELTER -
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ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

CJ CJ CJ

H.7K.3 G.5

A-225

C3

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

3 9 10 12 14 14.56.84.84.2 12.47.1 10.63.7 4.9

A-223

D1

ZONE DZONE E

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-225

A4

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

121414.5

12.4

13 12.2
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07 41 13 STANDING SEAM METAL ROOFING

ELEVATION GENERAL NOTES KEYNOTES ELEVATION MATERIAL LEGEND ELEVATION SYMBOL LEGEND

04 20 01 BRICK VENEER

07 42 13 METAL WALL PANEL

07 54 00 MEMBRANE ROOFING

07 42 13.16 ALUMINUM PANEL

07 42 13.23 MCMA. REFER TO WINDOW TYPE (SHEETS 612 AND 613) FOR SIZE, ELEVATION
ABOVE FLOOR AND GLAZING TYPE FOR ALL EXTERIOR WINDOWS.

B. EXTERIOR WINDOW AND STOREFRONT DOOR SYSTEMS ARE SIZED AND
ORGANIZED ON EXTERIOR WALLS SO THAT CUTTING OF METAL WALL
PANELS OR BRICK WILL NOT BE REQUIRED OR DESIRED AT THE JAMBS.
THE GENERAL CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT METAL WALL PANELS AND CUT
BRICK AT JAMBS DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF WINDOWS AND DOORS TO
ACCOMPLISH THIS MIGHT BE NECESSARY DUE TO CONSTRUCTABILITY
ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF ANY LOCATIONS WHERE
THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.

LOUVER (WIDTH x HEIGHT)
REFER TO DETAILS B4/A-541 C4/A-541, D4/A-541
REFER ALSO TO MECHANICAL DRAWINGS
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WINDOW TAG - REFER TO WINDOW TYPE
SHEETS FOR SIZE, ELEVATION ABOVE
FLOOR, GLAZING TYPE, AND WINDOW
DETAILS FOR ALL EXTERIOR WINDOWS
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OPERABLE CASEMENT WINDOW

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

12 14 14.512.4

CURTAINWALL
GLAZING

A-224

A2

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R

PORTLAND, OREGON

LEROY A. LANDERS

5594

R
o
b
e
rt
s
o
n
  
S
h
e
rw
o
o
d
A
rc
h
it
e
ct
s

P
C

13
2
 E
a
st
 B
ro
a
d
w
a
y
, 
S
u
it
e
 5
4
0

E
u
g
e
n
e
, 
o
re
g
o
n
 9
7
4
0
1

P
  
(5
4
1)
 3
4
2
-8
0
7
7

F
  
(5
4
1)
 3
4
5
-4
3
0
2

1 2 3 4 5 6

D

C

B

A

1 2 3 4 5 6

D

C

B

A

COPYRIGHT MAHLUM ARCHITECTS, INC. 2014                ORIGINAL SHEET SIZE: 30"x42"

ISSUE:

PROJECT NO:

DRAWN BY:

CHECKED BY:

ISSUE DATE:

EE

MARK DATE DESCRIPTION

ROBERTSON/SHERWOOD/ARCHITECTS PC

132 EAST BROADWAY, SUITE 540
EUGENE, OREGON  97401
541-342-8077
www.robertsonsherwood.com

MAHLUM ARCHITECTS INC

1231 NW HOYT, SUITE 102
PORTLAND, OREGON  97209
503-224-4032

71 COLUMBIA, FLOOR 4
SEATTLE, WASHINGTON  98104
206-441-4151
www.mahlum.com

VOLUME:

2
/1

9
/2

0
1

5
 1

1
:5

2
:0

6
 A

M
\\
S

E
R

V
E

R
\U

se
rs

\la
n
a

\M
y 

D
o

c
u
m

e
n

ts
\2

0
1

3
9

1
3
-A

rc
h

-V
1
4

_
v
s
7
_

la
n
a

1
.r

v
t

REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

EXTERIOR ELEVATIONS

A-211

PACKAGE 2 VOLUME 1

 1/16" = 1'-0"D1
NORTH ELEVATION (ZONE A & B)

 1/16" = 1'-0"B3
EAST ELEVATION (ZONE B, C & D)

 1/16" = 1'-0"A1
SOUTH ELEVATION (ZONE D & E)

 1/16" = 1'-0"B1
NORTH GYM ELEVATION (ZONE C)

 1/16" = 1'-0"A5

ELEVATION AT SERVICE YARD
LOOKING NORTH (ZONE C)
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14' - 0"

1ST FLOOR
0' - 0"
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A-222
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ZONE BZONE A

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"
CJ

A-222

B1

07 41 13 STANDING SEAM METAL ROOFING

ELEVATION GENERAL NOTES KEYNOTES ELEVATION MATERIAL LEGEND ELEVATION SYMBOL LEGEND

04 20 01 BRICK VENEER

07 42 13 METAL WALL PANEL

07 54 00 MEMBRANE ROOFING

07 42 13.16 ALUMINUM PANEL

07 42 13.23 MCMA. REFER TO WINDOW TYPE (SHEETS 612 AND 613) FOR SIZE, ELEVATION
ABOVE FLOOR AND GLAZING TYPE FOR ALL EXTERIOR WINDOWS.

B. EXTERIOR WINDOW AND STOREFRONT DOOR SYSTEMS ARE SIZED AND
ORGANIZED ON EXTERIOR WALLS SO THAT CUTTING OF METAL WALL
PANELS OR BRICK WILL NOT BE REQUIRED OR DESIRED AT THE JAMBS.
THE GENERAL CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT METAL WALL PANELS AND CUT
BRICK AT JAMBS DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF WINDOWS AND DOORS TO
ACCOMPLISH THIS MIGHT BE NECESSARY DUE TO CONSTRUCTABILITY
ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF ANY LOCATIONS WHERE
THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.
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REFER TO DETAILS B4/A-541 C4/A-541, D4/A-541
REFER ALSO TO MECHANICAL DRAWINGS
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WINDOW TAG - REFER TO WINDOW TYPE
SHEETS FOR SIZE, ELEVATION ABOVE
FLOOR, GLAZING TYPE, AND WINDOW
DETAILS FOR ALL EXTERIOR WINDOWS

OPERABLE AWNING WINDOW
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OPERABLE CASEMENT WINDOW
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EXTERIOR ELEVATIONS

A-212

PACKAGE 2 VOLUME 1

 1/16" = 1'-0"B1
COURTYARD ELEVATION LOOKING NORTH (ZONE A & B)

 1/16" = 1'-0"D1
WEST ELEVATION (ZONE A & E)

 1/16" = 1'-0"B4
COURTYARD ELEVATION LOOKING EAST (ZONE C)

 1/16" = 1'-0"A3
COURTYARD ELEVATION LOOKING SOUTH (ZONES D & E)

 1/16" = 1'-0"D4
NORTH ELEVATION - SCIENCE WING (ZONE E)

 1/16" = 1'-0"A4
COURTYARD ELEVATION LOOKING WEST (ZONE E)



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

235678 4 1

A4

A-321

__________

B1

A-530

__________

C5

A-530

__________2.5 1.53.54.55.56.57.58.2 1.1

A3

A-321

08 44 13 CURTAINWALL
GLAZING

08 43 13 STOREFRONT
GLAZING, TYP

04 20 01 BRICK
VENEER

07 42 13 METAL
WALL PANEL

07 54 00 MEMBRANE
ROOFING - SEE ALT.
BID A1

07 42 13 METAL
WALL PANEL

07 54 00 MEMBRANE ROOFING -
SEE ALT. BID A1

11 24 25 FALL
PROTECTION

04 20 01 BRICK
VENEER

07 62 00 RECESSED 5 1/2" X 3 1/2"
DOWNSPOUT AT BRICK, TYP

W03W01W03W03

W03W03W06

W01W01

W01W01W01W01W01

W03

W03

W01

W03 W01W06

W05

W02W01

W04

W01W02 W03 W02

W02W03

W02

W02

W02

W02

W04

LOUVER, TYP

D3

A-530

__________

B5

A-515

__________

GUTTER

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

CJ CJ CJ CJ CJ CJ CJ

D3

A-533

__________

REFER TO

/D1 A-221

A1

A-533

__________

A1

A-530

__________

W60

RECESSED
HOSE BIBB

CAMERA

M301H

RECESSED
HOSE BIBB

SPEAKER

CAMERA

LIGHT FIXTURE

RECESSED
ELECTRICAL
OUTLET

RECESSED 3 1/2" X 3 1/2"
DOWNSPOUT, TYP AT METAL
WALL PANELS, UON

CARD READER

DS DS DS DS

D1

A-533

__________
120"x26" 120"x26" 120"x26" 120"x26" 120"x26" 120"x26"

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

91012

12.4

13 12.2

A4

A-323

A4

A-324

A4

A-325
C2

A-532

__________

8.210.6 8.59.511

08 43 13 STOREFRONT
GLAZING, TYP

CONCRETE SEAT WALL
TYPICAL

04 20 01 BRICK VENEER

07 42 13 METAL WALL PANEL

07 54 00 MEMBRANE ROOFING
- SEE ALT. BID A1

W22

W31

W21 W23

W20

W22 W21

W20

W22W25

W20

W01 W01 W01W01W01

W20W20

W01

GUTTER

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

CJ
CJ

D5

A-515

__________

A-525

D5

REFER TO

/B1 A-221

W21

W20W20

W22
08 43 13 STOREFRONT

START POINT OF METAL
WALL PANEL

PRECAST
CONCRETE FACE

05 50 00 HSS 4x4x3/16 PAINTED
STEEL DOWNSPOUT NOT
RECESSED AT GROUND FLOOR

TURNED DOWN SLAB
EDGE ON PILINGS TYPICAL

CAMERA

RECESSED
HOSE BIBB

CAMERA

KNOX BOX

05 12 00 PAINTED STEEL
POSTS

11 24 25 FALL PROTECTION
TYPICAL AT ROOF EDGES
WITH GUTTERS OR
ADJACENT MECH EQUIPMENT

B2

A-535

__________
RECESSED 3 1/2"x3 1/2" SM
DOWNSPOUT, TYP AT METAL
WALL PANELS, UON

CARD READER

SPEAKER

LINE OF ROOF
BEYOND

A5

A-522

__________

DS

D2

A-515

__________

C1

A-534

__________

W21

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

ACDFJ GMN
A3

A-327 E B.2 BB.9
A5

A-327

04 20 01 BRICK
VENEER

07 42 13.16
ALUMINUM PANEL

07 42 13 METAL
WALL PANEL

07 54 00 MEMBRANE
ROOFING

07 54 00 MEMBRANE
ROOFING

04 20 01 BRICK
VENEER

07 42 13 METAL
WALL PANEL

04 20 01 BRICK
VENEER

07 42 13.16
ALUMINUM PANEL

08 43 13 STOREFRONT
GLAZING, TYP

W24

W74 W01W01W07

W23 W21

W07W01

07 62 00 RECESSED
5 1/2"x3 1/2" SM
DOWNSPOUT AT
BRICK, TYP

D4

A-535

__________
A-534

A3SIM

SIM

E4

A-515

__________

ZONE BZONE C

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

W31

CJ -
CENTER
ON WALL

CJCJ CJCJCJ/DS

H.7K.3 G.5

167C 167B 167A 101A

W14

REFER TO

/C3 A-225

A3

A-531

__________

A1

A-531

__________

D1

A-530

__________

GUTTER

11 24 25 FALL
PROTECTION

CJ -
CENTER
ON WALL

BIKE SHELTER -
ALT. BID A3

11 24 25 FALL
PROTECTION

07 54 00 MEMBRANE
ROOFING - SEE ALT.
BID A1

CAMERA CARD READER
CAMERA

07 62 00 RECESSED 3 1/2"x3 1/2"
SM DOWNSPOUT AT METAL WALL
PANELS, UON

SPEAKER

SPEAKER

DSDSDS

D2

A-515

__________

C2

A-532

__________

D1

A-533

__________

07 41 13 STANDING SEAM METAL ROOFING

ELEVATION GENERAL NOTES KEYNOTES ELEVATION MATERIAL LEGEND ELEVATION SYMBOL LEGEND

04 20 01 BRICK VENEER

07 42 13 METAL WALL PANEL

07 54 00 MEMBRANE ROOFING

07 42 13.16 ALUMINUM PANEL

07 42 13.23 MCMA. REFER TO WINDOW TYPE (SHEETS 612 AND 613) FOR SIZE, ELEVATION
ABOVE FLOOR AND GLAZING TYPE FOR ALL EXTERIOR WINDOWS.

B. EXTERIOR WINDOW AND STOREFRONT DOOR SYSTEMS ARE SIZED AND
ORGANIZED ON EXTERIOR WALLS SO THAT CUTTING OF METAL WALL
PANELS OR BRICK WILL NOT BE REQUIRED OR DESIRED AT THE JAMBS.
THE GENERAL CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT METAL WALL PANELS AND CUT
BRICK AT JAMBS DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF WINDOWS AND DOORS TO
ACCOMPLISH THIS MIGHT BE NECESSARY DUE TO CONSTRUCTABILITY
ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF ANY LOCATIONS WHERE
THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.

LOUVER (WIDTH x HEIGHT)
REFER TO DETAILS B4/A-541 C4/A-541, D4/A-541
REFER ALSO TO MECHANICAL DRAWINGS

0

WINDOW TAG - REFER TO WINDOW TYPE
SHEETS FOR SIZE, ELEVATION ABOVE
FLOOR, GLAZING TYPE, AND WINDOW
DETAILS FOR ALL EXTERIOR WINDOWS

OPERABLE AWNING WINDOW

0101A DOOR TAG

OPERABLE CASEMENT WINDOW

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

14 14.5

11 24 25 FALL PROTECTION

04 20 01 BRICK VENEER

A2

A-515

__________
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LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

ENLARGED EXTERIOR
ELEVATIONS

A-221

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"B1
ENLARGED NORTH ELEVATION - WEST END (ZONE A)

 1/8" = 1'-0"D1
ENLARGED NORTH ELEVATION - EAST END (ZONE B)

 1/8" = 1'-0"A1
ENLARGED PARTIAL EAST ELEVATION (ZONE B & C)

NOTE:
EXTERIOR WINDOW AND STOREFRONT DOOR
SYSTEMS ARE SIZED AND ORGANIZED ON
EXTERIOR WALLS SO THAT CUTTING OF METAL
WALL PANELS OR BRICK WILL NOT BE REQUIRED
OR DESIRED AT THE JAMBS.  THE GENERAL
CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT
METAL WALL PANELS AND CUT BRICK AT JAMBS
DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF
WINDOWS AND DOORS TO ACCOMPLISH THIS
MIGHT BE NECESSARY DUE TO
CONSTRUCTABILITY ISSUES BUT MUST BE
VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF
ANY LOCATIONS WHERE THIS CAN NOT BE
ACCOMPLISHED IN ADVANCE OF
CONSTRUCTION.

 1/8" = 1'-0"A5

ENLARGED ELEVATION AT
GYM VESTIBULE ENTRY
LOOKING NORTH

GYM VESTIBULE ENTRY LOOKING
SOUTH (SIM OPPOSITE)



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

2 3 5 6 7 8 941

A4

A-321

__________
A1

A-322

C5

A-530

__________

A5

A-323

2.51.5 3.5 4.5 5.5 6.5 7.5 8.2 8.51.1

A3

A-321

W32

W70

W16W15W16
W01

W03

W03
W15 W16

W17W15W16W16

W15 W16
W37

W02

W48

W05

W06
W01

W02
W01

W01
W02W03

W01
W03W03W02

W01W01

W03
W01

W02W03

W02 W03W02
W01W01

W03W02

08 91 00 LOUVER

04 20 01 BRICK
VENEER

08 44 13 CURTAIN
WALL GLAZING

07 42 13.23 MCM

07 42 13 METAL
WALL PANEL

08 43 13 STOREFRONT
GLAZING, TYP

08 91 00
LOUVER

07 54 00 MEMBRANE
ROOFING

SPEAKER
04 20 01 BRICK
VENEER

05 50 00 SUNSHADES, TYP

07 54 00 MEMBRANE
ROOFING

07 62 00 RECESSED
SM DOWNSPOUT, TYP

B5

A-515

__________

A1

A-526

__________W35

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

CJ CJ CJ CJ CJ

CJ

144A

132A
123A-B

REFER TO

A1

A-533

__________

08 44 13  HORIZONTAL
SUN SCREEN

W18
W17

W17

M301IM301J

11 24 25 FALL
PROTECTION, TYP

07 62 00 HSS 4x6x3/16 DOWNSPOUT, COLOR EPT-2,
FOR BOTTOM 10'-0" OF RUN, WITH 5 1/2"x3 1/2" SM
DOWNSPOUT ABOVE.  PAINT EPT-2 AT MCM PANEL

07 62 00 SM RECESSED
DOWNSPOUT, TYP 05 50 00

SUNSHADES, TYP

CARD READER

08 91 00
LOUVER

/B1 A-222

PENTHOUSE

SPEAKER

EXIT SIGN

08 91 00 LOUVER CAMERA

07 62 00 GUTTER

04 20 01 BRICK
VENEER

RECESSED
ELECTRICAL OUTLET

CARD READER 08 42 29 AUTOMATIC
ENTRANCE

RECESSED
ELECTRICAL OUTLET

RECESSED HOSE
BIBB

DSDS

RECESSED HOSE BIBB

START POINT
OF MEATL
WALL PANEL

D5

A-515

__________

136A-A

08 11 13 ROOF ACCESS
DOOR COVEREED IN
METAL WALL PANEL

08 11 13 ROOF ACCESS
DOOR COVEREED IN
METAL WALL PANEL

A-531

D1 120"x48" 120"x48" 48"x48"48"x48"120"x48"120"x48"

W40

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F JG M N

A1

A-327

A5

A-326

A4

A-326

C1

A-532

__________
W47 W46W47

W47

W46

W38 W38

07 42 13.23 MCM

07 42 13 METAL WALL PANEL

04 20 01 BRICK VENEER 07 41 13 STANDING
SEAM METAL ROOFING

08 43 13 STOREFRONT
GLAZING, TYP

05 50 00 SURFACE MOUNTED
HSS 4x4x3/16 EPT-2 PAINTED
STEEL DOWNSPOUT, TYP AT
MCM PANELS, UON

A-534

B3 A5

A-534

__________

A1

A-526

__________

D4

A-515

__________

08 62 00 SKYLIGHT, TYP

W38

C5

A-530

__________

SIM

H.7 K.3G.5

153C 155B155C153D151D

151C

W46 W46 W46

A5

A-531

__________

CJ CJ CJ CJ CJ

DAS ANTENNA

CUT AWAY VIEW OF
BASE OF WALL
BEYOND

SPACE VERITCAL
JOINTS AT 4'-0" OC,UON

8
' -

 0
"

2
' -

 1
0
"

4
"

EQ EQ EQ EQ

3' - 6 1/4" 10 3/8"

TYP
1' - 0"

EQ EQ

EQ EQ

DS

08 42 29 AUTOMATIC
ENTRANCE

SPEAKER SPEAKER

RECESSED HOSE BIBB

CAMERA

DS

07 42 13 METAL WALL PANEL

05 40 00 MEMBRANE ROOFING

D1

A-533

__________

9 5/8" +/-

START POINT
OF METAL
WALL PANEL

D5

A-515

__________

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

9

1012

6.8 4.8 4.27.1

A5

A-328

A1

A-328

A3

A-328

A1

A-330

A3

A-330

B2

A-533

__________

10.6

3.74.9

A3

A-329

A1

A-332

W71

W53

W54

W49 W50 W51 W50 W51 W49 W50 W51

W53

W54

W56

W55

W53

SOLAR PANELS

07 54 00 MEMBRANE
ROOFING04 20 01 BRICK VENEER

07 42 13.23 MCM

07 42 13.23 MCM

07 42 13 METAL
WALL PANEL

07 41 13 STANDING
SEAM METAL ROOFING

08 43 13
STOREFRONT
GLAZING, TYP

08 44 13 CURTAIN
WALL GLAZING

07 62 00 GUTTER

07 62 00 GUTTER

D4

A-515

__________

A1

A-333

181A-A

M288B

B1

A-533

__________

B3

A-533

__________

A5

A-530

__________

07 42 13 METAL
WALL PANELS

07 54 00 MEMBRANE
ROOFING

04 20 01 BRICK
VENEER

07 42 13.23 MCM

CJ CJ CJ

07 62 00 SM FLASHING
- COLOR SM1

SOLAR PANELS

START POINT ON
METAL WALL PANEL

D5

A-515

__________

05 50 00 HSS 4x4x3/16
EPT-2 PAINTED STEEL
DOWNSPOUT, TYP AT
MCM PANELS, UON

4
"

1
' -

 8
"6
' -

 8
"

DSDS
4' - 0" 4' - 0" 2' - 0"4' - 0"

CJ

07 62 00 HSS 4x6x3/16 DOWNSPOUT,
COLOR EPT-2, FOR BOTTOM 10'-0" OF
RUN, WITH 5 1/2"x3 1/2" SM
DOWNSPOUT ABOVE.  PAINT EPT-2
AT MCM PANEL

1
' -

 7
"

SPACE VERTICAL JOINTS AT MCM PANELS AT 4'-0" OC SPACE VERTICAL JOINTS AT MCM PANELS AT 8'-0" OC

07 62 00 RECESSED SM
DOWNSPOUT

RECESSED
HOSE BIBB

EXIT SIGN

LIGHT FIXTURE

08 91 00
LOUVER

08 11 13 ROOF ACCESS
DOOR COVERED IN
METAL WALL PANEL

24"x96"

36"x24"

W73

07 41 13 STANDING SEAM METAL ROOFING

ELEVATION GENERAL NOTES KEYNOTES ELEVATION MATERIAL LEGEND ELEVATION SYMBOL LEGEND

04 20 01 BRICK VENEER

07 42 13 METAL WALL PANEL

07 54 00 MEMBRANE ROOFING

07 42 13.16 ALUMINUM PANEL

07 42 13.23 MCMA. REFER TO WINDOW TYPE (SHEETS 612 AND 613) FOR SIZE, ELEVATION
ABOVE FLOOR AND GLAZING TYPE FOR ALL EXTERIOR WINDOWS.

B. EXTERIOR WINDOW AND STOREFRONT DOOR SYSTEMS ARE SIZED AND
ORGANIZED ON EXTERIOR WALLS SO THAT CUTTING OF METAL WALL
PANELS OR BRICK WILL NOT BE REQUIRED OR DESIRED AT THE JAMBS.
THE GENERAL CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT METAL WALL PANELS AND CUT
BRICK AT JAMBS DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF WINDOWS AND DOORS TO
ACCOMPLISH THIS MIGHT BE NECESSARY DUE TO CONSTRUCTABILITY
ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF ANY LOCATIONS WHERE
THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.

LOUVER (WIDTH x HEIGHT)
REFER TO DETAILS B4/A-541 C4/A-541, D4/A-541
REFER ALSO TO MECHANICAL DRAWINGS

0

WINDOW TAG - REFER TO WINDOW TYPE
SHEETS FOR SIZE, ELEVATION ABOVE
FLOOR, GLAZING TYPE, AND WINDOW
DETAILS FOR ALL EXTERIOR WINDOWS

OPERABLE AWNING WINDOW

0101A DOOR TAG

OPERABLE CASEMENT WINDOW

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

9 10 12

A1

A-324

A1

A-325

D4

A-527

__________

A4

A-527

__________

10.69.5 11

A3

A-324

A1

A-526

__________

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

07 42 13.23 MCM

04 20 01 BRICK VENEER

A-532

C1

11 24 25 FALL
PROTECTION

CJ

07 62 00 SM
FLASHING ,
COLOR SM 1

07 42 13 METAL
WALL PANEL

REFER TO

/D1 A-222
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MIDDLE SCHOOL
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LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

ENLARGED EXTERIOR
ELEVATIONS

A-222

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"D1
ENLARGED COURTYARD ELEVATION LOOKING NORTH (ZONE A)

 1/8" = 1'-0"B3
ENLARGED COURTYARD ELEVATION LOOKING EAST

 1/8" = 1'-0"A1
ENLARGED PARTIAL COURTYARD ELEVATION LOOKING SOUTH

 1/8" = 1'-0"B1
ENLARGED COURTYARD ELEVATION LOOKING NORTH (ZONE B)

07 62 00 GUTTER



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

3 9 106.84.84.2 7.1

A1

A-328

A3

A-328

A5

A-329
10.63.7 4.9 A1

A-329

W12W13W65

W27W28W29W28W27W29W27W28

04 20 01 BRICK VENEER

07 42 13 METAL
WALL PANEL

07 54 00 MEMBRANE
ROOFING

SOLAR PANELS

08 44 13 CURTAIN
WALL GLAZING

08 43 13 STOREFRONT
GLAZING

04 20 01 BRICK VENEER

07 54 00 MEMBRANE
ROOFING

ZONE DZONE E

07 62 00
GUTTER

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

CJCJ

CJ CJ CJCJ

A1

A-333

A3

A-333

A1

A-521

__________

B1

A-530

__________

D3

A-530

__________

181B 181C
174B 179A

REFER TO

/A4 A-225

A1

A-535

__________

A3

A-530

__________

W01 W03

11 24 25 FALL PROTECTION

SPEAKERS

START POINT OF
METAL WALL PANELS

D5

A-515

__________

SOLAR PANELS

DS DS DS DS DS

LIGHT FIXTURE

HOSE BIBB

CARD READER

SPEAKER

RECESSED HOSE BIBB

CAMERA

SPEAKER

RECESSED
HOSE BIBB

08 11 13 HM DOORS
AND FRAMES

07 62 00 RECESSED 3 1/2"x3
1/2" SM DOWNSPOUT, TYP AT
METAL WALL PANEL

07 62 00 RECESSED 5 1/2"x3 1/2"
SM DOWNSPOUT, TYP AT BRICK

11 24 25 FALL
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ABOVE FLOOR AND GLAZING TYPE FOR ALL EXTERIOR WINDOWS.

B. EXTERIOR WINDOW AND STOREFRONT DOOR SYSTEMS ARE SIZED AND
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PANELS OR BRICK WILL NOT BE REQUIRED OR DESIRED AT THE JAMBS.
THE GENERAL CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT METAL WALL PANELS AND CUT
BRICK AT JAMBS DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF WINDOWS AND DOORS TO
ACCOMPLISH THIS MIGHT BE NECESSARY DUE TO CONSTRUCTABILITY
ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF ANY LOCATIONS WHERE
THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.
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ENLARGED EXTERIOR
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A-223

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"D1
ENLARGED PARTIAL SOUTH ELEVATION (ZONE D & E)

 1/8" = 1'-0"B1
ENLARGED WEST ELEVATION (ZONE A)
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LOOKING EAST
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ZONE D ELEVATION AT GRID
6.8 LOOKING EAST
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ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
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THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.
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ENLARGED EXTERIOR
ELEVATIONS

A-224

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"D2
ENLARGED COURTYARD ELEVATION LOOKING WEST

 1/8" = 1'-0"D4
ENLARGED NORTH ELEVATION - SCIENCE WING

 1/8" = 1'-0"B2

ZONE A ELEVATION AT GRID 2
LOOKING WEST

 1/8" = 1'-0"B3

ZONE A ELEVATION AT GRID 3
LOOKING EAST

 1/8" = 1'-0"B4

ZONE A ELEVATION AT GRID 6
LOOKING WEST

 1/8" = 1'-0"B5

ZONE A ELEVATION AT GRID 7
LOOKING EAST

 1/8" = 1'-0"A5
ELEVATION @ SERVICE YARD LOOKING WEST (ZONE D)

 1/8" = 1'-0"A2
ENLARGED ELEVATION AT SERVICE YARD LOOKING NORTH (ZONE C)

 1/8" = 1'-0"B1

ENLARGED ELEVATION AT SERVICE YARD LOOKING
EAST (ZONE D)

 1/8" = 1'-0"A1

ENLARGED ELEVATION AT SERVICE YARD LOOKING
SOUTH (ZONE D)
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04 20 01 BRICK VENEER

07 42 13 METAL WALL PANEL

07 54 00 MEMBRANE ROOFING

07 42 13.16 ALUMINUM PANEL

07 42 13.23 MCMA. REFER TO WINDOW TYPE (SHEETS 612 AND 613) FOR SIZE, ELEVATION
ABOVE FLOOR AND GLAZING TYPE FOR ALL EXTERIOR WINDOWS.

B. EXTERIOR WINDOW AND STOREFRONT DOOR SYSTEMS ARE SIZED AND
ORGANIZED ON EXTERIOR WALLS SO THAT CUTTING OF METAL WALL
PANELS OR BRICK WILL NOT BE REQUIRED OR DESIRED AT THE JAMBS.
THE GENERAL CONTRACTOR IS TO COORDINATE WORK OF
SUBCONTRACTORS TO ENSURE THAT CUT METAL WALL PANELS AND CUT
BRICK AT JAMBS DO NOT OCCUR AT THESE LOCATIONS.  MINOR
ADJUSTEMENTS IN A LATERAL DIRECTION OF WINDOWS AND DOORS TO
ACCOMPLISH THIS MIGHT BE NECESSARY DUE TO CONSTRUCTABILITY
ISSUES BUT MUST BE VERIFIED WITH ARCHITECT IN ADVANCE OF
CONSTRUCTING.  NOTIFY THE ARCHITECT OF ANY LOCATIONS WHERE
THIS CAN NOT BE ACCOMPLISHED IN ADVANCE OF CONSTRUCTION.
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ENLARGED EXTERIOR
ELEVATIONS

A-225

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"C3

ENLARGED EAST ELEVATION
(ZONE B, C & D)

 1/8" = 1'-0"A1

ENLARGED NORTH GYM
ELEVATION (ZONE C)

 1/8" = 1'-0"A4

ENLARGED SOUTH
ELEVATION (ZONE D & E)

 1/8" = 1'-0"C5

ENLARGED ZONE B ELEVATION AT GRID F LOOKING
NORTH

 1/8" = 1'-0"C1

ZONE D ELEVATION AT GRID N
LOOKING SOUTH
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ALL DIAGRAMS INDICATED ARE REFERENCED TO ICC/ANSI A117.1-2003 & 2009.

WHERE ACCESSIBILITY IS REQUIRED, THE OPERATING PARTS OF LIGHTING
CONTROLS, ELECTRICAL SWITCHES AND RECEPTACLES, ENVIRONMENTAL
CONTROLS, APPLIANCE CONTROLS, OPERATING HARDWARE FOR  OPERABLE
WINDOWS, PLUMBING FIXTURE CONTROLS, AND USER CONTROLS FOR SECURITY OR
INTERCOM SYSTEMS SHALL COMPLY WITH SECTION 309 OF ICC/ANSI A117.1

OPERABLE PARTS SHALL BE OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE
TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST.  THE FORCE REQUIRED TO
ACTIVATE OPERABLE PARTS SHALL BE 5 POUNDS (22.2 N) MAX.

LAUNDRY EQUIPMENT CONTROLS AND OPERATING MECHANISMS, INCLUDING DOORS,
LINT SCREENS, DETERGENT AND SCREENS, DETERGENT AND BLEACH
COMPARTMENTS SHALL COMPLY WITH REACH RANGES PER ICC/ANSI A117.1. (48" MAX
TYP REACH RANGE, OR 44" MAX FOR FORWARD APPROACH W/ OBSTRUCTIONS OVER
20" DEEP AND 34"-44" MAX FOR SIDE APPROACH W/ OBSTRUCTIONS)

GENERAL NOTES:
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(a)  ELEVATOR CONTROL PANEL DETAIL
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FLOOR LANDING NUMBER
AND BRAILLE ON JAMB

HALL LANTERN - IF PROVIDED

ELEVATOR
CALL BUTTON

ELEV EXIT SIGN

ELEV DOOR
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PER ANSI 117.1, ELEVATOR SHALL COMPLY WITH
SECTION 407 AND ASME A17.1 LISTED IN SECTION
105.2.5.  ELEVATOR SHALL BE PASSENGER
ELEVATOR AS CLASSIFIED BY ASME A17.1.
ELEVATOR OPERATION SHALL BE AUTOMATIC.
ELEVATOR SHALL COMPLY WITH ALL REQUIREMENTS
LISTED UNDER ELEVATOR LANDING REQUIREMENTS
(407.2), ELEVATOR DOOR REQUIREMENTS (407.3), AND
ELEVATOR CAR REQUIREMENTS (407.4).

FURTHER ELEVATOR REQUIREMENTS ARE PROVIDED IN
SPECIFICATION SECTION 14 20 10.

THE AUTOMATIC DOOR REOPENING DEVICE IS
ACTIVATED IF AN OBJECT PASSES THROUGH EITHER
LINE A OR LINE B. LINE A AND LINE B REPRESENT THE
VERTICAL LOCATION OF THE DOOR REOPENING
DEVICE NOT REQUIRING CONTACT.

GENERAL ELEVATOR NOTES:
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ACCESSIBLE MOUNTING HEIGHTS
AND DETAILS

A-250

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A1
ACCESSIBLE MOUNTING HEIGHTS

 3/8" = 1'-0"D4
REQUIRED CLEARANCES - PUBLIC

 1/2" = 1'-0"C1
OTHER TYPICAL MOUNTING HEIGHTS

 3" = 1'-0"E1
ELEVATOR FLOOR SIGN

 3" = 1'-0"D2
ELEVATOR CONTROL PANEL

 1 1/2" = 1'-0"D1
ELEVATOR ACCESS COMPLIANCE STANDARDS

 1/4" = 1'-0"E2
ELEVATOR GURNEY
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DOES NOT OBSTRUCT GRAB BAR
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NON-POSITIVE SHOWER SHUTOFF
CONTROL.
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THESE PICTOGRAPHS DO NOT DESCRIBE ALL CONDITIONS WHICH MAY BE
ENCOUNTERED IN THE FIELD. THIS IS INTENDED AS A REFERENCE GUIDE FOR CODE
REQUIREMENTS. SEE PLANS AND ELEVATIONS FOR SPECIFIC CONDITIONS TO APPLY
THESE REQUIREMENTS. VERIFY QUESTIONS WITH ARCHITECT.

MAXIMUM EFFORT TO OPERATE DOORS SHALL NOT EXCEED 8 POUNDS FOR EXTERIOR
DOOR AND 5 POUNDS FOR INTERIOR DOORS. (WHEN ALLOWED BY THE APPROPRIATE
ENFORCEMENT AGENCY, AT REQUIRED FIRE DOORS THE MAXIMUM EFFORT MAY BE
INCREASED TO NOT EXCEED 15 POUNDS).

HAND ACTIVATED HARDWARE SHALL BE CENTERED BETWEEN 30 AND 44 INCHES ABOVE
THE FLOOR. LATCHING AND LOCKING DOORS THAT ARE HAND-ACTIVATED AND WHICH
ARE IN A PATH OF TRAVEL SHALL BE OPERABLE WITH A SINGLE EFFORT BY LEVER TYPE
HARDWARE, PANIC BARS, PUSH-PULL ACTIVATING BARS, OR OTHER HARDWARE
DESIGNED TO PROVIDE PASSAGE WITHOUT REQUIRING THE ABILITY TO GRASP THE
OPENING HARDWARE.  LOCKED EXIT DOORS SHALL OPERATE AS ABOVE IN EGRESS
DIRECTION. SEC. 1132A.8.

FOR HINGED DOORS, THE OPENING WIDTH SHALL BE MEASURED WITH THE DOOR
POSITIONED AT AN ANGLE OF 90 DEGREES FROM ITS CLOSED POSITION. SEC. 1126A.1,
SEC 1132A.3 - 2 4.

WHERE A PAIR OF DOORS IS UTILIZED, AT LEAST ONE OF THE DOORS SHALL PROVIDE A
CLEAR, UNOBSTRUCTED OPENING WIDTH OF 32" WITH THE LEAF POSITIONED AT AN
ANGLE OF 90 DEGREES FROM ITS CLOSED POSITION. SEC. 1126A.1-3, SEC 1132A.3-5 5.

THE FLOOR OR LANDING SHALL BE NOT MORE THAN 1/2" LOWER THAN THE THRESHOLD
OF THE DOORWAY. SEC. 1126A.2.1 & FIG. 11A-81 6.

EXIT DOORS SHALL BE OPENABLE FROM THE INSIDE WITHOUT THE USE OF A KEY OR
ANY SPECIAL KNOWLEDGE OR EFFORT.

SLOPE WITHIN ALL DOOR CLEARANCES TO BE 1:48 MAX

GENERAL DOOR NOTES:

1.

2.
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5.

6.
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8.
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MANEUVERING CLEARANCE AT
RECESSED DOORS

RECESSED DOORS -
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PUSH SIDE
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M
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FRONT APPROACH POCKET OR
HINGE APPROACH

MANEUVERING CLEARANCE AT
SLIDING & FOLDING DOOR

4
2
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M
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STOP OR LATCH
APPROACH

24" MIN

MANEUVERING CLEARANCE AT
MANUAL SWINGING DOORS

FRONT APPROACH -
PULL SIDE

18" MIN

4
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M
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FRONT APPROACH -
PUSH SIDE

12" MIN*

6
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M
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HINGE APPROACH -
PULL SIDE

36" MIN
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M
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PULL SIDE
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M
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**
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M
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**

LATCH APPROACH -
PULL SIDE
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4
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M
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**
*

FRONT APPROACH -
PUSH SIDE

24" MIN

* IF BOTH LATCH AND CLOSER ARE PROVIDED
** 54" MIN IF CLOSER IS PROVIDED
*** 48" MIN IF CLOSER IS PROVIDED
**** 48" MIN IF BOTH CLOSE & LATCH PROVIDED

TYPICAL SYMBOLS

APPROACH

60" DIA MIN

WHEELCHAIR
TURN-AROUND

CIRCULAR
304.3 (A)

30" MIN

4
8
" 

M
IN

WHEELCHAIR
CLEAR FLOOR

SPACE
305.3

10" MAX

1
5
" 

M
IN

4
8
" 

M
A

X

REACH DIAGRAMS

10" MAX

MAX

> 10" - 24"

3
4
" 

M
A

X

4
6
" 

M
A

X

3
4
" 

M
A

X

4
8
" 

M
A

X

WHEELCHAIR
TURN-AROUND

T-SHAPED
304.3 (B)

60" MIN

2
4
" 

M
IN

3
6
" 

M
IN

36" MIN

12" MIN

20" MAX

4
8
" 

M
A

X

4
4
" 

M
A

X

>20"-25" MAX

308.3.2 (B)308.3.2 (A) 308.3.1

308.2.2 (A) 308.2.2 (B)

6
0
" 

M
IN

LIMITS OF PROTRUDING OBJECTS

307.2

>
 2

7
"

≥
 8

0
"

4" MAX

6
0
" 

M
IN

CHANGES IN LEVEL OF 1/4 INCH MAXIMUM
IN HEIGHT SHALL BE PERMITTED TO BE
VERTICAL.

CHANGES IN LEVEL GREATER THAN 1/4
INCH IN HEIGHT AND NOT MORE THAN 1/2
INCH MAXIMUM IN HEIGHT SHALL BE
BEVELED WITH A SLOPE NOT STEEPER
THAN 1:2.

CHANGES IN LEVEL GREATER THAN 1/2
INCH IN HEIGHT SHALL COMPLY AS A
RAMP.

M
A

X

1
/2

"

1

2

1
/4

"
1
/4

"

1
2

1
/2

"
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ACCESSIBILITY DETAILS

A-251

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A1
TYPICAL SHOWER, TUB, ACCESSORIES, GRAB BARS, AND MOUNTING LOCATIONS

 3/8" = 1'-0"C2
REQUIRED CLEARANCES - GENERAL

 6" = 1'-0"C1
CHANGES IN LEVEL



EQ EQ EQ EQ EQEQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 27 DATADIV 26 OUTLETDIV 26 OUTLETDIV 27 DATA

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________
(6) EQ PANELS

24' - 0"

9
' -

 6
"

10 11 01 MAGNETIC
MARKER TRAY TYP

DIV 23 MECH GRILLE

DIV 27 PROJECTOR
PROVIDE BLOCKING
AS NEEDED

8
' -

 0
"

DIV 26 OUTLET

DIV 27 DATA

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

DIV 26 OUTLET

DIV 27 DATA A-559

A5

DIV 26 OUTLET

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

DIV 27 TV

4
"

EQ EQ

EQ EQ

EQ EQ

129B-A

10' - 0"

DIV 27 AMEX 8-
BUTTON KEYPAD

3
' -

 8
"

EQ EQ

ALIGN

ALIGN

R02

EQEQEQEQEQ

DIV 26 OUTLET

DIV 27 DATA

DIV 26 OUTLET

3 5/8"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

A
L
IG

N

133B 133A

DIV 28 EXIT SIGN

DIV 28 EXIT SIGN
4' - 0"4' - 0"

A
L
IG

N

10 28 00 SOAP
DISPENSER

10 28 00 PAPER
TOWEL DISPENSER

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH

A1

A-581

__________A2

A-581

__________

EQ EQ

DIV 26 OUTLET

DIV 26 OUTLETDIV 26 OUTLET
DIV 26 OUTLET DIV 27 PRESENTOR

LOCATION

DIV 27 DATA

EQ EQ EQ EQ EQ EQ

1' - 0" 10"

131C 133B-B 129A-A

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET DIV 26 OUTLET

EQ EQ EQ EQEQEQ EQEQ EQ EQ

DIV 27 DATA

DIV 27 DATA

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

R22 10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH

A1

A-581

__________ A2

A-581

__________

EQ EQ EQ EQ EQ EQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

1' - 0" 10"

133A-A 133B-A 131B

ALIGN

ALIGN

R02

EQEQ EQEQ EQEQ

DIV 26 OUTLET

DIV 26 OUTLET

DIV 27 DATA

3"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

EQ EQ4' - 0"4' - 0"

129B 129A

DIV 28 EXIT SIGN

10 11 01 MAGNETIC
MARKER TRAY TYP

DIV 27 PROJECTOR PROVIDE
BLOCKING AS NEEDED

EQ EQ EQ EQ

DIV 27 DATA

DIV 26 OUTLET

DIV 26 OUTLET

DIV 27 DATA

DIV 27 DATA

5
' -

 0
"

DIV 26 OUTLET

8
' -

 9
"

A-559

A5

EQ EQ

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

(6) EQ PANELS

24' - 0" EQ EQ

DIV 27 TV

8
' -

 0
"

4
"

9
' -

 6
"

EQ EQ

DIV 23 MECH GRILLE

A3

A-559

__________

10' - 0"

3
' -

 8
"

DIV 27 AMEX 8-
BUTTON KEYPAD

EQ EQ

ALIGN

ALIGN

R01

10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH

DIV 23 MECH GRILLE

A1

A-581

__________ A2

A-581

__________

EQEQEQ EQEQ EQ EQ

DIV 27 DATA

DIV 26 OUTLETDIV 26 OUTLET

DIV 26 OUTLET

3"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

EQEQ

4
"

EQ EQ

A2

A-559

TYP

__________

4' - 0"4' - 0"4' - 0"

134A

R02

9
' -

 6
"

10 11 01 MAGNETIC
MARKER TRAY TYP

10 11 01 MAGNETIC
MARKER TRAY TYP

EQ EQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

DIV 27 DATA

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

1' - 0 3/8"1' - 5 5/8"EQ EQ

(5) EQ PANELS

20' - 0"

EQ EQ EQEQ EQEQ EQ EQ4' - 0" 4' - 0"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET DIV 27 DATA DIV 26 OUTLETDIV 26 OUTLET

EQ EQ

DIV 27 DATA

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

9
' -

 6
"

(6) EQ PANELS

24' - 0"

10 11 01 MAGNETIC MARKER TRAY

EQ EQ

DIV 27 PROJECTOR PROVIDE
BLOCKING AS NEEDED

5
' -

 0
"

8
' -

 9
"

EQ EQ EQ EQ

10 11 01 MAGNETIC
MARKER TRAY

DIV 27 DATA

DIV 26 OUTLET

DIV 26 OUTLETDIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

DIV 27 TV

DIV 26 OUTLET

DIV 27 DATA

8
' -

 0
" DIV 27 DATA

DIV 27 FLUSH
MOUNT BACKBOX
WITH BLANK PLATE

DIV 27 FLUSH
MOUNT BACKBOX
WITH BLANK PLATE

DIV 27 AMEX 8-
BUTTON KEYPAD

3
' -

 8
"

CENTER IN
CMU BLOCK

14' - 0"

6
' -

 1
0
"

4
"

10 11 01 MAGNETIC MARKER
TRAY

EQEQ EQEQ

DIV 26 OUTLETDIV 26 OUTLET

DIV 27 CLOCK

8
' -

 0
"

4' - 0"4' - 0"EQ EQ

DIV 27 DATA

3' - 0"

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH

131C R02 131A

3' - 0"

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH

131B

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS
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INTERIOR ELEVATIONS - ZONE A
FIRST FLOOR

A-255

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
129 CLASSROOM - NORTH

 1/4" = 1'-0"E3
129 CLASSROOM - EAST

 1/4" = 1'-0"C1
133  CLASSROOM - SOUTH

 1/4" = 1'-0"D1
129 CLASSROOM - WEST

 1/4" = 1'-0"D3
133 CLASSROOM - NORTH

 1/4" = 1'-0"D5
133  CLASSROOM - EAST

 1/4" = 1'-0"E5
129 CLASSROOM - SOUTH

 1/4" = 1'-0"C3
133  CLASSROOM - WEST

 1/4" = 1'-0"C5

134 / 146 CLASSROOM - NORTH
130 / 142 NORTH (MIRRORED)

 1/4" = 1'-0"B1

134 / 146 CLASSROOM - EAST
130 / 142 WEST (MIRRORED)

 1/4" = 1'-0"B3

134 / 146  CLASSROOM - SOUTH
130 / 142 SOUTH (MIRRORED)

 1/4" = 1'-0"B5

134 / 146 CLASSROOM - WEST
130 / 142 EAST (MIRRORED)

 1/4" = 1'-0"A1
131 SPECIALIST - NORTH

 1/4" = 1'-0"A2
131 SPECIALIST - EAST

 1/4" = 1'-0"A3
131 SPECIALIST - SOUTH

 1/4" = 1'-0"A4
131 SPECIALIST - WEST



301
W: 18"
D: 12"

302
W: 36"
D: 12"

155
W: 36"
D: 24"

254
W: 18"
D: 24"

400
W: 36"
D: 16"

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

1' - 0"
DIV 26 OUTLET

EQ EQ

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH
AND BLIND SWITCH

A5

A-581

__________A3

A-582

__________
B1

A-582

__________

2
' -

 8
"

4
' -

 4
"

FINISH EXPOSED SIDE
OF CASEWORK THAT IS
PROUD OF CABINET

DIV 26 OUTLET

DIV 27 DATA

EQEQ

EQ EQ

DIV 26 FIRE ALARM

400
W: 36"
D: 16"

400
W: 36"
D: 16"

400
W: 36"
D: 16"

400
W: 36"
D: 16"

06 41 00 FILLER PANEL

06 41 00 FILLER PANEL

A5

A-581

__________

OPEN TO
BEYOND

R02

DIV 26 OUTLET

2' - 0"

DIV 27 DATA

(2) EQ PANELS

7' - 11 3/4"

EQEQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

EQEQ

EQEQ

DIV 27 CLOCK

DIV 28 EXIT SIGN

EQEQ

DIV 26 BLIND SWITCH

144A
DIV 26 FIRE ALARM
STATION

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D4

A-553

TYP

__________

1' - 5 3/16"

OPEN TO
BEYOND

R02

DIV 26 OUTLET

DIV 27 DATA

(2) EQ PANELS

8' - 0"

A2

A-559

TYP

__________

6' - 10"

OFCI COPIER

222
W: 36"
D: 24"

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

DIV 26 OUTLET

DIV 27 DATA

EQ EQ

A5

A-582

__________

EQ EQ EQEQ EQ EQ EQEQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET DIV 27 DATA DIV 26 OUTLETDIV 26 OUTLET

EQEQ

DIV 27 DATA

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

9
' -

 6
"

4' - 0"

(5) EQ PANELS

20' - 0"

10 11 01 MAGNETIC
MARKER TRAY TYP

EQ EQEQ EQ EQ EQ

DIV 26 OUTLETDIV 27 PRESENTOR
LOCATION

DIV 27 DATA

EQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET DIV 26 OUTLET

4" 4"

A3

A-559

__________

R02

ALIGN

ALIGN

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH

10 28 00 SOAP
DISPENSER

10 28 00 PAPER
TOWEL DISPENSER

DIV 23 MECH GRILLE

A1

A-581

__________
A2

A-581

__________

EQEQ

DIV 26 OUTLETDIV 26 OUTLET

DIV 27 DATA

3"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

4
"

EQEQ

EQ EQ

4' - 0" 4' - 0" 4' - 0"

A2

A-559

TYP

__________

135A

400
W: 18"
D: 24"

302
W: 36"
D: 24"

102
W: 36"
D: 24"

(6) EQ PANELS

24' - 0"

10 11 01 MAGNETIC
MARKER TRAY

EQ EQ

DIV 27 ROJECTOR
PROVIDE BLOCKING
AS NEEDED DIV 26 OUTLET

DIV 26 OUTLET

EQ EQ EQ EQ

10 11 01 MAGNETIC
MARKER TRAY

DIV 27 DATA

DIV 27 DATA

5
' -

 0
"

8
' -

 9
"

DIV 27 DATA DIV 26 OUTLETDIV 26 OUTLET

A-559

A5

DIV 27 PRESENTOR
LOCATION

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

EQ EQ

DIV 27 TV

4
"

8
' -

 0
"

9
' -

 6
"

A3

A-559

__________

10' - 0"

DIV 27 AMEX 8-
BUTTON KEYPAD

CENTER IN
CMU BLOCK

3
' -

 8
"

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 11 01 TACK STRIP

11 1/2"

DIV 26 OUTLET

RECESSED FEC

OPEN TO
BEYOND

06 20 00 WOOD BENCH

A-559

A1

137A

06 20 00 WOOD BENCH

A1

A-559

__________

1
' -

 4
"

10 14 00 SIGNAGE
TYPE 1 9

0
" 

A
.F

.F
.

1' - 8 3/4"

DIV 26 STROBE

DIV 26 FIRE ALARM

8
' -

 6
"

DIV 28 EXIT SIGN

RECESSED FEC

RECESSED FEC

2' - 0"

A1

A-581

__________

1' - 0"10"
10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

DIV 23 MECH GRILLE

146A

R01

EQEQ

DIV 26 OUTLETDIV 27 DATADIV 26 OUTLETDIV 26 OUTLET

EQ EQ EQ

3"
DIV 26 LIGHT
SWITCH, BLIND
CONTROL

302
W: 36"
D: 24"

400
W: 18"
D: 24"

102
W: 36"
D: 24"
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FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE A
FIRST FLOOR

A-256

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E2
137 WORK ROOM - EAST

 1/4" = 1'-0"E4
137 WORK ROOM -SOUTH

 1/4" = 1'-0"E5
137 WORK ROOM - WEST

 1/4" = 1'-0"D1
132 / 144 / 214 / 226 SHARED LEARNING - EAST

 1/4" = 1'-0"D2
132 / 144 / 214 / 226 SHARED LEARNING - SOUTH

 1/4" = 1'-0"D4
132 / 144 / 214 / 226 SHARED LEARNING - WEST

 1/4" = 1'-0"E1
137 WORKROOM NORTH

 1/4" = 1'-0"C1

135 / 145 CLASSROOM - NORTH
143 NORTH (MIRRORED)

 1/4" = 1'-0"C3

135 / 145 CLASSROOM - EAST
143 WEST (MIRRORED)

 1/4" = 1'-0"B1

135 / 145 CLASSROOM - SOUTH
143 SOUTH (MIRRORED)

 1/4" = 1'-0"B3

135 / 145 CLASSROOM - WEST
143 EAST (MIRRORED)

 1/4" = 1'-0"A1
136 HALLWAY - EAST

 1/4" = 1'-0"A2
136 HALLWAY - SOUTH

 1/4" = 1'-0"A3
136 HALLWAY - WEST

 1/4" = 1'-0"B5
S01 STAIR 1 - WEST

 1/4" = 1'-0"C4
146 CLASSROOM - NORTH



OPEN TO
BEYOND

OPEN TO
BEYOND

R02R02

ALIGN

10 14 00 SIGNAGE
TYPE 1

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

EQ EQ48" TYP EQ 48" TYP EQ10 11 01 TACK STRIP

A2

A-559

TYP

__________

145A 143A

OPEN TO
BEYONDR02 R02 R02 R02

ALIGN

ALIGN

1
' -

 6
"

CONCRETE BENCH

10 14 00 SIGNAGE
TYPE 1

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 11 01 TACK STRIP

A2

A-559

TYP

__________

135A 133A 133B 131A 129A 129B 126A

EQ EQ

OPEN TO
BEYOND

OPEN TO
BEYOND

R01

R01

ALIGN

ALIGN

EQ EQEQ EQ

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 11 01 TACK STRIP

A2

A-559

TYP

__________

146A142A138A

10 14 00 SIGNAGE
TYPE 1

OPEN TO BEYONDOPEN TO
BEYOND

OPEN TO
BEYOND

R01

R01

ALIGN ALIGN

48"
10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

EQ EQ

10 11 01 TACK STRIP

A2

A-559

TYP

__________

130A 134A

10 14 00 SIGNAGE
TYPE 1

10 28 00 SOAP
DISPENSER

10 28 00 HAND
DRYER

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

10 28 00 MIRROR

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

3 7/8"

10"

DIV 26 LIGHT SWITCH

DIV 26 OUTLET

140A

9
6
" 

A
.F

.F
.

1' - 6"

DIV 26 FIRE ALARM

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C
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IHCRADERETSI
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE A
FIRST FLOOR

A-257

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
128 HALLWAY - NORTH (WEST SIDE)

 1/4" = 1'-0"D1
128 HALLWAY - NORTH (EAST SIDE)

 1/4" = 1'-0"C1
128 HALLWAY - SOUTH (WEST SIDE)

 1/4" = 1'-0"B1
128 HALLWAY - SOUTH (EAST SIDE)

 1/4" = 1'-0"A1
140 / 141 / 222 WC - NORTH

 1/4" = 1'-0"A2
140 / 222  WC - EAST 141 WEST

 1/4" = 1'-0"A3
140 / 141 / 222 WC - SOUTH

 1/4" = 1'-0"A4
140 / 222  WC - WEST 141 EAST



OPEN
R02 R02

ALIGN ALIGN

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 14 00 SIGNAGE
TYPE 1

EQ 4' - 0" EQ EQ 4' - 0" EQ

A2

A-559

TYP

__________

227A 225A

OPEN TO
BEYOND

R02 R02 R02

AFTER HOURS SECURITY GATE

ALIGN ALIGN ALIGN

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 14 00 SIGNAGE
TYPE 1

A2

A-559

TYP

__________

217A 215A 213A

OPEN TO BEYOND

R01 R01

ALIGN ALIGN

10 14 00 SIGNAGE
TYPE 1

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

EQ EQ

10 11 01 TACK STRIP

EQ EQ

A2

A-559

TYP

__________

228A224A

OPEN TO BEYOND
R01 R01

ALIGN ALIGN

10 14 00 SIGNAGE
TYPE 1

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

EQ EQ EQ EQ

AFTER HOURS SECURITY GATE
10 11 01 TACK STRIP

OPEN
TO

BEYOND

A2

A-559

TYP

__________

212A 216A

3' - 7 1/4"

E

RECESS FOR SECURITY
GATE

400
W: 36"
D: 16"

400
W: 36"
D: 16"

FEC

A5

A-581

__________

218A 219A

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

06 41 00 PLASTIC
LAMINATE
CASEWORK

4' - 1"

1
' -

 8
"

DIV 26 OUTLET

DIV 27 DATA
1' - 2" DIV 26 OUTLET

302
W: 36"
D: 12"

222
W: 36"
D: 24"

CENTER IN
CMU BLOCK

A5

A-582

__________

C6

A-582

__________

2
' -

 8
"

4
' -

 4
"

EQ EQ EQEQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

EQ EQ

DIV 27 DATA

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

06 41 00 PLASTIC
LAMINATE
CASEWORK

400
W: 32"
D: 16"

400
W: 32"
D: 16"

400
W: 32"
D: 16"

400
W: 32"
D: 16"

06 41 00 FILLER PANEL 06 41 00 FILLER PANEL

A5

A-581

__________

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE A
SECOND FLOOR

A-258

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
201 HALLWAY - NORTH (WEST SIDE)

 1/4" = 1'-0"D1
201 HALLWAY - NORTH (EAST SIDE)

 1/4" = 1'-0"C1
201 HALLWAY - SOUTH (WEST SIDE)

 1/4" = 1'-0"B1
201 HALLWAY - SOUTH (EAST SIDE)

 1/4" = 1'-0"A2
218 WORKRM NORTH

 1/4" = 1'-0"A3
218 WORKRM EAST

 1/4" = 1'-0"A4
218 WORKRM SOUTH

 1/4" = 1'-0"A6
218 WORKRM -WEST



ALIGNALIGN

R01

10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

06 41 00 PLASTIC
LAMINATE
CASEWORK W/
SOLID SURFACE AND
BACKSPLASH

DIV 23 MECH GRILLE

A1

A-581

__________
A2

A-581

__________

EQEQ EQEQ

DIV 26 OUTLETDIV 26 OUTLET DIV 26 LIGHT SWITCH

3"

EQ EQ4' - 0"4' - 0"

A2

A-559

TYP

__________

216A

(5) EQ PANELS

20' - 0"

ALIGN

10 11 01  MAGNETIC
MARKER TRAY

EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

DIV 27 DATA

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

EQ EQ 1' - 6" 1' - 0"

A3

A-559

__________

EQ EQ EQEQ EQ EQ EQEQ EQ EQ

DIV 27 DATADIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 27 DATADIV 26 OUTLETDIV 26 OUTLET

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

9
' -

 6
"

(6) EQ PANELS

24' - 0"

EQ EQ

8
' -

 9
"

10 11 01 MAGNETIC
MARKER TRAY

4
"

5
' -

 0
"

8
' -

 0
"

DIV 26 OUTLET

DIV 27 DATA

DIV 27 TV

DIV 27 DATA

DIV 26 OUTLET

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

A-559

A5

EQ EQ

A3

A-559

__________

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

10' - 0"

DIV 27 AMEX 8-
BUTTON KEYPAD

CENTER IN
CMU BLOCK

EQEQ EQ EQ EQEQ EQ EQEQ EQ

DIV 26 OUTLETDIV 26 OUTLET DIV 26 OUTLETDIV 26 OUTLET

DIV 27 DATA DIV 27 DATA

DIV 26 OUTLET

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________ 4' - 0"

(5) EQ PANELS

20' - 0"

9
' -

 2
"

4
"

10 11 01 MAGNETIC
MARKER TRAY

EQ EQ EQ EQ EQ EQ EQ EQ
EQ EQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET DIV 26 OUTLETDIV 26 OUTLET

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

A3

A-559

__________

ALIGN ALIGN

R02

4
"

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH

10 28 00 SOAP
DISPENSER

10 28 00 PAPER
TOWEL DISPENSER

A1

A-581

__________
A2

A-581

__________

EQ EQ

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH

4' - 0" 4' - 0"

A2

A-559

TYP

__________

217A
DIV 23 MECH GRILLE

9
' -

 6
"

(6) EQ PANELS

24' - 0"

EQ EQ

8
' -

 9
"

10 11 01 MAGNETIC
MARKER TRAY

4' - 0"

5
' -

 0
"

DIV 27 DATA

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

DIV 26 OUTLET

DIV 26 OUTLETDIV 26 OUTLET

A-559

A5

8
' -

 0
"

EQ EQ

DIV 27 DATA

DIV 27 DATA

DIV 27 TV

A3

A-559

__________

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

4
"

3
' -

 8
"

DIV 27 AMEX 8-
BUTTON KEYPAD

CENTER IN
CMU BLOCK

EQ EQ EQ EQ EQEQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

EQ EQ

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH
209A

11 31 00 MICROWAVE

C6

A-582

__________
C4

A-582

__________

A1

A-582

__________ A4

A-582

__________

209A-A

4
' -

 4
"

2
' -

 6
"

DIV 26 OUTLET

11 31 00 OFCI
REFRIGERATOR
11 31 00 OFCI
REFRIGERATOR

302
W: 30"
D: 14"

302
W: 30"
D: 14"

102
W: 30"
D: 12"

212
W: 30"
D: 24"

11 31 00 MICROWAVE

DIV 26 OUTLET

155
W: 36"
D: 24"

SAND AND FINISH
EXPOSED EDGES

8' - 0" 8' - 0" 6' - 0"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

DIV 23 MECH GRILLE

R01

228A

EQEQ EQEQ

DIV 26 OUTLET DIV 26 OUTLET

DIV 26 LIGHT
SWITCH, BLIND
CONTROL 3"

A1

A-581

__________

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH
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MIDDLE SCHOOL
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680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J
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AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE A
SECOND FLOOR

A-259

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
212 / 216 / 224 / 228 CLASSROOM NORTH

 1/4" = 1'-0"E3
216 / 228 CLASSROOM EAST & 212 / 224 WEST

 1/4" = 1'-0"E5
212 / 216 / 224 / 228  CLASSROOM SOUTH

 1/4" = 1'-0"D1
216 / 228 CLASSROOM WEST & 212 / 224 EAST

 1/4" = 1'-0"D3
213 / 215 / 217 / 225 / 227 CLASSROOM NORTH

 1/4" = 1'-0"D5
215 / 217 / 227 CLASSROOM  EAST & 213 / 225 WEST

 1/4" = 1'-0"C1
213 / 215 / 217 / 225 / 227  CLASSROOM SOUTH

 1/4" = 1'-0"C3
215 / 217 / 227 CLASSROOM WEST & 213 / 225 EAST

 1/4" = 1'-0"C5
209 LOUNGE - NORTH

 1/4" = 1'-0"B1
209 LOUNGE - EAST

 1/4" = 1'-0"B3
209 LOUNGE - SOUTH

 1/4" = 1'-0"B5
209 LOUNGE - WEST

 1/4" = 1'-0"A1
228 CLASSROOM - NORTH



101A R40

EQEQ

DIV 26 OUTLET

OPEN TO
BEYOND

1' - 1 1/2"

DIV 27 PINPAD

101C

3
' -

 6
"

DIV 26 FIRE ALARM
STATION

1' - 0"

101B

W41

1
0
' -

 1
"

1
' -

 6
"

A2

A-511

__________

1
0
' -

 6
"

1' - 6"

DIV 26 OUTLET6
' -

 0
"

6"

DIV 26 LIGHT SWITCH

1' - 8" 4' - 0" 4' - 0"

A5

A-583

6
' -

 8
"

2
' -

 0
"

NOTE:
DISPLAY CASE TO BE
INSTALLED FLUSH WITH
INTERIOR FACE

OPEN TO
BEYOND

03 30 00 CONCRETE BENCH

DIV 26 OUTLET
FLUSH WITH CONCRETE
SURFACE

3' - 0"

C5

A-559

TYP

__________

OPEN TO
BEYOND

OPEN TO
FORUM

R05 DIV 27 CARD
READER

8"

08 80 00 WINDOW FILM

9
' -

 1
"

ART LOCATION

05 51 00 WELDED WIRE STL PANEL GAURDRAIL

2' - 0"3' - 0"

DIV 26 PANELBOARDDIV 26 PANELBOARD

EQEQ

DIV 26 OUTLET

119A 117A 116A 115A

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

R06

OPEN TO BEYOND

PT40 W/ PIVOT
1/2" GLASS

PT20

PT40 W/ STOP
1/2" GLASS

PT10

FLOOR CLOSER
BT575VBF

118A

10 14 00 SIGNAGE
TYPE 1

OPEN

R40

06 40 00 RECEPTION DESK

101C

OPEN TO
BEYOND

302
W: 34"
D: 14"

06 40 00 RECEPTION DESK

R11

C6

A-582

__________

4
' -

 8
"

2
' -

 6
"

301
W: 18"
D: 14"

R11

R09

DIV 27 CLOCK

EQ EQ

DIV 26 OUTLET

EQEQ

103A-B

FLOOR CLOSER
BT575VBF

PT20

PT40 W/ PIVOT
1/2" GLASS

PT40 W/ STOP
1/2" GLASS

PT10

10 14 00 SIGNAGE
TYPE 1

R06

102A

FLOOR CLOSER
BT575VBF

PT20

PT40 W/ PIVOT
1/2" GLASS

PT40 W/ STOP
1/2" GLASS

PT10

121A

R04 R04
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE B
FIRST FLOOR

A-260

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
101 VESTIBULE - NORTH

 1/4" = 1'-0"E2
101 VESTIBULE - EAST

 1/4" = 1'-0"E3
101 VESTIBULE - SOUTH

 1/4" = 1'-0"E5
101 VESTIBULE - WEST

 1/4" = 1'-0"D1
122 MAIN ENTRY - NORTH

 1/4" = 1'-0"D5
102C MAIN ENTRY - NORTH @ WAITING

 1/4" = 1'-0"D3
122 MAIN ENTRY - SOUTH

 1/4" = 1'-0"C1
122 MAIN ENTRY - SOUTH @ FORUM

 1/4" = 1'-0"B3
118 HALLWAY - SOUTH

 1/4" = 1'-0"B1
118 HALLWAY - NORTH

 1/4" = 1'-0"C4
102C MAIN ENTRY - WEST

 1/4" = 1'-0"B5
102 WAITING - NORTH

 1/4" = 1'-0"A2
102 WAITING - EAST

 1/4" = 1'-0"A3
102 WAITING - SOUTH

 1/4" = 1'-0"A5
102 WAITING - WEST

 1/4" = 1'-0"A1
102C MAIN ENTRY - WEST 2



R04

3"

DIV 26 LIGHT SWITCH

R04

121A

EQEQ

DIV 26 OUTLET

EQ 4' - 0" EQ

10 11 01 MAGNETIC
MARKER TRAY

EQ EQ3' - 4"

DIV 26 OUTLET

DIV 27 CLOCK

8
' -

 0
"

(4) EQ PANELS

16' - 0"

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

DIV 27 DATA

DIV 26 OUTLET

EQ EQ

A-559

A5

EQ EQ

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

R09

119B

FLOOR CLOSER
BT575VBF

PT20

PT40 W/ PIVOT
1/2" GLASS

PT40 W/ STOP
1/2" GLASS

PT10

10 11 01 MAGNETIC
MARKER TRAY

EQ EQ EQ EQ

DIV 26 OUTLET

DIV 26 OUTLET

DIV 27 CLOCK

8
' -

 0
"

EQ EQ

DIV 27 DATA

DIV 26 OUTLET

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

A-559

A5

EQ EQ

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

3' - 4 1/8" 6' - 0"
(3) EQ PANELS

12' - 0"

R08

3"

DIV 26 LIGHT SWITCH

119A

R06

EQ EQ

DIV 27 DATA

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

DIV 26 OUTLET

DIV 27 DATA

EQ EQ

R03

3"

DIV 26 LIGHT SWITCH
AND BLIND SWITCH

104A

4' - 0"

DIV 26 OUTLET

R11

EQ EQ

DIV 26 OUTLET DIV 27 DATA

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

EQ EQ

DIV 26 OUTLET

DIV 27 DATA

R03

3"

DIV 26 LIGHT SWITCH
AND BLIND SWITCH

106A

DIV 26 OUTLET

1' - 6"

R05

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

EQEQ

DIV 27 DATA

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

4' - 0"

DIV 26 OUTLET

R03

3"DIV 26 LIGHT SWITCH

108A

4' - 0"

DIV 26 OUTLET

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

110A

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R
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AN
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE B
FIRST FLOOR

A-261

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E2
121 CONF - EAST

 1/4" = 1'-0"E3
121 CONF - SOUTH

 1/4" = 1'-0"E4
121 CONF - WEST

 1/4" = 1'-0"E6
119 CONF - NORTH

 1/4" = 1'-0"D1
119 CONF - EAST

 1/4" = 1'-0"D2
119 CONF - SOUTH

 1/4" = 1'-0"D3
119 CONF - WEST

 1/4" = 1'-0"D4
104 SEC - NORTH

 1/4" = 1'-0"D5
104 SEC - EAST

 1/4" = 1'-0"D6
104 SEC - SOUTH

 1/4" = 1'-0"C1
104 SEC - WEST

 1/4" = 1'-0"C2
106 PRINCIPAL - NORTH

 1/4" = 1'-0"C3
106 PRINCIPAL - EAST

 1/4" = 1'-0"C4
106 PRINCIPAL - SOUTH

 1/4" = 1'-0"C5
106 PRINCIPAL - WEST

 1/4" = 1'-0"E1
121 CONF NORTH

 1/4" = 1'-0"B1
108 REG - NORTH

 1/4" = 1'-0"B2
108 REG- EAST

 1/4" = 1'-0"B3
108 REG - SOUTH

 1/4" = 1'-0"B4
108 REG- WEST

 1/4" = 1'-0"A1
110 FILE - NORTH

 1/4" = 1'-0"A2
110 FILE - EAST

 1/4" = 1'-0"A3
110 FILE - SOUTH

 1/4" = 1'-0"A4
110 FILE - WEST



EQ EQ

DIV 27 DATA

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

EQ EQ

DIV 26 OUTLET

4"

DIV 27 DATA

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

EQEQ

DIV 26 OUTLET

4' - 0"

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH
AND BLIND SWITCH111A

6' - 0" 1' - 6"

DIV 26 OUTLET DIV 27 DATA

12 24 00 WINDOW
SHADE

D5

A-553

TYP

__________

5' - 5"

DIV 26 OUTLET

R03

3"

DIV 26 LIGHT SWITCH
AND BLIND SWITCH

112A

R03 R03 R03

114A113A112A111A

EQ EQ EQ EQ

OPEN TO
BEYOND

06 41 00 PLASTIC
LAMINATE
CASEWORK

DIV 26 OUTLET

DIV 26 OUTLET
DIV 27 DATADIV 27 DATA

2' - 0 1/8"EQ EQ

DIV 27 DATA

118B

C6

A-583

__________

4
' -

 5
"

6' - 3 1/2" 1' - 1 3/8"

2
' -

 2
 1

/2
"

OPEN

212
W: 36"
D: 12"

212
W: 36"
D: 12"

212
W: 36"
D: 12"

2
6
 1

/2
"

1
"

06 41 00 PLASTIC
LAMINATE
CASEWORK

06 41 00 PLASTIC
LAMINATE
CASEWORK

1' - 0" DIV 27 CLOCK

7
' -

 6
"

DIV 26 LIGHT SWITCH

EQ EQ

2
' -

 1
 1

/2
"

C6

A-583

__________

102
W: 34"
D: 12"

102
W: 34"
D: 12"

2
6
 1

/2
"

1
"

06 41 00 PLASTIC
LAMINATE
CASEWORK

06 41 00 PLASTIC
LAMINATE
CASEWORK

4' - 6"

DIV 26 OUTLET

DIV 27 DATA

OFCI PRINTER

6' - 8"

DIV 26 OUTLET

DIV 27 DATA

CENTER IN
CMU BLOCK

FILLER PANEL AS NEEDED

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

06 41 00 PLASTIC
LAMINATE
CASEWORK

400
W: 42"
D: 24"

400
W: 42"
D: 24"

400
W: 42"
D: 24"

155
W: 36"
D: 24"

A5

A-581

__________

A1

A-582

__________

9" 9"

10 28 00 SOAP
DISPENSER

10 28 00 PAPER
TOWEL DISPENSER

R11

EQEQ

DIV 27 DATA

DIV 26 OUTLET
3"

DIV 26 LIGHT SWITCH

C2

A-581

__________

103A-B

05 50 00 CONCEALED
COUNTER SUPPORTS

152
W: 36"
D: 24"

212
W: 36"
D: 24"

212
W: 36"
D: 24"

10 28 00 SOAP
DISPENSER

10 28 00 PAPER
TOWEL DISPENSER

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

11 31 00
REFRIGERATOR

DIV 26 OUTLET

2' - 0" 4' - 0"

DIV 26 OUTLET

EQ EQ
DIV 27 CLOCK

301
W: 18"
D: 14"

302
W: 36"
D: 14"

302
W: 30"
D: 14"

A1

A-582

__________
A4

A-582

__________

C6

A-582

__________
E6

A-582

__________

2
' -

 6
"

4
' -

 4
"

1
' -

 0
"

LOCKS WITH ALL
CASEWORK
DOORS AND DRAWERS
IN NURSE ROOM

DIV 26 OUTLETDIV 26 OUTLET
CENTER IN
CMU BLOCK

103A-A

R03 R03 R03

ADD OFCI KEY LOCK BOX 12x12x4

104A 106A 108A 110A

OPEN TO
BEYOND OPEN

06 41 00 PLASTIC
LAMINATE
CASEWORK

2
' -

 2
 1

/2
"

EQ EQ

DIV 26 OUTLET

8"

DIV 27 KEYPADDIV 27 KEYPAD

8"

2
' -

 2
 1

/2
"

9' - 5"

C6

A-583

__________ FEC

107A

7 1/8"

2' - 0" 2' - 0"

DIV 26 OUTLETDIV 26 OUTLET

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

4' - 0"

3
' -

 0
"

10 28 00 FULLY
RECESSED WASTE
RECEPTACLE

18"

10 28 00 MIRROR

DIV 26 OUTLET

11 31 00 OFCI
REFRIGERATOR

MIN

2' - 4"

212
W: 21"
D: 24"

OPEN

4
0
" 

M
A

X

1' - 4"

10 28 00 PAPER
TOWEL DISPENSER

A4

A-582

__________ C2

A-581

__________
A2

A-582

__________

2' - 0"

DIV 26 OUTLET
2' - 1 1/4"

DIV 26 LIGHT SWITCH

125A

1' - 6"

DIV 26 OUTLET

FEC

DIV 22 WATER
FOUNTAIN

N
O

GEROFO
ET

A
T

S

T
C
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IHCRADERETSI
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
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680 EAST 24TH AVENUE
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2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE B
FIRST FLOOR

A-262

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E5
111 VP - NORTH

 1/4" = 1'-0"D1
111 VP - EAST

 1/4" = 1'-0"D2
111 VP - SOUTH

 1/4" = 1'-0"D3
111 VP - WEST

 1/4" = 1'-0"D4
112/113 COUNSELOR - NORTH

 1/4" = 1'-0"D5
112/113 COUNSELOR - EAST

 1/4" = 1'-0"D6
112/113 COUNSELOR - SOUTH

 1/4" = 1'-0"C1
112/113 COUNSELOR - WEST

 1/4" = 1'-0"B4
109 OPEN OFFICE - EAST

 1/4" = 1'-0"B5
109 OPEN OFFICE - WEST

 1/4" = 1'-0"C2
105 WORK - NORTH

 1/4" = 1'-0"C3
105 WORK - EAST

 1/4" = 1'-0"C4
105 WORK - SOUTH

 1/4" = 1'-0"C5
105 WORK - WEST

 1/4" = 1'-0"C6
103 NURSE - NORTH

 1/4" = 1'-0"B1
103 NURSE - EAST

 1/4" = 1'-0"B2
103 NURSE - SOUTH

 1/4" = 1'-0"B3
103 NURSE - WEST

 1/4" = 1'-0"A2
107A HALLWAY - NORTH

 1/4" = 1'-0"A4
107A HALLWAY - SOUTH

 1/4" = 1'-0"A1
109 OPEN OFFICE - SOUTH

 1/4" = 1'-0"E1
125 LACTATION - NORTH

 1/4" = 1'-0"E2
125 LACTATION - EAST

 1/4" = 1'-0"E3
125 LACTATION - SOUTH

 1/4" = 1'-0"E4
125 LACTATION - WEST

 1/4" = 1'-0"E6
124 HALLWAY - WEST



EQEQEQEQEQEQEQEQEQEQEQEQEQEQEQ

C4

A-581

EQEQ EQEQ EQEQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

(15) EQUAL SHELVING UNITS C4

A-581

A3

A-581

(7) EQUAL SHELVING UNITS

19' - 9 7/8"

C6

A-581

EQ EQ EQ EQ

DIV 26 OUTLET DIV 26 OUTLET

(9) EQUAL SHELVING UNITS

ALIGN

EQEQ EQEQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

EQ EQ

DIV 27 DATA

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

R17

C5

A-552

__________

2
' -

 0
"

DIV 26 LIGHTING

DIV 26 LIGHT SWITCH

EQ EQ

(4) EQ PANELS

16' - 0"

A
L
IG

N

202B-A

10 14 00 SIGNAGE
TYPE 1

06 41 00 APPLE PLY WALL PANELS ALIGN
JOINTS WITH CEILING

1' - 8 7/8"

8 SF 06 41 00 APPLEPLY
WOOD LOUVER
1" SLOTS, SAND AND
FINISH EXPOSED EDGES

6" 2' - 0" 6"

8
' -

 2
"

D2

A-554

__________

D6

A-554

__________

C1

A-554

__________

B1

A-559

__________

R35

202A

12 24 00 WINDOW SHADE 12 24 00 WINDOW SHADE

OPEN TO
BEYOND

R35

?

OPEN TO
BEYOND

OPEN TO
BEYOND

OPEN TO
BEYOND

09 30 00 STUDENT GLASS ART
TILE

1
1
' -

 1
0
"

1
0
' -

 6
"

8' - 0"

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

OPEN TO
BEYOND

11 52 13 PROJECTION SCREEN

EQEQ

EQEQ

EQEQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET
PHONE CHARGING
TYP. OF BENCH

4' - 0" 3' - 0" 3' - 0" 3' - 0" 3' - 0" 2' - 0" 3' - 0" 4' - 0" 2' - 0" 3' - 0" 3' - 0"

PANEL JOINTS TO ALIGN WITH CEILING PANEL JOINTS, TYP.

DIV 27 PRESENTOR
LOCATIONEQEQ

6
' -

 3
 3

/8
"

8
' -

 0
"

8
' -

 0
"

C2

A-554

__________

D2

A-554

__________

D6

A-554

__________

C1

A-554

__________

E1

A-554

__________

A1

A-553

__________

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

3
' -

 6
"

DIV 27 POWER DOOR
ACTUATOR

N
O

GEROFO
ET
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE B
FIRST AND SECOND FLOORS

A-263

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
202 MEDIA - NORTH

 1/4" = 1'-0"E4
202 MEDIA - EAST

 1/4" = 1'-0"D1
202 MEDIA - SOUTH

 1/4" = 1'-0"D4
202 MEDIA - WEST

 1/4" = 1'-0"A1
123 FOURM - EAST

 1/4" = 1'-0"B1
123 FOURM - NORTH

 1/4" = 1'-0"A4
123 FOURM - WEST

 1/4" = 1'-0"B4
123 FORUM - SOUTH

 1/4" = 1'-0"D6
123A - VEST - SOUTH



DIV 27 PRESENTOR
LOCATION

DIV 27 DATADIV 27 DATA

R17

202B-A

EQ EQ

DIV 26 OUTLET

10' - 0"10' - 0"

DIV 26 OUTLETDIV 26 OUTLET

212
W: 36"
D: 24"

102
W: 36"
D: 24"

400
W: 32"
D: 24"

DIV 26 OUTLETDIV 26 OUTLET

06 41 00 FILLER PANEL

212
W: 36"
D: 24"

1' - 6" 6' - 0"

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

A1

A-582

__________
A4

A-582

__________

A4

A-583

__________

DIV 23 MECH GRILLE

1
' -

 0
"

1' - 0"1' - 0"

10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

DEVICE LOCATED
IN BACK OF CABINET

DIV 27 DATA

R16

2' - 0"

DIV 26 OUTLET

C3

A-553

__________

12 24 00 WINDOW
SHADE

203A

FLOOR CLOSER
BT575VBF

PT20

PT40 W/ PIVOT
1/2" GLASS

PT40 W/ STOP
1/2" GLASS

PT10

12 24 00 WINDOW
SHADE

EQ EQ

DIV 26 LIGHT SWITCH

3' - 9"

(3) EQ PANELS

12' - 0"

8
' -

 9
"

EQ EQ

DIV 26 OUTLET

DIV 27 DATA
DIV 27 PROJECTOR PROVIDE
BLOCKING AS NEEDED

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

A-559

A5

EQ EQ

DIV 26 OUTLET

R35

B5

A-557

__________

A5

A-557

__________

A4

A-557

__________

A3

A-557

__________

202A

A6

A-559

__________

11 52 00 PORTHOLE

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

EQEQ

DIV 26 OUTLET DIV 26 OUTLETDIV 26 OUTLET
DIV 27 DATA

C4

A-581

C6

A-581

EQEQ EQEQ

27' - 8 1/8"

100
W: 66.4"
D: 12"

100
W: 66.4"
D: 12"

100
W: 66.4"
D: 12"

100
W: 66.4"
D: 12"

100
W: 66.4"
D: 12"

EQEQ EQEQ EQ EQ

DIV 27 DATADIV 27 DATADIV 27 DATA

C2

A-581

__________

EQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET24" COUNTER

2
' -

 6
"

204A

1' - 6"2' - 0 1/8" 24" COUNTER

EQ EQ EQ EQ EQ EQ EQ EQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

C2

A-581

__________

2
' -

 6
"

OPEN TO
BEYOND

R15

204A
OPEN TO
BEYOND

FLOOR CLOSER
BT575VBF

PT20

PT40 W/ PIVOT
1/2" GLASS

PT40 W/ STOP
1/2" GLASS

PT10

N
O

GEROFO
ET

A
T

S

T
C
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IHCRADERETSI
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE B
SECOND FLOOR

A-264

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
202B WORK TEXT BOOK - NORTH

 1/4" = 1'-0"E3
202B WORK TEXT BOOK - EAST

 1/4" = 1'-0"E4
202B WORK TEXT BOOK - SOUTH

 1/4" = 1'-0"E6
202B WORK TEXT BOOK - WEST

 1/4" = 1'-0"D1
203 CONF - NORTH

 1/4" = 1'-0"D2
203 CONF - EAST

 1/4" = 1'-0"D3
203 CONF - SOUTH

 1/4" = 1'-0"D4
203 CONF - WEST

 1/4" = 1'-0"C1
201 UPPER FORUM - EAST (ZONE B)

 1/4" = 1'-0"C4
201 UPPER FORUM - SOUTH (ZONE B)

 1/4" = 1'-0"B1
201 UPPER FORUM - NORTH (ZONE B)

 1/4" = 1'-0"A1
204 TECH SUPPORT - NORTH

 1/4" = 1'-0"A2
204 TECH SUPPORT - EAST

 1/4" = 1'-0"A3
204 TECH SUPPORT - SOUTH

 1/4" = 1'-0"A4
204 TECH SUPPORT - WEST

 1/4" = 1'-0"B4
201 UPPER FORUM - NORTH



400
W: 36"
D: 24"

155
W: 36"
D: 24"

EQ EQ

DIV 26 OUTLET

2' - 4 3/8"

elec
panel
hereR33

A5

A-581

__________

400
W: 36"
D: 24"

C6

A-582

__________

A1

A-582

__________ A4

A-582

__________

212
W: 30"
D: 24"

212
W: 30"
D: 24"

212
W: 30"
D: 24"

302
W: 36"
D: 24"

151A-B

1
' -

 6
"

5
' -

 6
"

3
' -

 0
"

2
' -

 1
0
"

2' - 7 3/16" EQ EQ
DIV 26 OUTLET

DIV 26 OUTLET

EQ EQDIV 26 OUTLET

3"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

FEC

DIV 28 EXIT SIGN

EQ EQ

FIRE ALARM STROBE
MAX 80-90" AFF

R23

151A

151B

C3

A-553

__________

12 24 00 WINDOW
SHADE

1
0
' -

 0
"

4' - 0"

(4) EQ PANELS

16' - 0" 4' - 0"

4
"

EQEQ EQ EQ

DIV 26 OUTLET
DIV 26 OUTLET

EQ EQ

DIV 26 OUTLET

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

DIV 27 ROJECTOR
PROVIDE BLOCKING
AS NEEDED

DIV 27 DATA

5
' -

 0
"

A-559

A5

8
' -

 0
"

EQEQ

DIV 26 OUTLET

DIV 27 DATA

DIV 27 TV

8
' -

 9
"

151E

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

3
' -

 8
"

DIV 27 DATA

12 24 00 WINDOW
SHADE

4' - 0"

DIV 26 OUTLETDIV 26 OUTLET DIV 26 OUTLET

DIV 27 DATA

DIV 28 EXIT SIGN

151D

151C

DIV 26 STROBE

9
' -

 0
"

B1

A-547

__________

D1

A-553

TYP

__________

EQEQ

EQEQ

8
' -

 9
"

DIV 27 DATA

DIV 26 OUTLET

EQ EQ

5
' -

 0
"

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

DIV 27 ROJECTOR
PROVIDE BLOCKING
AS NEEDED

DIV 26 OUTLET

DIV 26 OUTLET

DIV 27 TV

DIV 26 OUTLET

DIV 27 DATA

(4) EQ PANELS

16' - 0"6' - 2 1/2"

A
L
IG

N

151E FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

A-559

A5

4' - 0"

8
' -

 0
"

3
' -

 8
"

DIV 27 AMEX 8-
BUTTON KEYPAD

R23

12 24 00 WINDOW
SHADE

DIV 28 EXIT SIGN

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

EQ EQ

DIV 27 DATA

DIV 26 OUTLET
EQ EQ

DIV 26 OUTLET

EQ 4' - 0" 4' - 0" 4' - 0" EQ

153B
153AFEC

3"

C3

A-553

__________

1' - 4 1/8"

400
W: 39"
D: 24"

400
W: 39"
D: 24"

400
W: 39"
D: 24"

400
W: 39"
D: 24"

OFCI KILN

D1

A-535

__________

DIV 23 MECH GRILLE

A1

A-582

__________

6" 6"

DIV 26 OUTLET DIV 26 OUTLET

DIV 26 OUTLET

A5

A-581

__________

OPEN

5' - 0" CLR3' - 0"

12 24 00 WINDOW
SHADE

7' - 0 13/16"

DIV 26 OUTLETDIV 26 OUTLET 1' - 6"

DIV 26 OUTLETDIV 26 OUTLET

DIV 27 DATA

A1

A-547

__________

DIV 28 EXIT SIGN

153C

153D

DIV 26 STROBE

D1

A-553

TYP

__________

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R
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MIDDLE SCHOOL
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AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C

A-270

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"D1
151 CLEAN LAB C3 - NORTH

 1/4" = 1'-0"D3
151 CLEAN LAB C3 - EAST

 1/4" = 1'-0"D5
151 CLEAN LAB C3 - SOUTH

 1/4" = 1'-0"C1
151 CLEAN LAB  - WEST

 1/4" = 1'-0"C3
153 DIRTY LAB C2 - NORTH

 1/4" = 1'-0"C5
153 DIRTY LAB C2 - EAST

 1/4" = 1'-0"B1
153 DIRTY LAB C2 - SOUTH

 1/4" = 1'-0"B2
153 DIRTY LAB C2  - WEST



11 31 00 WASHER

11 31 00 DRYER

11 31 00 DISHWASHER

11 31 00 DOUBLE OVEN

2' - 6" 2' - 6" 2' - 6"

8
"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

212
W: 36"
D: 24"

211
W: 18"
D: 24"

DIV 23 MECH GRILLE
36" CLR 36" CLR

254
W: 18"
D: 24"

A4

A-582

__________ A2

A-582

__________

B1

A-582

__________

5' - 9"

4' - 8 1/2"
5
' -

 9
 1

/2
"

OPEN OPEN

11 31 00 OFCI
REFRIGERATOR
11 31 00 OFCI
REFRIGERATOR

2
7
" 

C
L
R

2
7
" 

C
L
R

11 31 00 SLIDE IN RANGE

211
W: 12"
D: 24"

212
W: 36"
D: 24"

152
W: 30"
D: 24"

211
W: 18"
D: 24"

211
W: 18"
D: 24"

152
W: 30"
D: 24"

212
W: 36"
D: 24"

211
W: 12"
D: 24"

11 31 00 RANGE HOOD

R24

11 31 00 RANGE HOOD

5' - 1" 5' - 6" 5' - 6"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

R24

12 24 00 WINDOW
SHADE

FEC

DIV 28 EXIT SIGN

3"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL

EQ 4' - 0" 4' - 0" EQ

A4

A-582

__________
A1

A-582

__________

155A

C3

A-553

__________

3
' -

 0
"

30" CLR 30" CLR

2
' -

 6
"

2
' -

 6
"

10' - 0"10' - 0"5' - 4 1/2"

DIV 26 OUTLET DIV 26 OUTLET DIV 26 OUTLETDIV 27 DATA

211
W: 14"
D: 24"

212
W: 36"
D: 24"

152
W: 30"
D: 24"

212
W: 24"
D: 24"

212
W: 36"
D: 24"

152
W: 30"
D: 24"

212
W: 36"
D: 24"

152
W: 30"
D: 24"

A4

A-582

__________A4

A-582

__________

11 31 00 RANGE HOOD

EQEQ

9
6
" 

A
.F

.F
.

DIV 26 FIRE ALARM

3
' -

 0
"

FILLER PANEL

212
W: 24"
D: 24"

11 31 00 SLIDE IN
RANGE

11 31 00 SLIDE IN
RANGE

11 31 00 SLIDE IN
RANGE

2
' -

 6
"

A1

A-582

__________

12 24 00 WINDOW
SHADE

EQ EQ

DIV 26 OUTLET

DIV 26 OUTLET

DIV 26 OUTLET

DIV 27 DATA

DIV 28 EXIT SIGN

211
W: 10"
D: 24"

212
W: 36"
D: 24"

152
W: 30"
D: 24"

211
W: 10"
D: 24"

155C

DIV 26 STROBE

9
' -

 0
"

C3

A-553

__________

11 31 00 RANGE HOOD

11 31 00 SLIDE IN
RANGE

30" CLR

2
' -

 6
"

A4

A-582

__________ A1

A-582

__________

1' - 0"

D1

A-553

TYP

__________

OPEN

SECURITY GATE

SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE SLIDE

06 41 00  INDUSTIRAL ADJUSTABLE SHELVING IN
EACH CLOSET, TYP.

9
6
" 

A
.F

.F
.

DIV 26 FIRE ALARM

EQ EQ

9
6
" 

A
.F

.F
.

EQ EQ

DIV 26 FIRE ALARM

AFTERHOURS SERCURITY
GATE

R24 R23 R23

R24

10 14 00 SIGNAGE
TYPE 1

155A

153B

153A

151B

151A

9
6
" 

A
.F

.F
.

DIV 26 STROBE

1' - 0"

3' - 0"

9
6
" 

A
.F

.F
.

DIV 26 STROBE

D4

A-527

__________

5' - 0"5' - 0"5' - 0"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

DIV 26 OUTLET

DIV 26 OUTLET

DIV 23 MECH GRILLE
3"

DIV 26 LIGHT SWITCH
AND BLIND SWITCH

R34

151A-A

4' - 0" 4' - 0" 5' - 0"

DIV 26 OUTLET DIV 26 OUTLETDIV 26 OUTLET

R33

DIV 27 DATA151A-B

4' - 5 1/2" 4' - 0"

DIV 26 OUTLETDIV 26 OUTLET

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET
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S
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C
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C

A-271

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
155 HOME ED C1 - NORTH

 1/4" = 1'-0"E3
155 HOME ED C1 - EAST

 1/4" = 1'-0"C1
155 HOME ED C1 - SOUTH

 1/4" = 1'-0"E6
155 HOME ED C1 - WEST

 1/4" = 1'-0"B1
150 HALLWAY - EAST

 1/4" = 1'-0"A1
150 HALLWAY - WEST

 1/4" = 1'-0"C2

151A MEDIA ROOM C3 -
NORTH

 1/4" = 1'-0"C4
151A MEDIA ROOM C3 - EAST

 1/4" = 1'-0"C5
151A MEDIA ROOM C3 - SOUTH

 1/4" = 1'-0"C6
151A MEDIA ROOM C3 - WEST



12 66 13 BLEACHERS 12 66 13 CEILING MOUNTED BACKSTOP

W61

B6

A-554

TYP

__________

11 66 23 VOLLEYBALL
SYSTEM

B5

A-554

TYP

__________

1
9
' -

 1
0
"

9' - 6 1/4"

W/ SUPER STRUCTURE

W/ SUPER STRUCTURE

165D

1' - 4"

8
' -

 4
"

DIV 28 EXIT SIGN

DIV 26 STROBE
CENTER IN
CMU BLOCK

7
' -

 8
"

DIV 26 STROBE

09 64 66 VENTILATING
BASE,TYP.

2
5
' -

 0
"

8
"

8
"

8
"

8
"

8
"

8
"

8
"

GYPSUM SOFFIT, TYP.

DIV. 22
SPRINKLER
HEAD

DIV. 22
SPRINKLER
HEAD

DIV. 22
SPRINKLER
HEAD

DIV. 22
SPRINKLER
HEAD

DIV. 22
SPRINKLER
HEAD

DIV. 22
SPRINKLER
HEAD

DIV. 22
SPRINKLER
HEAD

A4

A-541

__________

08 323 OVERHEAD COILING DOOR
12 66 13 BLEACHERS

12 66 13 CEILING MOUNTED BACKSTOP08 323 OVERHEAD COILING DOOR

DIV 26 LIGHT SWITCHDIV 26 LIGHT SWITCH

CENTER IN CMU
BLOCK

W/ SUPER STRUCTURE

DIV 26 STROBE
CENTER IN
CMU BLOCK DIV 26 STROBE

CENTER IN
CMU BLOCK

3"

B6

A-554

TYP

__________B5

A-554

TYP

__________

09 64 66 VENTILATING
BASE,TYP.

2
5
' -

 0
"

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C

A-272

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"C2
165 GYMNASIUM 1 - NORTH

 1/4" = 1'-0"A2
165 GYMNASIUM 1 - SOUTH



11 66 23 11 66 23 WALL MOUNTED PROTCTION PADS

12 66 13 CEILING MOUNTED BACKSTOP

R42

?

B6

A-554

TYP

__________
B5

A-554

TYP

__________ DIV 26 OUTLET

DIV 28 EXIT SIGN

DIV 27 CLOCK

DIV 26 LIGHT SWITCH

CENTER IN
CMU BLOCK CENTER IN

CMU BLOCK

FEC

EQ EQ

3
' -

 6
"

DIV 27  POWER DOOR
ACTUATOR

W/ SUPER STRUCTURE

165B-A 165C-A
165E 165F

B3

A-554

TYP

__________

09 64 66 VENTILATING
BASE,TYP.

10 14 00 SIGNAGE
TYPE 2

10 14 00 SIGNAGE
TYPE 2

11 66 23 11 66 23 WALL MOUNTED PROTCTION PADS

11 52 13 PROJECTION SCREEN

B
.O

. 
P

R
O

J
E

C
T

IO
N

 S
C

R
E

E
N

8
' -

 0
"

12 66 13 CEILING MOUNTED BACKSTOP

DIV 23 MECH GRILLE

DIV 23 MECH GRILLE

DIV 26 OUTLETDIV 26 OUTLET

EQ EQ

DIV 27 CLOCK

EQ EQ

DIV 27 CLOCK
16' - 0"

9
' -

 0
"

11 52 13 PROJECTION SCREEN CENTER ON WALL

4
"

20' - 8"

2
0
' -

 0
"

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

165B 165A

A3

A-553

__________

12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

B6

A-554

TYP

__________
B5

A-554

TYP

__________
09 64 66 VENTILATING

BASE,TYP.

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C

A-273

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"C1
165 GYMNASIUM 1 - EAST

 1/4" = 1'-0"A1
165 GYMNASIUM 1 - WEST



08 33 23 OVERHEAD
COILING DOOR

08 323 OVERHEAD
COILING DOOR

11 66 23 WALL MOUNTED PROTCTION PADS 11 66 23 WALL MOUNTED PROTECTION PADS

DIV 26 OUTLET

DIV 26 LIGHT SWITCHDIV 26 LIGHT SWITCH

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

26' - 0" 26' - 0"

26' - 0" 16' - 0"

26' - 0"

7
' -

 8
"

DIV 26 STROBE
CENTER IN
CMU BLOCK

7
' -

 8
"

DIV 26 FIRE ALARM
CENTER IN
CMU BLOCK

09 64 66 VENTILATING
BASE,TYP.B5

A-554

TYP

__________

B6

A-554

TYP

__________

11 66 23 WALL
MOUNTED
BACKSTOP

11 66 23 GYMNASIUM
EQUIPMENT

2
5
' -

 0
"

11 66 23 WALL MOUNTED PROTCTION PADS 11 66 23 WALL MOUNTED PROTECTION PADS

DIV 26 OUTLET

DIV 27 CLOCK

(13) EQ PANELS

26' - 0"

6
' -

 4
"

(13) EQ PANELS

26' - 0"16' - 0"

6
' -

 4
"

4
"

4
"

DIV 28 EXIT SIGN

DIV 26 LIGHT SWITCH

DIV 26 LIGHT SWITCH

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

3' - 3 5/8"

1668
' -

 4
"

1' - 3 5/8"

7
' -

 8
"

DIV 26 FIRE ALARM

CENTER IN
CMU BLOCK

DIV 26 FIRE ALARM
CENTER IN CMU BLOCK

DIV 26 FIRE ALARM
CENTER IN
CMU BLOCK

A3

A-553

__________

12 24 00 WINDOW
SHADE

B6

A-554

TYP

__________

09 64 66 VENTILATING
BASE,TYP.

B5

A-554

TYP

__________

12 24 00 WINDOW
SHADE

11 66 23 WALL
MOUNTED
BACKSTOP

11 66 23 WALL
MOUNTED
BACKSTOP

2
5
' -

 0
"

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS
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O
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ET
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
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680 EAST 24TH AVENUE
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EUGENE SCHOOL DISTRICT 4J

2013912.00

AN

JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C

A-274

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"C2
166 GYMNASIUM 2 - NORTH

 1/4" = 1'-0"A2
166 GYMNASIUM 2 - SOUTH



11 66 23 WALL MOUNTED PROTECTION PADS

R43

DIV 26 OUTLET

DIV 28 EXIT SIGN

DIV 27 CLOCK

DIV 26 OUTLET

FEC

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

(18) EQ PANELS

36' - 0"

DIV 26 OUTLET

CENTER IN
CMU BLOCK

CENTER IN BLOCK

166D

166C
166B8

' -
 2

"

09 64 66 VENTILATING
BASE,TYP.

B5

A-554

TYP

__________

B6

A-554

TYP

__________

B3

A-554

TYP

__________

10 14 00 SIGNAGE
TYPE 2

10 14 00 SIGNAGE
TYPE 2

11 66 23 WALL
MOUNTED
BACKSTOP

DIV 23 MECHANICAL DUCTWORK
DIV 23 MECHANICAL
DUCTWORK

11 66 23 WALL MOUNTED PROTECTION PADS

12 66 13 CEILING MOUNTED BACKSTOP

DIV 26 OUTLET

EQ EQ

DIV 27 CLOCK

19' - 1"

2
0
' -

 0
"

DIV 23 MECH GRILLE

(16) EQ PANELS

32' - 0"

6
' -

 4
"

DIV 23 MECH GRILL

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

DIV 26 LIGHT SWITCH

DIV 26 OUTLET

CENTER IN
CMU BLOCK

166A 166F

A3

A-553

__________
12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

B5

A-554

TYP

__________
B6

A-554

TYP

__________

09 64 66 VENTILATING
BASE,TYP.

1' - 3"

2' - 0"

DIV 23 MECHANICAL
DUCTWORK

6
' -

 1
0
"

4' - 8"

C5

A-543

__________

D5

A-543

__________

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

DIV 26 OUTLET

DIV 26 FIRE ALARM
STATION

9
6
" 

A
.F

.F
.

EQEQ

DIV 26 FIRE ALARM

DIV 27 POWER DOOR
ACTUATOR

3
' -

 6
"

W74

167A 167B 167C

3
' -

 6
"

DIV 27 POWER DOOR
ACTUATOR

DIV 27 KEYPAD
R43 R42

166D 165F 165E
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JG

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C

A-275

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"C1
166 GYMNASIUM 2 - EAST

 1/4" = 1'-0"A1
166 GYMNASIUM 2 - WEST

 1/4" = 1'-0"D4
167 VEST - NORTH

 1/4" = 1'-0"D5
167 VEST - EAST

 1/4" = 1'-0"C4
167 VEST - SOUTH

 1/4" = 1'-0"C5
167 VEST - WEST



10 51 00 LOCKER
ROOM LOCKER
UNITS

10 51 00 LOCKER
ROOM LOCKER
UNITS

1
' -

 8
"

DIV 26 OUTLET
CENTER  IN
CMU BLOCK

OPEN

9
6
" 

A
.F

.F
.

DIV 26 STROBE

2' - 0"

10 51 00 LOCKER
ROOM LOCKER
UNITS

DIV 26 OUTLET

CENTER IN
CMU BLOCK

1
' -

 8
"

OPEN

BENCH ADA

5' - 0"

DIV 26 OUTLET

1' - 0"

9
6
" 

A
.F

.F
.

DIV 26 STROBE

10 51 00 LOCKER
ROOM LOCKER
UNITS

10 51 00 LOCKER
ROOM LOCKER
UNITS

10 51 00 BENCH

10 51 00 LOCKER
ROOM LOCKER
UNITS

7' - 0"

DIV 26 OUTLET
CENTER IN
CMU BLOCK

10 51 00 BENCH

06 41 00 CLOTHES
HOOK

09 30 00 TILE CT-1

10 28 00 CURTAIN ROD

09 30 00 TILE CT-1
09 30 00 TILE CT-1

OPEN

10 28 00 CURTAIN ROD
09 30 00 TILE CT-1

DIV 27 CLOCK

EQ EQ

8
' -

 0
"

3"

DIV 26 LIGHT
SWITCH, INTERCOM
CALL BUTTON

160A
DIV 26 OUTLET

CENTER IN
CMU BLOCK

R14

DIV 26 OUTLET

DIV 27 DATA

2' - 0"

1' - 11 7/8"

DIV 26 LIGHT SWITCH

R14

163A

OPEN

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

9
6
" 

A
.F

.F
.

EQ EQ

DIV 26 STROBE

159A

10 14 00 SIGNAGE
TYPE 1

161A

10 14 00 SIGNAGE
TYPE 3

N
O
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FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE C -
LOCKER ROOMS

A-276

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
163 LOCKER - NORTH

 1/4" = 1'-0"E2
163 LOCKER - EAST

 1/4" = 1'-0"E4
163 LOCKER - SOUTH

 1/4" = 1'-0"E5
163 LOCKER - WEST

 1/4" = 1'-0"D5
164 LOCKER - NORTH

 1/4" = 1'-0"C1
164 LOCKER - EAST

 1/4" = 1'-0"C2
164 LOCKER - SOUTH

 1/4" = 1'-0"C4
164 LOCKER - WEST

 1/4" = 1'-0"D1

163 SHOWER - NORTH
164 SHOWER - SOUTH

 1/4" = 1'-0"D2
163 / 164 SHOWER - EAST

 1/4" = 1'-0"D3

163 SHOWER - SOUTH
164 SHOWER - NORTH

 1/4" = 1'-0"D4
163 / 164 SHOWER - WEST

 1/4" = 1'-0"C5

160 OFFICE - NORTH & 159 -
SOUTH

 1/4" = 1'-0"C6
159 / 160 OFFICE - EAST

 1/4" = 1'-0"B1

160 OFFICE - SOUTH & 159
NORTH

 1/4" = 1'-0"B2
159 / 160 OFFICE - WEST

 1/4" = 1'-0"B4
163 LOCKER WEST

 1/4" = 1'-0"B5
163 LOCKER SOUTH

 1/4" = 1'-0"B3
163 LOCKER EAST

 1/4" = 1'-0"A1
156 VESTIBULE - NORTH



DIV 26 LIGHT SWITCH

D6

A-554

__________

D2

A-554

__________

E1

A-554

__________

D5

A-554

__________

E1

A-554

__________

OPEN TO
BEYOND

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

181E9
6
" 

A
F

F

DIV 26 FIRE ALARM

4"

EQ EQ

OPEN

09 78 13 STAINLES STEEL
PANEL

DIV 26 OUTLET
DIV 26 OUTLET

DIV 27 CLOCK

1
0
' -

 0
"

1
0
' -

 0
"

DIV 27 CLOCK

DIV 27 TV
DIV 27 KEYPAD

8
' -

 8
"

11 7/8"

EQ EQ EQ

3' - 6"7' - 9 1/4"

D6

A-554

__________

D2

A-554

__________

EQ EQEQ EQ

9
6
" 

A
.F

.F
.

1' - 1 1/2"

DIV 26 FIRE ALARM

9
6
" 

A
.F

.F
.

EQ EQ

DIV 26 STROBE

D6

A-559

__________

D1

A-554

__________

C4

A-552

__________

C3

A-554

__________
3' - 6"

DIV 26 OUTLET

DIV 27 DATA

8"DIV 26 LIGHT SWITCH

DIV 28 EXIT SIGN

D2

A-554

__________ D6

A-554

__________

181C 181B

8
' -

 8
"

E1

A-554

__________

E1

A-554

__________

C3

A-554

__________

D5

A-554

__________

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE

9
6
" 

A
F

F

DIV 26 FIRE ALARM

OPEN
OPEN

OPEN

4' - 0"

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

TOWER
SPEAKERTOWER

SPEAKER

D6

A-554

__________D2

A-554

__________

D4

A-554

__________
E2

A-554

__________

E3

A-554

__________ E3

A-554

__________

E2

A-554

__________

D4

A-554

__________ C4

A-552

__________
C4

A-552

__________

E3

A-554

__________

EQ EQ

E
Q

E
Q

EQ EQ

EQ EQ

E
Q

E
Q

11 52 13 PROJECTION
SCREEN

B
.O

. 
S

C
R

E
E

N

6
' -

 0
"

7
' -

 0
"

8' - 0" 12' - 0" 8' - 0"

TO RAMP
BEYOND

11"

2
' -

 1
1
" 2

' -
 1

1
"

11"

05 50 00 STAINLESS HANDRAIL
05 50 00 STAINLESS HANDRAIL

2
' -

 1
1
"

2
' -

 1
1
"

11"

11"

A-430

A6

B5

A-429

OPEN

RECESSED FEC

GLASS DISPLAY
CASE W/ SLIDING
GLASS DOORS AND
3 GLASS SHELVES

14' - 6"

OPEN

06 41 00 PLYWOOD WALL PANEL

5
' -

 4
"

EQEQEQEQ

19' - 6"

EQ EQ EQ

2
' -

 0
"

A5

A-583

E
Q

E
Q

E
Q

E
Q

09 78 13 STAINLESS STEEL WALL PANELL

DIV 23 MECH GRILLE

D6

A-559

__________

NOTE:
CASEWORK INSTALLED FLUSH
WITH WALL SURFACE

2' - 2 3/8"

8
' -

 4
"

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R
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INTERIOR ELEVATIONS - ZONE D

A-280

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"D1
181 COMMONS - NORTH

 1/4" = 1'-0"A4
181 COMMONS - EAST

 1/4" = 1'-0"C1
181 COMMONS - SOUTH

 1/4" = 1'-0"A1
181 COMMONS - WEST

 1/4" = 1'-0"D4
168 HALLWAY - NORTH

 1/4" = 1'-0"C4
168 HALLWAY - SOUTH



11 13/16"

DIV 27 DATA

06 82 05 FRP WALL PANEL, FULL HEIGHT

OPEN TO BEYOND
OPEN TO
BEYOND

06 82 05 FRP WALL PANEL, FULL HEIGHT

OPEN TO
BEYOND

06 82 05 FRP WALL PANEL, FULL HEIGHT

OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

07 42 13 STAINLESS STEEL WALL PANEL

2' - 0" 2' - 0"

DIV 26 OUTLETDIV 26 OUTLET

3"DIV 26 LIGHT SWITCH
AND BLIND SWITCH

EQ EQ

DIV 27 CLOCK

178A

DIV 26 OUTLET

CENTER IN
CMU BLOCK

5' - 0"

DIV 27 DATA

EQ EQ

DIV 27 DATA

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE D

A-281

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
180 KITCHEN - NORTH

 1/4" = 1'-0"E2
180 KITCHEN - EAST

 1/4" = 1'-0"E4
180 KITCHEN - SOUTH

 1/4" = 1'-0"E5
180 KITCHEN - WEST

 1/4" = 1'-0"D1
178 CUSTODIAL OFFICE - NORTH

 1/4" = 1'-0"D2
178 CUSTODIAL OFFICE - EAST

 1/4" = 1'-0"D3
178 CUSTODIAL OFFICE - SOUTH

 1/4" = 1'-0"D4
178 CUSTODIAL OFFICE - WEST



9
' -

 1
0
"

1' - 11" 8' - 0"

(5) EQ PANELS

20' - 0" 8' - 0"

8
' -

 9
"

EQEQ

8
' -

 0
"

EQ EQ

DIV 27 TV
DIV 27 DATA

DIV 26 OUTLET
DIV 26 OUTLET

DIV 27 DATA

EQ EQ EQEQ EQEQ

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET
DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

DIV 27 DATA

DIV 26 OUTLET

EQEQ
EQ EQ

A-559

A5

EQEQ

DIV 26 OUTLET

3
' -

 8
"

EQ EQ 1' - 6" 2' - 7 9/16"

DIV 26 OUTLET

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

3"

DIV 26 LIGHT
SWITCH, BLIND
CONTROL,
INTERCOM CALL
BUTTON

8
' -

 8
"

R13

R12 5
' -

 6
 1

/2
"

3
' -

 1
 1

/2
"

193B

EQ EQ

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

EQ EQ

9
6
" 

A
.F

.F

DIV 26 STROBE

R12A
AT SIM

C3

A-553

__________

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

102
W: 36"
D: 24"

102
W: 36"
D: 24"

102
W: 36"
D: 24"

102
W: 36"
D: 24"

102
W: 36"
D: 24"

102
W: 36"
D: 24"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 36"
D: 14"

324M
W: 44"
D: 14"

06 41 00 FILLER PANEL

100
W: 28"
D: 24"

100
W: 28"
D: 24"

100
W: 28"
D: 24"

100
W: 36"
D: 24"

100
W: 36"
D: 24"

100
W: 36"
D: 24"

DIV 23 MECH GRILLE

A2

A-583

__________

C6

A-582

__________

A1

A-582

__________A4

A-582

__________

DIV 26 POWER STRIP

4
' -

 4
"

2
' -

 6
"

06 41 00 PLASTIC
LAMINATE
CASEWORK AND
COUNTERTOP

102
W: 36"
D: 24"

102
W: 35"
D: 24"

102
W: 35"
D: 24"

102
W: 35"
D: 24"

102
W: 35"
D: 24"

102
W: 35"
D: 24"

102
W: 36"
D: 24"

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

EQ EQ

DIV 28 EXIT SIGN

A4

A-582

__________
A1

A-582

__________

193A

DIV 26 POWER STRIP

1
' -

 0
"

DIV 26 FIRE ALARM
STATION

EQ
EQ

C3

A-553

__________

3"

DIV 26 LIGHT SWITCH

192B

2
' -

 1
"

3' - 0"

DIV 26 OUTLET

400
W: 39"
D: 24"

400
W: 39"
D: 24"

400
W: 39"
D: 24"

400
W: 39"
D: 24"

A5

A-581

__________

05 51 33 WALL LADDER
NO EXTENSIONS

3"

DIV 26 LIGHT SWITCH

192A

R13

06 41 00 PLASTIC
LAMINATE
COUNTERTOP

6"

DIV 26 OUTLET

DIV 26 OUTLETDIV 26 OUTLET

DIV 26 OUTLET

324M
W: 44"
D: 14"

324M
W: 44"
D: 14"

324M
W: 44"
D: 14"

212
W: 36"
D: 24"

152
W: 36"
D: 24"

212
W: 36"
D: 15"

324M
W: 36"
D: 14"

11 31 00 OFCI
REFRIGERATOR

11 31 00 OFCI
DISHWASHER

C2

A-581

__________

R13

DIV 27 DATA

7' - 6" 2' - 0"

A4

A-582

__________
A1

A-582

__________

C6

A-582

__________
E6

A-582

__________

4
' -

 3
 1

/2
"

2
' -

 6
"

1
' -

 2
"

5' - 0 1/2"

2
' -

 1
"

2
' -

 5
"

24" CLR

06 41 00 SAND AND
FINISH EXPOSED
EDGES

12 35 85 PERFORMING ARTS CASEWORK
STORAGE FOR 100 INSTURMENTS TOTAL

R31

DIV 26 LIGHT
SWITCH, BLIND
CONTROL,
INTERCOM CALL
BUTTON

CENTER IN
CMU BLOCK

C

B C A D B E B C

24' - 8"

2' - 4"2' - 4"4' - 1"2' - 4"4' - 1"2' - 6"2' - 4"2' - 4"2' - 4"

7
' -

 0
"

4
"

4
"

3
' -

 0
"

ALIGN ALIGN

6
' -

 4
"

DIV 27 PRESENTOR
LOCATION

DIV 26 OUTLET

DIV 27 DATA

DIV 27 DATA

DIV 26 OUTLET

DIV 27 TV

DIV 26 OUTLET

DIV 26 OUTLET

DIV 26 OUTLETEQ EQ EQ EQ

1
' -

 8
"

5' - 2"

DIV 27 CLOCK

8
' -

 0
"

DIV 26 OUTLET

EQ EQ

10' - 10" 16' - 0" 10' - 9"

DIV 23 MECH GRILLE

DIV 27 DATA

CENTER IN
CMU BLOCK

(4) EQ PANELS

16' - 0" 4' - 0" 4' - 0"

CENTER IN
CMU BLOCK

6' - 4 3/4" 4' - 0"2' - 0"

A-559

A5

188B
188E-A

FLUSH MOUNT
BACKBOX
WITH BLANK
PLATE

DIV 26 STROBE

7
' -

 8
"

CENTER IN
CMU BLOCK

8' - 0"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D3

A-553

TYP

__________

OPEN

EQ EQ

EQ EQ

DIV 27 DATA
DIV 26 OUTLET

A C A C C B CA1

A-581

__________ A1

A-581

__________

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

D3

A-553

TYP

__________

R32

2' - 6" 2' - 4" 2' - 6" 2' - 4"

9' - 8"

2' - 4" 2' - 4" 2' - 4"

7' - 0"

7
' -

 0
"

8
' -

 8
"

12 35 85 PERFORMING ARTS CASEWORK
STORAGE FOR 100 INSTRUMENTS TOTAL

06 40 00 LOCKING
PLASTIC LAMINATE
CASEWORK W/SOLID
SURFACE
COUTNERTOP &
FULL BACKSPLASH

10 28 00 SOAP
DISPENSER

10 28 00 PAPER
TOWEL DISPENSER

10 28 00 SOAP
DISPENSER

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

FEC

R12

R13

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

3"

DIV 26 LIGHT SWITCH EQ EQ EQ

DIV 26 OUTLET

DIV 27 DATA

DIV 27 PRESENTOR
LOCATION

191B

C3

A-553

__________

DIV 23 MECHANICAL DUCTWORK

N
O
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FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE E

A-285

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1

193 / 197 SCIENCE - NORTH
191 / 195 - SOUTH (MIRRORED)

 1/4" = 1'-0"E3
193 / 195 SCIENCE - EAST

 1/4" = 1'-0"E5

193 / 197 SCIENCE - SOUTH
191 / 195 NORTH (MIRRORED)

 1/4" = 1'-0"C1

193 / 197  SCIENCE - WEST
191 / 195 WEST (MIRRORED)

 1/4" = 1'-0"D2

192 / 196 SCIENCE PREP -
NORTH

 1/4" = 1'-0"D3
192 / 196 SCIENCE PREP - EAST

 1/4" = 1'-0"D4

192 / 196 SCIENCE PREP -
SOUTH

 1/4" = 1'-0"D5
192 / 196 SCIENCE PREP - WEST

 1/4" = 1'-0"C2
188 BAND E5- NORTH

 1/4" = 1'-0"A3
188 BAND E5 - EAST

 1/4" = 1'-0"B5
188 BAND E5 - SOUTH

 1/4" = 1'-0"A1
188 BAND E5 - WEST

 1/4" = 1'-0"D1
191 / 197 SCIENCE - EAST



R32

188D-A 8
' -

 0
"

EQ EQ

DIV 26 FIRE ALARM

3"

DIV 26 LIGHT SWITCH

DIV 26 OUTLET

CENTER IN
CMU BLOCK

R32

4' - 3 1/2" EQEQ

DIV 26 OUTLET

DIV 27 DATA

EQ EQ

DIV 26 OUTLET

EQEQ

DIV 26 OUTLET

3
' -

 0
"

EQEQEQ

DIV 26 OUTLET

5' - 8"

3
' -

 0
"

CENTER IN
CMU BLOCK

EQ EQ EQ

188A-A

EQ EQ

DIV 26 OUTLET

9
6
" 

A
.F

.F
.

DIV 26 FIRE ALARM

EQEQ

DIV 26 OUTLET

3
' -

 0
"

EQ 4' - 0" 4' - 0" 4' - 0" 4' - 0" EQ

EQ EQ

DIV 26 OUTLET

3
' -

 0
"

EQ 4' - 0" 4' - 0" 4' - 0" EQ

EQEQ

DIV 26 OUTLET

DIV 26 OUTLET

3"

DIV 26 LIGHT SWITCH

188E-A

CENTER IN
CMU BLOCK

6' - 10 1/4"

R30

DIV 27 PRESENTOR
LOCATION

DIV 27 DATA
6' - 10 1/2"

1
' -

 6
"

2' - 6"

DIV 26 OUTLET DIV 26 LIGHT SWITCH
AND BLIND SWITCH

8
' -

 0
"

A2

A-551

__________

A1

A-551

__________

12 24 00 WINDOW
SHADE

DIV 27 TV

12 24 00 WINDOW
SHADE

DIV 27 DATA
DIV 26 OUTLET

3"

186A

D D D D D

2' - 10"

DIV 23 MECH GRILLE

1
0
' -

 0
"

EQEQ

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE 12 24 00 WINDOW

SHADE

C3

A-553

__________

D3

A-553

TYP

__________

10 22 26.33 FOLDING
PANEL PARTITION

D3

A-555

__________

C3

A-555

__________

DIV 23 MECHANICAL DUCTWORK
TYP

1
' -

 6
"

EQ EQ

EQ EQ

1
' -

 6
"

EQ EQ

1
' -

 6
"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET186B

6
"

6
"

4' - 2 15/16" 1' - 4" 8"

1
' -

 1
0
"

3' - 8 1/2"

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

DIV 27 DATADIV 27 DATA

CENTER IN
CMU BLOCK

7
' -

 1
0
"

DIV 26 STROBE
CENTER IN
CMU BLOCK

17' - 7"

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

A1

A-581

__________

3' - 0"

3
' -

 0
"

DIV 26 FIRE ALARM
STATION

10 14 00 SIGNAGE
TYPE 1

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE E

A-286

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
188D OFFICE - NORTH

 1/4" = 1'-0"E2
188D OFFICE - EAST

 1/4" = 1'-0"E3
188D OFFICE - SOUTH

 1/4" = 1'-0"E4
188D OFFICE - WEST

 1/4" = 1'-0"E5
188A PRACTICE - NORTH

 1/4" = 1'-0"D1
188A PRACTICE - EAST

 1/4" = 1'-0"D2
188A PRACTICE - SOUTH

 1/4" = 1'-0"D3
188A PRACTICE - WEST

 1/4" = 1'-0"D4
188E ENSEMBLE - NORTH

 1/4" = 1'-0"C1
188E ENSEMBLE - EAST

 1/4" = 1'-0"C2
188E ENSEMBLE - SOUTH

 1/4" = 1'-0"C3
188E ENSEMBLE - WEST

 1/4" = 1'-0"B5
186 CHORAL E6 - NORTH

 1/4" = 1'-0"A1
186 CHORAL E6 - EAST

 1/4" = 1'-0"A3
186 CHORAL E6 - SOUTH

 1/4" = 1'-0"A5
186 CHORAL E6 - WEST

 1/4" = 1'-0"D6
182 HALLWAY - SOUTH

 1/4" = 1'-0"D5
188 BAND HALL - NORTH



4' - 0" 2' - 8" 2' - 8 1/2"

1' - 11 1/2"

3' - 5 1/2"

EQEQ

DIV 26 OUTLET

DIV 26 OUTLET

DIV 26 OUTLET

3
' -

 6
"

DIV 27 DATA

DIV 27 DATA

DIV 27 TV

DIV 26 OUTLET

DIV 27 DATA

8
' -

 0
"

DIV 28 EXIT SIGN

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

CENTER IN
CMU BLOCK

12 24 00 WINDOW
SHADE
12 24 00 WINDOW
SHADE

DIV 26 LCD SCREEN
CENTER IN
CMU BLOCK

DIV 26 LIGHT
SWTICH, BLIND
CONTROL,
INTERCOM CALL
BUTTON

EQ4' - 0"4' - 0"4' - 0"4' - 0"EQ

184B

D DD

12 24 00 WINDOW
SHADE

D3

A-553

TYP

__________

DIV 23 MECH GRILLE

10 22 26.33 FOLDING
PANEL PARTITION

D3

A-555

__________

C3

A-555

__________

DIV 23 MECHANICAL
DUCTWORK TYP

B5

A-429

4' - 0" 4' - 0"

DIV 26 OUTLETDIV 26 OUTLET

EQ4' - 0"4' - 0"4' - 0"EQ

184C

EQEQ

6
' -

 8
"

DIV 26 STROBE

DIV 28 EXIT SIGN

EQEQ

DIV 26 OUTLET

DIV 27 PRESENTOR
LOCATION

10 22 26.33 FOLDING
PANEL PARTITION

184A

D3

A-555

__________

C3

A-555

__________

DIV 23 MECHANICAL
DUCTWORK TYP

DIV 28 EXIT SIGN

OPEN

3' - 6"2' - 6"

DIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLETDIV 26 OUTLET DIV 26 OUTLET

EQEQ

DIV 26 OUTLET

EQEQ EQEQ 6"6" 4' - 0"

192A C4

A-559

__________

03 10 00 CONCRETE BENCH

R31

R30

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

184B 186A

10 14 00 SIGNAGE
TYPE 1

184A

R30

184B 186A

10 14 00 SIGNAGE
TYPE 1

188B

R12

ALIGN

10 14 00 SIGNAGE
TYPE 1

191B

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE E

A-287

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"D1

184 DRAMA/PLATFORM E7 -
NORTH

 1/4" = 1'-0"D3

184 DRAMA/PLATFORM E7 -
EAST

 1/4" = 1'-0"D5

184 DRAMA/PLATFORM E7 -
SOUTH

 1/4" = 1'-0"B1

184 DRAMA/PLATFORM E7 -
WEST

 1/4" = 1'-0"C3
187A SEATING - NORTH

 1/4" = 1'-0"B3
187A SEATING - SOUTH

 1/4" = 1'-0"A4
187 RAMP - EAST

 1/4" = 1'-0"A2
187 RAMP - SOUTH

 1/4" = 1'-0"A5
187 RAMP - WEST

 1/4" = 1'-0"A1
187 HALLWAY - WEST



10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

DIV 23 MECH GRILLE

OPEN TO
BEYOND

2
"

5' - 5 3/4"

08 33 28 AFTER HOURS SECURITY GATE

194C

ALIGN

EQEQ

DIV 26 OUTLET

EQEQ

196A

ALIGN

EQ EQ

DIV 26 OUTLET

EQ EQ

EQEQ10 14 00 SIGNAGE
TYPE 1

192B

R12

ALIGN ALIGN

R12
10 14 00 SIGNAGE
TYPE 1

10 14 00 SIGNAGE
TYPE 1

195B193B

EQ EQ

DIV 26 OUTLET

EQ EQ

10 14 00 SIGNAGE
TYPE 1

196B

ALIGN

R12A10 14 00 SIGNAGE
TYPE 1 197B

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

OPEN TO
BEYOND

OPEN TO
BEYOND

OPEN TO
BEYOND

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS

10 51 00 HALLWAY
WARDROBE LOCKER
UNITS
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FEBRUARY 18, 2015

INTERIOR ELEVATIONS - ZONE E

A-288

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
194B HALLWAY - NORTH

 1/4" = 1'-0"C1
194 HALLWAY - EAST

 1/4" = 1'-0"D1
194C HALLWAY - NORTH

 1/4" = 1'-0"D2
194C HALLWAY - SOUTH

 1/4" = 1'-0"D3
194C HALLWAY - WEST

 1/4" = 1'-0"E2
194B HALLWAY - SOUTH

 1/4" = 1'-0"E3
194B HALLWAY - WEST

 1/4" = 1'-0"B1
194 HAWLLWAY - WEST



OPEN OPEN

09 30 00 STUDENT ART TILE FULL HEIGHT

9
6
" 

A
.F

.F
.

EQEQ

DIV 26 STROBE

OPEN9
' -

 0
"

DIV 22 DRINKING
FOUNTIAN

09 30 00 TILE CT-1

140A

EQ EQ

OPEN

DIV 22 PLUMBING

10 28 00 HAND
DRYER
10 28 00 HAND
DRYER

10 28 00 HAND
DRYER
10 28 00 HAND
DRYER

DIV 22 PLUMBING1' - 4" 8" 1' - 4"8"

(1
4
) 

F
U

L
L
 T

IL
E

S

5
' -

 3
 5

/8
"

09 30 00 CT-3
STUDENT GLASS
ART TILE

OPEN
141A

10 14 00 SIGNAGE
TYPE 3

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

09 30 00 CT-3
STUDENT ART
GLASS TILE

DIV 22 MIRROR

09 30 00 TILE CT-1

09 30 00 TILE CT-1

DIV 26 OUTLET

5
' -

 9
"

(1
4

) 
F

U
L
L

 T
IL

E
S

5
' -

 3
 5

/8
"

9' - 10"

C1

A-581

__________
CENTER IN TILE

09 30 00 CT-3
STUDENT
GLASS ART TILE

OPEN OPEN

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

09 30 00 CT-3
STUDENT GLASS
ART TILE

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

09 30 00 CT-3

OPEN

22 40 00  WALL HUNG
WATER CLOSET

DIV 22 PLUMBING

OPEN

9
' -

 0
"

DIV 22 MIRROR

DIV 26 OUTLET
CENTER IN TILE

C1

A-581

__________

5
' -

 9
"

T
IL

E
 5

C
E

N
T

E
R

E
D

 I
N

09 30 00 STUDENT GLASS ART TILE

09 30 00 TILE CT-1

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

10 28 00 PAPER
TOWEL DISPENSER

DIV 26 OUTLET

T
IL

E
 1

0

C
E

N
T

E
R

E
D

 I
N

DIV 26 LIGHT SWITCH

115A

10 28 00 MIRROR

10 28 00 SOAP
DISPENSER

3
' -
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 1

/4
"

(1
7
) 
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 1

/4
"

ALIGN

6
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/4
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 1

0
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DIV 26 OUTLET10 51 00 LOCKER
ROOM LOCKER
UNITS
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7
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"

10 28 00 MIRROR

DIV 22 SINK

(1
7
) 
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U
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L
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T
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S

6
' -

 5
 1

/4
"

2' - 1 7/8"
10 28 00 HAND
DRYER

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

3"

DIV 26 LIGHT SWITCH

T
IL

E
 1

0

C
E

N
T

E
R
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D
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T 126A

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS

OPEN

EQEQ
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EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J
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AN
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS -
RESTROOMS

A-290

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"E1
139 TOILET ENTRY - NORTH

 1/4" = 1'-0"E2
139 TOILET ENTRY - EAST

 1/4" = 1'-0"E4
139 TOILET ENTRY- SOUTH

 1/4" = 1'-0"E5
139 TOILET ENTRY - WEST

 1/4" = 1'-0"D1
139A BOYS - NORTH

 1/4" = 1'-0"D2
139A BOYS - EAST

 1/4" = 1'-0"D3
139A BOYS - SOUTH

 1/4" = 1'-0"D5
139A BOYS- WEST

 1/4" = 1'-0"C1
139B GIRLS - NORTH

 1/4" = 1'-0"C2
139B GIRLS - EAST

 1/4" = 1'-0"C3
139B GIRLS - SOUTH

 1/4" = 1'-0"C5
139B GIRLS - WEST

 1/4" = 1'-0"B2

TYP WC BATHROOM - GRAB
BARS

 1/4" = 1'-0"B3
TYP WC BATHROOM

 1/4" = 1'-0"B4
TYP WC BATHROOM - ENTRY

 1/4" = 1'-0"B1

TYP WC BATHROOM  -
PLUMBING WALL

 1/4" = 1'-0"A1
126 WC - NORTH

 1/4" = 1'-0"A2
126 WC - EAST

 1/4" = 1'-0"A3
126 WC - SOUTH

 1/4" = 1'-0"A4
126 WC - WEST

 1/4" = 1'-0"D6

139 TOILET ROOM ENTRY -
SOUTH



(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
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E
S

6
' -

 5
 1

/4
"

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL
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S

6
' -

 5
 1

/4
"

09 30 00 TILE CT-1

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

5' - 5 3/4" 3' - 0"

DIV 26 OUTLET6' - 6"

EQ EQ

EQ EQ

CENTER IN TILE

10 28 00 MIRROR

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

DIV 26 OUTLET

8' - 0"

CENTER IN TILE

10 28 00 MIRROR

ALIGN WITH
TOP OF
8TH TILE

ALIGN

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

DIV 22 SINK

5' - 5" 6"

10 28 00 HAND
DRYER
10 28 00 HAND
DRYER

6
' -

 5
 1

/4
" OPEN

3' - 0"

10 28 00 HAND
DRYER

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

6
' -

 5
 1

/4
"

6
' -

 5
 1

/4
"

10 28 00 MIRROR

OPEN

2' - 7"
DIV 26 OUTLET

4" 6' - 0"

10 28 00 HAND
DRYER
10 28 00 HAND
DRYER

10" 1' - 0"

DIV 22 SINK

ALIGN WITH TOP
OF 8TH TILE

CENTER IN TILE

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

DIV 22 WATER
CLOSET

OPEN

(1
7
) 
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U

L
L
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H
T
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S

6
' -
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 1

/4
"

10 28 00 PAPER
TOWEL DISPENSER
10 28 00 PAPER
TOWEL DISPENSER

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

DIV 26 OUTLET

CENTER IN
TILE

EQ6' - 0"EQ

10 28 00 MIRROR

ALIGN WITH TOP OF 8TH
TILE

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

22 40 00 WALL HUNG
URINAL

09 30 00 TILE CT-1

10 28 00 SHOWER CURTAIN ROD

157A

2' - 5"

DIV 26 OUTLET

10 28 00 SHOWER CURTAIN ROD

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

CENTER IN
TILE

10 28 00 PAPER
TOWEL DISPENSER

DIV 22 SINK

(1
7
) 

F
U

L
L
 H

E
IG

H
T

 T
IL

E
S

6
' -

 5
 1

/4
"

10 28 00 MIRROR

09 30 00 TILE CT-1

DIV 26 OUTLET

2' - 8"

CENTER IN TILE

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

7 7/8"DIV 26 LIGHT SWITCH

172A

10 28 00 MIRROR

DIV 22 SINK

22 40 00 ACCESSIBLE
HEIGHT WATER
CLOSET

8"

10 28 00 HAND
DRYER

10 28 00 SOAP
DISPENSER

INTERIOR MATERIAL NOTES

08 80 00  INTERIOR
GLAZING

1. OUTLET MOUNTS 18" A.F.F. U.O.N.
2. REFER TO SHEET A-251 FOR MOUNTING HEIGHTS
3. 09 65 00 RUBBER BASE U.O.N.

09 90 00 PAINTED
04 27 31 CMU

INTERIOR MATERIAL LEGEND

10 11 24 TB-1 TACK
BOARD, U.O.N.

10 11 01 WHITE BOARD
IN CLSSROOM,
06 82 05 RFP IN KITCHEN

06 20 00
APPLEPLY

10 51 00 LOCKER
COLOR 3

10 51 00 LOCKER
COLOR 2

10 51 00 LOCKER
COLOR 1

09 83 11 ACOUSTIC
WALL SYSTEMS
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MIDDLE SCHOOL
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

INTERIOR ELEVATIONS -
RESTROOMS

A-291

PACKAGE 2 VOLUME 1

 1/4" = 1'-0"C3
171 GIRLS - EAST

 1/4" = 1'-0"C4
171 GIRLS - SOUTH

 1/4" = 1'-0"C5
171 GIRLS - WEST

 1/4" = 1'-0"B1
170 BOYS - NORTH

 1/4" = 1'-0"B2
170 BOYS - EAST

 1/4" = 1'-0"B3
170 BOYS - SOUTH

 1/4" = 1'-0"B4
170 BOYS - WEST

 1/4" = 1'-0"C2
171 GIRLS - NORTH

 1/4" = 1'-0"D4
162 TOILET - NORTH

 1/4" = 1'-0"E1
161 GIRLS - NORTH

 1/4" = 1'-0"E2
161 GIRLS - EAST

 1/4" = 1'-0"E3
161 GIRLS - SOUTH

 1/4" = 1'-0"E4
161 GIRLS - WEST

 1/4" = 1'-0"D5
162 TOILET - EAST

 1/4" = 1'-0"D6
162 TOILET - SOUTH

 1/4" = 1'-0"C1
162 TOILET - WEST

 1/4" = 1'-0"E6
157 SHWR - NORTH

 1/4" = 1'-0"D1
157 SHWR - EAST

 1/4" = 1'-0"D2
157 SHWR - SOUTH

 1/4" = 1'-0"D3
157 SHWR - WEST

 1/4" = 1'-0"B5
172 WC - NORTH

 1/4" = 1'-0"A1
172 WC - SOUTH

 1/4" = 1'-0"A2
172 WC - WEST

 1/4" = 1'-0"B6
172 WC - EAST



12.4

A-292
E4

A-292

E3

A-292
E6

A-292

E5

1
' -
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"

3
' -

 6
"

EQ EQ

6
' -
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"

3' - 1"

A-292
D6

A-292
D4

A-292

D3
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4' - 1"

6
' -

 1
"

3
' -

 0
"

2
' -
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"

2' - 0" 2' - 0"

2
' -

 9
 1

/2
"

EQ EQ

DIV 26 OUTLET
06 41 FILLER PANEL

B2

A-582

__________ B3

A-582

__________

EQ EQ

DIV 26 OUTLET

06 41 00 FILLER PANEL

B2

A-582

__________
B2

A-582

__________

EQ EQ

DIV 26 OUTLET
06 41 00 FILLER PANEL

B2

A-582

__________ C1

A-582

__________

06 41 00 FILLER
PANEL

B2

A-582

__________
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A-582

__________

B3

A-582

__________ C3

A-582

__________

EQ EQ

DIV 26 OUTLET
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W: 36"
D: 24"
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2' - 4" 2' - 4" 2' - 4"
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FEBRUARY 18, 2015

INTERIOR ELEVATIONS -
WORKROOMS

A-292

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"E2

ENLARGED ISLAND PLAN - 105
WORK ROOM

 1/2" = 1'-0"D2

ENLARGED ISLAND PLAN - 137
WORK ROOM

 1/2" = 1'-0"E3
105 ISLAND - NORTH

 1/2" = 1'-0"E4
105 ISLAND - EAST

 1/2" = 1'-0"E5
105 ISLAND - SOUTH

 1/2" = 1'-0"E6
105 ISLAND - WEST

 1/2" = 1'-0"D3
137 ISLAND - NORTH

 1/2" = 1'-0"D4
137 ISLAND - EAST

 1/2" = 1'-0"D5
137 ISLAND - SOUTH

 1/2" = 1'-0"D6
137 ISLAND - WEST

 1/2" = 1'-0"B2
209 ISLAND  - NORTH

 1/2" = 1'-0"B4
209 ISLAND - EAST

 1/2" = 1'-0"B5
209 ISLAND - SOUTH

 1/2" = 1'-0"B6
209 ISLAND - WEST

 1/2" = 1'-0"A2
218 ISLAND - NORTH

 1/2" = 1'-0"A4
218 ISLAND - EAST

 1/2" = 1'-0"A5
218 ISLAND - SOUTH

 1/2" = 1'-0"A6
218 ISLAND - WEST

 1/2" = 1'-0"B1

ENLARGED ISLAND PLAN - 209
LOUNGE

 1/2" = 1'-0"A1

ENLARGED ISLAND PLAN - 218
WORK ROOM



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

2 3 5 6 7 84

D4

A-313

D4

A-313

1

CLASSROOM
A28
228

CLASSROOM
A8
146

SHARED
LEARNING

226

SHARED
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LEARNING
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123

4.2

MECHANICAL
EQUIPMENT
PLATFORM

ZONE A
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WORKROOM
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123C

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-323

A2

D1

A-313

D1

A-313

X22-5-0
600

R01

R01

C02

10' - 2" AFF

04-9-0
600 C1

C02

11' - 2" AFF 04-9-0
600 C1

F02

C02

10' - 2" AFF

C02

11' - 2" AFF

04-9-0
600 C1

F01

04-9-0
600 C1

C02

10' - 2" AFF

F02

C02

10' - 2" AFF

04-9-0
600 A1

04-9-0
600 A1

C02

11' - 9 1/8" AFF

04-9-0
600

C02

9' - 6" AFF
01-4-0
8 B

C02

10' - 2" AFF 04-9-0
600 C1

C02
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C02

11' - 2" AFF04-9-0
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04-9-0
600 C1C01
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2ND FLOOR
14' - 0"
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PLATFORM
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RECEP
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PRINCIPAL
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ENTRY
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

BUILDING SECTIONS

A-311

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"A1
EAST-WEST SECTION THROUGH CLASSROOM WING (SOUTH)

 1/8" = 1'-0"D1
EAST-WEST SECTION THROUGH CLASSROOM WING (NORTH) - ZONE A

 1/8" = 1'-0"C2
EAST-WEST SECTION THROUGH CLASSROOM WING (NORTH) - ZONE B



1ST FLOOR
0' - 0"

9 10

12 14 14.5

A1

A-314

A1

A-314

C1

A-314

C1

A-314

12.4

10.6

A-512

A2

A-326

A4

A-326

A5

A-327

A1

SIM

A-327

A3

VESTIBULE
156

MECHANICAL
EQUIPMENT
PLATFORM -

ZONE C
M265

GYMNASIUM
1

165

VEST
167HALLWAY

150X51-5-0
600 F01

R02

01-4-0
8 B

R01

X61-7-0
400

01-4-2
8

C01

9' - 0" AFF

F04

04-9-0
600 C3

R09

X62-7-0
400

01-4-2
8 B

R07

X50-5-0
600

C04

9' - 10" AFF

F01

A-512

A4

A-531

A5

A-547

A1

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

3 4.84.23.7 4.9

A-332

A3

A-332

A4

B2

A-313

B2

A-313

SCIENCE E2
195 SCIENCE

PREP
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HALLWAY
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MECH
EQUIPMENT
PLATFORM
ZONE E1 -
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X24-5-0
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F01
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X31-5-2
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2ND FLOOR
14' - 0"
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9 10
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A-313

A4

A-313

3.7 4.9

ZONE A
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A3

CHOIR STEP FLOORING:
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1 1/8" PLYWOOD SUBFLOOR
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2X JOISTS AT 16" OC
(PERPENDICULAR TO FLOORING
STRUCTURE BELOW)
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AT CHOIR STEP/RAMP
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

BUILDING SECTIONS

A-312

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"D2
EAST-WEST SECTION THROUGH MAKERS' LAB/GYM - ZONE C

 1/8" = 1'-0"E1
EAST-WEST SECTION THROUGH SCIENCE WING - ZONE E

 1/8" = 1'-0"A2
EAST-WEST SECTION THROUGH BACK OF HOUSE - ZONE D

 1/8" = 1'-0"B1
EAST-WEST SECTION THROUGH BAND/CHOIR/DRAMA - ZONE E



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

A C D

A1

A-311

A1

A-311

D1

A-311

D1

A-311

CLASSROOM
A9
145

SHARED
LEARNING

226

SHARED
LEARNING

144

MECHANICAL
EQUIPMENT
PLATFORM

ZONE A
M301

CLASSROOM
A29
227

EB.2B B.9

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-321

A4

SIM
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A1

X22-5-0
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X35-5-0
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B1

A-312
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A-312

A-332

A3

SIM
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A1

SIM

SCIENCE E1
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SCIENCE E2
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SCIENCE E3
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SCIENCE E4
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BAND E5
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EQUIPMENT
PLATFORM

ZONE E2
SOUTH
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X31-5-2
600
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C01

8' - 8" AFF

F04

X12-4-2
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X37-5-0
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O P Q
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SEATING
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L.6
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

BUILDING SECTIONS

A-313

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"D4
NORTH-SOUTH SECTION THROUGH CLASSROOM/SHARED LEARNING

 1/8" = 1'-0"D1
NORTH-SOUTH SECTION THROUGH CLASSROOMS

 1/8" = 1'-0"B2
NORTH-SOUTH SECTION THROUGH SCIENCE WING - ZONE E

 1/8" = 1'-0"A4
NORTH-SOUTH SECTION THROUGH DRAMA



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

C D F G

A-323

A5

EB.2B B.9

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

C2

A-311

C2

A-311

A-323

A4

LOBBY
122

MAIN
ENTRY

102C

FORUM
123

UPPER
FORUM

201

R01

X39-5-0
600

F02

03-6-0
6

C01

10' - 6" AFF

C05

11' - 7" AFF

F01

X34-5-0
600

R01

X27-5-1
600

02-9-0
600

VARIES

C05
VARIES

C05

1ST FLOOR
0' - 0"

O PN

A-329

A5

Q

A-329

A3

A2

A-312

A2

A-312

COMMONS
181

F01

X51-5-0
600

X23-5-0
600

R01

X36-5-0
600

R01

X37-5-0
600

02-9-0
400

R01

X30-5-2
600

C04

13' - 10" AFF

VARIES

C05

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

C D F J L O PG M

LOBBY
122

CONF
121

CLEAN LAB
C3
151

HALLWAY
168

KITCHEN
180

NEB.2 Q

DRY STOR
180B

MECHANICAL
EQUIPMENT
PLATFORM
ZONE D -
NORTH

M281A

MEDIA
ROOM C3

151A

HOME ED
C1
155

UPPER
FORUM

201

B B.9 L.6

FREEZER
180C

OFF
180A

MAIN
ENTRY

102C

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-323

A4

A-324

A1

SIM

A-328

A5

A-329

A1

C2

A-311

C2

A-311

D2

A-312

D2

A-312

A2

A-312

A2

A-312

X39-5-0
600

C04

11' - 7" AFF C05

11' - 7" AFF C01

10' - 6" AFF

F02

R01

X34-5-0
600

R01

X20-5-0
600

02-9-0
600

84-9-3
2-1/2 A2

R02

01-4-3
8 A2

C01

9' - 1" AFF

02-9-0
400

R02

02-9-0
600 C1

02-9-0
600 C1

F04

R01

X36-5-0
600

X23-5-0
600

X51-5-0
600

R01

9' - 10" AFF

03-9-0
600 C102-9-0

600 C

C02

8' - 8" AFF

F01 F01

03-9-0
600 D3

9' - 10" AFF
04-9-0
600 D3 9' - 10" AFF

R01

X37-5-0
600

X30-5-2
600

F01

F04

VARIES

C05 VARIES

C05

K.3G.5

D5

A-511

__________DIRTY LAB
C2
153

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

C D F J L O PG M

MEDIA
STACKS

202A

NURSE
103

GYMNASIUM
1

165

HALLWAY
173

NEB.2 Q

SEC
104

WC
103A

CUSTODIAL
STOR

177

CUSTODIAL
OFFICE

178 ELECTRICAL
179

B B.9 L.6

GYMNASIUM
2

166

CHAIR/TABLE
STORAGE

169

A1

A-331 ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-324

A4

A-326

A1

C2

A-311

C2

A-311

D2

A-312

D2

A-312

A2

A-312

A2

A-312

R01

X39-5-0
600

F02

C04

11' - 7" AFF

X22-5-0
600

C02

10' - 0" AFF

C02

9' - 1" AFF

X13-4-2
8

X61-7-0
400

01-4-0
12 B

X21-5-0
600

R05

04-9-0
600 C101-4-2

8

04-9-0
600 C1

C02

8' - 8" AFF

F01
F01

01-4-0
12 B

R09

F01

R09

01-4-2
8 B

X61-7-0
400

X21-5-0
600

R01

X12-4-2
8

R01

X08-4-0
400

06-9-0
600 C3

04-9-0
600 C1

04-9-0
600 C3

C02

9' - 0" AFF

F01

VARIES

C05

VARIES

C05

K.3G.5

N
O

GEROFO
ET

A
T

S

T
C

ET
IHCRADERETSI

G
E

R
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

BUILDING SECTIONS

A-314

PACKAGE 2 VOLUME 1

 1/8" = 1'-0"D1
NORTH-SOUTH SECTION THROUGH FORUM

 1/8" = 1'-0"D5
NORTH-SOUTH SECTION THROUGH COMMONS

 1/8" = 1'-0"C1
NORTH-SOUTH SECTION THROUGH ART AND HOME ED

 1/8" = 1'-0"A1
NORTH-SOUTH SECTION THROUGH GYMNASIUM



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F

A-530

C5

A-530

B1

E

R01

X34-5-0
600

R01

X27-5-1
600

C02

10' - 2" AFF

C02

10' - 2" AFF

X27-5-1
600

CLASSROOM
A26
224

F01

X27-5-1
600

2
' -

 2
 3

/4
"

7
' -

 4
"

2
' -

 6
"

1
4
' -

 0
"

F02

CLASSROOM
A6
142

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-540

C1

A-540

B1

A-540

C1

A-540

B1

A-512

C1

STUD BRACE TYP
REFER TO STRUCTURAL

A-533

D1

1
0
' -

 0
 3

/8
"

TOP OF LOAD
BEARING WALL

A-521

A3

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

C

R01

06-9-0
600 C1

C02

10' - 2" AFF

MECHANICAL
EQUIPMENT
PLATFORM

ZONE A
M301

CLASSROOM
A29
227

CLASSROOM
A9
145

HALLWAY
128

F01

HALLWAY
211

B.9

C02

11' - 2" AFF

C02

10' - 2" AFF

04-9-0
600

F02

C02

11' - 2" AFF

04-9-0
600 C

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

F05

VARIES

C01

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

E

1
4
' -

 0
"

X34-5-0
600

X36-5-0
600

X36-5-0
600

F01

C02

11' - 2" AFF

F02

C02

11' - 2" AFF

R01

SHARED
LEARNING

144

SHARED
LEARNING

226

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-530

C5

A-540

C5

A-540

A1

A-512

A2

14-9-0
600

1
0
' -

 0
 3

/8
"

TOP OF LOAD
BEARING WALL
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

WALL SECTIONS

A-321

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A4
SECTION (N/S) AT CLASSROOM WALL (SOUTH)

 1/2" = 1'-0"A1
SECTION (N/S) AT CLASSROOM/CORRIDOR WALL

 1/2" = 1'-0"A3
SECTION (N/S) AT SHARED LEARNING



1ST FLOOR
0' - 0"

A1

A-322

R06

1
3
' -

 1
 1

/2
"

C04

9' - 10" AFF

R06

9
' -

 1
0
"

A-531

C3

STUD BRACE TYP
REFER TO STRUCTURAL

A-531

C3

STUD BRACE TYP
REFER TO STRUCTURAL

05 50 00  WIRE MESH
SCREEN AND GATES

REFER TO LANDSCAPE PLANS
FOR EXTERIOR WALKS

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F H

A-530

B1

A-536

B2

X27-5-1
600

R01

WORK
ROOM

218

F02

C02

10' - 2" AFF

C02

9' - 10" AFF

F01

X27-5-1
600

7
' -

 4
"

2
' -

 6
"

2
' -

 2
 3

/4
"

7
' -

 4
"

2
' -

 6
"

R06

C04

9' - 10" AFF

X58-5-2
600

R02

F01

F04

MECH
EQUIPMENT
PLATFORM
ZONE E1 -

NORTH
M297

STOR
198

WORKROOM
137

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-540

C1

A-540

B1

A-540

B1

A-512

C1

A-512

A4SIM

A3

A-322

STUD BRACE TYP
REFER TO STRUCTURAL

A-531

D1
A-542

D1

A-536

D4

STUD BRACE TYP
REFER TO STRUCTURAL

 1/2" = 1'-0"A3
SECTION (E/W) THROUGH EXTERIOR WALK CANOPY

 1/2" = 1'-0"A1
SECTION (N/S) AT VESTIBULE LINK TO SCIENCE WING
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG
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CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

WALL SECTIONS

A-322

PACKAGE 2 VOLUME 1



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F G

A-530

B1

FORUM
123

X20-5-0
600

X27-5-1
600

F01

3
' -

 9
 1

/2
"

8
' -

 3
 1

/4
"

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

VARIES

C05

A-546

1

A-545

5

T
Y

P

1
' -

 7
" 

O
C

9
' -

 9
"

08 44 13  HORIZONTAL
SUN SCREEN

R01

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

1

A-531

D1

CLASSROOM
A28
228

CLASSROOM
A8
146

R01

X41-5-0
600

R01

X22-5-0
600

C02

10' - 2" AFF

C02

10' - 2" AFF

F01

1
2
' -

 0
 3

/4
"

F02

1.1

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-512

C1

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

B.2

R01

LOBBY
122

1
0
' -

 1
"

1
' -

 6
"

B

C04

11' - 7" AFF

F02

F01

C05

11' - 7" AFF

X39-5-0
600

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

C01

11' - 7" AFF

A-511

A2

CONF
203

CONF
203

STUD BRACE TYP
REFER TO STRUCTURAL

A-530

A3

A-521

C5

A-521

C1

SIM

A-522

A5

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

1 1.1

R01

X41-5-0
600

C02

11' - 2" AFF

F01

STAIR 1
S01

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-512

A1

SIM

A-531

A1
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REPLACEMENT ROOSEVELT
MIDDLE SCHOOL
CIP NUMBER 410.566.001
680 EAST 24TH AVENUE
EUGENE, OREGON  97405

EUGENE SCHOOL DISTRICT 4J

2013912.00

DG

LS

CONSTRUCTION DOCUMENTS

FEBRUARY 18, 2015

WALL SECTIONS

A-323

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A5
SECTION (N/S) AT FORUM SOUTH

 1/2" = 1'-0"A2
SECTION (E/W) AT CLASSROOM WEST END

 1/2" = 1'-0"A4
SECTION (N/S) AT MAIN ENTRY

 1/2" = 1'-0"A1
SECTION (E/W) AT CLASSROOM WEST END STAIR



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F GE

A-531

B1

X34-5-0
600

R01

X65-7-0

01-4-3
8 A2

R02

84-9-3
2-1/2 A2

01-4-3
8 A2 F01F01

R01

FORUM
SEATING

123D

FORUM
SEATING

123D

3
' -

 9
 3

/8
"

8
' -

 3
 3

/8
"

X20-5-0
600

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

VARIES

C05

MEDIA
ROOM C3

151A

A-530

A5

A-533

D1

A-530

D1

STUD BRACE
TYP

REFER TO
STRUCTURAL

RADIANT FLOOR WHERE
OCCURS

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F G

84-9-3
2-1/2 A2

F02

01-4-3
8 A2

X65-7-0

X20-5-0
600

R02

F01

C02

9' - 1" AFF

R01

01-4-3
8 A2

C02

9' - 10" AFF

TEXT BOOK
WORK RM

202B

1
2
' -

 0
 3

/4
"

A-558

A5

HALLWAY
150B

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-530

B1

2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

CB.2

X22-5-0
600

C01

10' - 6" AFF

X22-5-0
600

RECEP
102A

B B.9

F01

C04

11' - 7" AFF

X39-5-0
600

F02

MEDIA
STACKS

202A

ZONE A
EQUIPMENT
PLATFORM

27' - 8 1/2"

A-512

C1

A-540

B1

A-540

C1

A-521

C1

R01

A-530

A3

STUD BRACE TYP
REFER TO

STRUCTURAL

STUD BRACE TYP
REFER TO

STRUCTURAL

STUD BRACE TYP
REFER TO

STRUCTURAL

A-521

C3

A-522
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MIDDLE SCHOOL
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680 EAST 24TH AVENUE
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FEBRUARY 18, 2015

WALL SECTIONS

A-324

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A1
SECTION (N/S) AT FORUM TO HOME ED

 1/2" = 1'-0"A3
SECTION (N/S) AT 3-HR FIRE DOOR

 1/2" = 1'-0"A4
SECTION (N/S) AT ENTRY VESTIBULE



2ND FLOOR
14' - 0"

1ST FLOOR
0' - 0"

F GE

A-527

A4

MECHANICAL
EQUIPMENT
PLATFORM -

ZONE C
M265

VEST
165A

R01

1
' -

 6
"

01-4-3
8 A2

1
2
' -

 1
0
"

X13-4-2
8

X13-4-2
8

R01

R01

01-4-3
8 A2
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FEBRUARY 18, 2015

WALL SECTIONS

A-325

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A1
SECTION (N/S) AT ADMIN TO LOCKER ROOM FIREWALL

 1/2" = 1'-0"A4
SECTION (N/S) AT ADMIN NORTH WALL
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FEBRUARY 18, 2015

WALL SECTIONS

A-326

PACKAGE 2 VOLUME 1

 1/2" = 1'-0"A1
SECTION (N/S) AT GYM NORTH WALL @ ADMIN

 1/2" = 1'-0"A2
SECTION (N/S) AT GYM NORTH WALL

 1/2" = 1'-0"A4
SECTION (E/W) MAKERS' LAB WEST

 1/2" = 1'-0"A5
SECTION (E/W) MAKERS' LAB EAST




	RMS Package 2 Volume 1 Cover and Title
	RMS P2V1 Structural combined
	RMS Plans-1
	RMS RCP and Finish Plans-2
	RMS Elevations-3

