
 

North Eugene High School 

Softball Field 

 

Addendum – 1 

 

 

 

 
The following deletions and additions are hereby made a part of 

the Bidding and Project Documents, effective this date. 

 

 

 

June 12, 2020 



P R O J E C T   M A N U A L 

 

 
1. DOCUMENT 00 01 15 LIST OF DRAWING SHEETS 

 
A. Document 00 15 00: Replace with updated Document attached to this Addendum. 

Clarification: List of drawings sheets was updated. 
 

2. SECTION 08 33 23 – OVERHEAD COILING DOORS 
 

A. Article 2.02, Paragraph A: 
 
i)  Subparagraph 7.c: Add the following: 

 
“c. Chain hoist at Door 111D.” 
 

ii) Subparagraph 10.a: Change Line 10 to read as follows: 
 

“a. Lock and latch handle on inside at Doors 101B, 111D, 112B, 112C.” 
 

B. Article 2.03, Paragraph F: Change to read as follows: 
 
“F. Lock Hardware: Outside mounted at Door 113A; inside mounted at all other 

doors. 
1. Cylindrical Locking Mechanism: Lock cylinder, specified in Section 

08 71 00. 
2. Latching Mechanism: Adjustable keeper, spring activated latch bar 

feature to keep in locked or retracted position. 
3. Latch Handle:  Manufacturer's standard. 
4. Manual Chain Lift: Provide padlockable chain keeper on guide at door 

111Dc. Chain hoist at Door 111D.” 
 

3. SECTION 08 71 00 – DOOR HARDWARE 
 

A. Section 08 71 00: Replace with updated Section attached to this Addendum. Clarification: 
Hardware Schedule was updated. 

 
4. SECTION 31 20 00 – EARTH MOVING 

 
A. Article 2.1, Add Section K: 

 
i) Field Aggregate: Crushed rock, free draining, free of shale, clay, friable material 

and debris. Graded within the following limits: 
 

B. Add Article 3.22 FIELD AGGREGATE INSTALLATION: 
 
i) Install permeable aggregate base course. Compact to 90%. Surface tolerance of 

base course shall not exceed 1 / 4” per 10 feet in any direction. 
 
 

D R A W I N G S 
 
5. DRAWING SHEET A102 

 
A. Drawing Sheet A102: Replace with updated Drawing Sheet A102 attached to this 

Addendum. Clarifications: 
 

i) Door pair 111C and 111D are now a single door 111C. 
 

ii) Door 111D is an overhead coiling door at east wall of building. 
 



iii) Size of synthetic turf was changed. 
 

6. DRAWING SHEET A201 
 

A. Drawing Sheet A201: Replace with updated Drawing Sheet A201 attached to this 
Addendum. Clarifications: 

 
i) West Elevation, B4/A201: Door pair was changed to a single door. 

 
ii) East Elevation, A1/A201: Overhead coiling door was added. 

 
7. DRAWING SHEET A501 

 
A. Drawing Sheet A501: Replace with updated Drawing Sheet A501 attached to this 

Addendum. Clarification: Mineral wool insulation in Wall Type1 shown in Wall Types 
B1/A501 and Intersecting Wall Detail A6/A501 was changed to foamed-in-place 
insulation. 

 
8. DRAWING SHEET A601 
 

A. Drawing Sheet A601: Replace with updated Drawing Sheet A601 attached to this 
Addendum. Clarification: Door 111D was changed to an overhead coiling door in Door 
and Frame Schedule and is identified as Door Type G as noted in Door Types C3/A601. 
Hardware for Door 111C is now Group 12. 
 

9. DRAWING SHEET G003 
 

A. Drawing Sheet G003: Replace with updated Drawing Sheet G003 attached to this 
Addendum. Clarifications:  
 
i) Changed notation around coordination with separate playground project that was 

cancelled.  
 

ii) Added sidewalk replacement.  
 

iii) Removed the storage container gravel pad and relocation. 
 

10. DRAWING SHEET C101 
 

A. Drawing Sheet C101: Replace with updated Drawing Sheet C101 attached to this 
Addendum. Clarifications:  
 
i) Removed fence line demolition.  

 
ii) Removed storage container salvage and relocation.  

 
iii) Added demolition of sidewalk and partial fence removal.  

 
iv) Removed demolition of playground fence line. 
 

11. DRAWING SHEET C200 
 

A. Drawing Sheet C200: Replace with updated Drawing Sheet C200 attached to this 
Addendum. Clarifications:  
 
i) Changed soakage trench size.  

 
ii) Added French drain notation.  

 
iii) Changed paving extents. 
 



12. DRAWING SHEET C300 
 

A. Drawing Sheet C300: Replace with updated Drawing Sheet C300 attached to this 
Addendum. Clarifications:  
 
i) Removed grading for the storage container pad.  

 
ii) Changed grading notation where paving has changed. 
 

13. DRAWING SHEET C400 
 

A. Drawing Sheet C400: Replace with updated Drawing Sheet C400 attached to this 
Addendum. Clarifications:  
 
i) Added fiber vault.  

 
ii) Changed water line connection and routing. 
   

14. DRAWING SHEET C600 
 

A. Drawing Sheet C600: Replace with updated Drawing Sheet C600 attached to this 
Addendum. Clarifications:  
 
i) Added Curb Spillway detail. 

 
ii) Removed Soft Play detail.   
   

15. DRAWING SHEET C601 
 

A. Drawing Sheet C600: Replace with updated Drawing Sheet C600 attached to this 
Addendum. Clarifications:  
 
i) Added French drain detail.   

 
ii) Removed Curb Spillway detail 

 
16. DRAWING SHEET L100 
 

A. Drawing Sheet L100: Replace with updated Drawing Sheet L100 attached to this 
Addendum. Clarifications: 
 
i) Revised plan to show (1) 8’ long accessible picnic table and (2) 6’ long picnic 

tables. 
 

ii) Revised legend to show (1) 8’ long accessible picnic table and (2) 6’ long picnic 
tables. 

 
iii) Revised note #s 1-3 to indicate base course permeable aggregate at field is to be 

included in bid scope. 
 

17. DRAWING SHEET L200 
 

A. Drawing Sheet L200: Replace with updated Drawing Sheet L200 attached to this 
Addendum. Clarifications: 
 
i) Detail 1/L200:   Note top course ‘By Others’.  

 
ii) Added turf anchor callout and note.  

 
iii) Detail 3/L200:    Revised 8” base course note to delete ‘By Others’ to indicate 

that base course is part of bid scope.    



 
iv) Detail 5/L200:     Added turf anchor note. 

 
18. DRAWING SHEET L300 
 

A. Drawing Sheet L300: Replace with updated Drawing Sheet L300 attached to this 
Addendum. Clarifications: 
 
i) Added rotor zone east of batting cages.  

 
ii) Added rotor zone to valve schedule. 

 
iii) Revised head schedule to include Rain Bird 6504 6PC rotors.  

 
iv) Added notes at connections of new and existing mainlines to connect to and 

extend control wires from existing zone valves to irrigation controller. 
 
19. DRAWING SHEET E200 
 

A. Drawing Sheet E200: Replace with updated Drawing Sheet E200 attached to this 
Addendum. Clarification: 
 
i) Updated telecommunication back boxes per owners’ comments.  

 
20. DRAWING SHEET E201 
 

A. Drawing Sheet E201: Replace with updated Drawing Sheet E201 attached to this 
Addendum. Clarification: 
 
i) Updated telecommunication back boxes per owners’ comments.  

 
21. DRAWING SHEET E601 
 

A. Drawing Sheet E6.01: Replace Drawing Sheet E6.01 with updated Drawing Sheet E601 
attached to this Addendum. Clarification: 
 
i) Revised sheets # to be E601 in lieu of E6.01 

 
22. DRAWING SHEET T201 
 

A. Drawing Sheet T201: Replace with updated Drawing Sheet T201 attached to this 
Addendum. Clarification: 
 
i) Revised sheet # per architectural request.  

 
23. DRAWING SHEET T501 
 

A. Drawing Sheet T5.01: Replace Drawing Sheet T5.01 with updated Drawing Sheet T501 
attached to this Addendum. Clarifications: 
 
i) Revised sheet # per architectural request.  

 
ii) Revised size of backboxes for door position sensor only details. 

 
24. DRAWING SHEET EC100 
 

A. Drawing Sheet EC100: ADD Drawing Sheet EC100 attached to this Addendum. 
 

25. DRAWING SHEET EC101 
 

A. Drawing Sheet EC101: ADD Drawing Sheet EC101 attached to this Addendum. 



 
26. DRAWING SHEET EC200 
 

A. Drawing Sheet EC200: ADD Drawing Sheet EC200 attached to this Addendum. 
 

27. DRAWING SHEET EC300 
 

A. Drawing Sheet EC300: ADD Drawing Sheet EC300 attached to this Addendum. 
 

28. DRAWING SHEET EC400 
 

A. Drawing Sheet EC400: ADD Drawing Sheet EC400 attached to this Addendum. 
 

29. DRAWING SHEET EC401 
 

A. Drawing Sheet EC401: ADD Drawing Sheet EC401 attached to this Addendum. 
 

 
A P P R O V A L S 

 
SECTION ITEM      MANUFACTURERS/PRODUCTS 
 
13 34 16 Grandstand     Dant Clayton Corporation 
 
13 34 18 Modular Press Box    Dant Clayton Corporation 
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DOCUMENT 00 01 15 
NEHS SOFTBALL FIELD 

LIST OF DRAWING SHEETS 
CIP No. 420.652.209 

June 2, 2020 

GENERAL 

G001 Cover Sheet 

G002 Existing Conditions 

G003 Overall Site Plan 

CIVIL 

C100 Civil Notes & Abbreviations 

C101 Demolition Plan 

C200 Horizontal Control & Paving Plan 

C300 Grading Plan 

C400  Utility Plan 

C500 Site Sections 

C600 Civil Details 

C601 Civil Details 

LANDSCAPE 

L100 Site and Field Layout 

L200 Site and Irrigation Details 

L300 Irrigation Plan 

ARCHITECTURAL 

A001 General Notes, Code Analysis, Egress Plans 

A101 Ball Field Plan 

A102 Floor Plan 

A103 Reflected Ceiling Plan 

A104 Roof Plan 

A201 Building Sections & Elevations 

A401 Bleachers Plan & Section 

A402 Press Box & Dugouts Plans, Sections, & Elevations 

A403 Enlarged Toilet Room Plans & Interior Elevations 

A404 Interior Elevations & Details 

A501 Wall Types, Louver Types, Details 

A502 Exterior Details 

A503 Foundation & Site Details 

A601 Schedules, Door Types, Door Details 
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STRUCTURAL 

S001 Drawing Index and List of Abbreviations 

S002 General Structural Notes 

S003 General Structural Notes 

S004 Tables of Special Inspections 

S005 Tables of Special Inspections 

S101 Foundation Plans 

S102 Roof Plan 

S501 Concrete and CMU Details 

S601 Wood Details 

MECHANICAL 

M001 Symbols, Legends, and Abbreviations – Mechanical 

M002 Equipment Schedule – Mechanical 

M200 Overall Floor Plan - Softball Building HVAC 

M201 Floor Plans – Softball Building Mechanical 

M501 Details – Mechanical 

ELECTRICAL 

E001 Symbols, Legends, and Abbreviations – Electrical 

E002 Equipment Schedule 

E003 Equipment Schedule 

E200 Site Plan – Electrical 

E201 Softball Building Lighting and Power 

E601 Panel Schedule 

PLUMBING 

P001 Symbols, Legend, and Abbreviations – Plumbing 

P002 Equipment Schedule – Plumbing 

P201 Floor Plans – Softball Building Plumbing 

P501 Details – Plumbing 

TECHNOLOGY 

T001 Symbols, Legend, and Abbreviations – Technology 

T200 Site Plan – Technology 

T201 Softball Building - Technology 

T501 Details - Technology 

 

END OF LIST OF DRAWING SHEETS 
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DOOR HARDWARE 

PART 1 GENERAL 

1.01 SECTION INCLUDES 

A. Hardware for hollow metal and wood doors. 

B, Thresholds. 

C. Weatherstripping, seals and door gaskets. 

D. Hardware for overhead coiling doors. 

E. Hardware for gates. 

1.02 RELATED REQUIREMENTS 

A. Section 06 41 00 – Architectural Wood Casework: Cabinet locks. 

B. Section 08 11 13 - Hollow Metal Doors and Frames. 

C. Section 08 14 16 - Flush Wood Doors. 

D. Section 08 33 23 – Overhead Coiling Doors. 

D. Section 32 31 13 – Chain Link Fences and Gates. 

1.03 REFERENCE STANDARDS 

A. ANSI/ICC A117.1 - American National Standard for Accessible and Usable Buildings and 
Facilities; International Code Council; 2009. 

B. DHI (LOCS) - Recommended Locations for Architectural Hardware for Standard Steel Doors and 
Frames; 2004. 

C. DHI WDHS.3 - Recommended Locations for Architectural Hardware for Flush Wood Doors; 1993; 
also in WDHS-1/WDHS-5 Series, 1996. 

1.04 ADMINISTRATIVE REQUIREMENTS 

A. Coordinate the manufacture, fabrication, and installation of products onto which door hardware 
will be installed. 

1.05 SUBMITTALS 

A. See Section 01 33 00 - Submittal Procedures" Submittal requirements. 

B. Product Data: Manufacturer's catalog literature for each type of hardware, marked to clearly show 
products to be furnished for this project. 

C. Shop Drawings: 
1. Indicate locations and mounting heights of each type of hardware, schedules, catalog cuts . 

D. Hardware Schedule: Detailed listing of each item of hardware to be installed on each door. Use 
door numbering scheme as included in the Contract Documents. Identify electrically operated 
items and include power requirements. 

E. Keying Schedule: Submit for approval of Owner. 

F. Manufacturer's Installation Instructions: Indicate special procedures, perimeter conditions 
requiring special attention. 
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G. Maintenance Data: Include data on operating hardware, lubrication requirements, and inspection 
procedures related to preventative maintenance. 

H. Keys: Deliver with identifying tags to Owner by security shipment direct from hardware supplier. 

I. Warranty: Submit manufacturer's warranty and ensure that forms have been completed in 
Owner's name and registered with manufacturer. 

1.06 QUALITY ASSURANCE 

A. Manufacturer Qualifications: Company specializing in manufacturing the products specified in this 
section with minimum three years of documented experience. 

B. Hardware Supplier Qualifications: Company specializing in supplying commercial door hardware 
with five years of experience. 

C. Hardware Supplier Personnel: Employ an Architectural Hardware Consultant (AHC) to assist in 
the work of this section. 

1.07 DELIVERY, STORAGE, AND HANDLING 

A. Package hardware items individually; label and identify each package with door opening code to 
match hardware schedule. 

1.08 COORDINATION 

A. Coordinate the work with other directly affected sections involving manufacture or fabrication of 
internal reinforcement for door hardware. 

B. Coordinate Owner's keying requirements during the course of the Work. 

1.09 WARRANTY 

A. See Section 01 77 00 - Closeout Procedures, for additional warranty requirements. 

B. Provide five year warranty for door closers. 

1.10 MAINTENANCE PRODUCTS 

A. Provide special wrenches and tools applicable to each different or special hardware component. 

B. Provide maintenance tools and accessories supplied by hardware component manufacturer. 

PART 2 PRODUCTS 

2.01 DOOR HARDWARE - GENERAL 

A. Provide all hardware specified or required to make doors fully functional, compliant with 
applicable codes, and secure to the extent indicated. 

B. Comply with the following: 
1. Applicable provisions of Oregon Structural Specialty Code. 
2. ANSI/ICC A117.1, American National Standard for Accessible and Usable Buildings and 

Facilities. 

C. Provide all items of a single type of the same model by the same manufacturer. 

D. Provide products that comply with the following: 
1. Applicable provisions of federal, state, and local codes. 
2. ANSI/ICC A117.1, American National Standard for Accessible and Usable Buildings and 

Facilities. 

E. Function: Lock and latch function numbers and descriptions of manufactures series as scheduled. 

F. Finishes: Identified in schedule. 
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G. Fasteners: 
1. Mineral Core Wood Doors: Sex bolts. 
2. Closers at Wood Doors: Sex bolts. 
3. Concrete and Masonry Substrates: Stainless steel machine screws and lead expansion 

shields. 

2.02 LOCK CYLINDERS 

A. Lock Cylinders: Provide a cylinder for every door, unless specifically indicated as not requiring 
locking. 
1. Basis of Design: Schlage. 
2. Exterior Cores: Primus. 

B. Keying: Grand master keyed. 

2.03 HINGES 

A. Hinges - Basis of Design: McKinney. 

B. Manufacturers - Hinges: 
1. Assa Abloy McKinney: www.assaabloydss.com. 
2. Ives, an Allegion brand: www.allegion.com/us. 
3. Hager Companies: www.hagerco.com. 
4. Stanley Black & Decker: www.stanleyblackanddecker.com. 
5. Substitutions: See Section 01 60 00 - Product Requirements. 

2.04 PUSH/PULLS 

A. Push/Pulls - Basis of Design: Ives. 

B. Manufacturers - Push/Pulls: 
1. Ives, an Allegion brand: www.allegion.com/us. 
2. Trimco: www.trimcobbw.com. 
3. Substitutions: See Section 01 60 00 - Product Requirements. 

2.05 CYLINDRICAL LOCKSETS 

A. Manufacturers - Cylindrical Locksets: 
1. Schlage, an Allegion brand: www.allegion.com/us. 
2. Substitutions are not permitted. 

2.06 MORTISE LOCKSETS 

A. Manufacturers - Mortise Locksets: 
1. Schlage, an Allegion brand: www.allegion.com/us. 
2. Substitutions are not permitted. 

2.07 ELECTRIC STRIKES 

A. Manufacturers - In-Frame Electric Strikes: 
1. HES, Model 8000: www.assaabloyesh.com. 
2. Von Duprin, Model 62111: www.usallegion.com. 
3. Substitutions: See Section 01 60 00 - Product Requirements. 
 

2.08 CLOSERS 

A. Closers - Basis of Design: LCN. 
1. Provide WMS screw packs. 

B. Manufacturers - Surface Mounted Closers: 
1. LCN: www.lcnclosers.com. 
2. Substitutions: See Section 01 60 00 - Product Requirements. 

http://www.assaabloyesh.com/
http://www.usallegion.com/
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C. Manufacturers - Gate Closers: 
1. Locinox: www.locinox.com. 
2. Substitutions: See Section 01 60 00 - Product Requirements. 

2.09 STOPS AND HOLDERS 

A. Stops and Holders - Basis of Design: Ives. 

B. Stops: Complying with BHMA A156.8; provide a stop for every swinging door, unless otherwise 
indicated. 
1. Provide wall stops, unless otherwise indicated. 
2. If wall stops are not practical, due to configuration of room or furnishings, provide overhead 

stop. 
3. Stop is not required if positive stop feature is specified for door closer; positive stop feature 

of door closer is not an acceptable substitute for a stop unless specifically so stated. 

C. Overhead Holders/Stops - Basis of Design: Glynn Johnson. 

D. Manufacturers - Overhead Holders/Stops: 
1. Glynn-Johnson: www.glynn-johnson.com. 
2. Substitutions: See Section 01 60 00 - Product Requirements. 

E. Manufacturers - Wall Stops: 
1. Ives, an Allegion brand: www.allegion.com/us. 
2. Trimco., Inc: www.trimcohardware.com/#sle. 
3. Substitutions: See Section 01 60 00 - Product Requirements 

2.10 FLUSHBOLTS 

A. Flushbolts - Basis of Design:  Ives. 

B. Manufacturers - Flushbolts: 
1. Ives, an Allegion brand: www.allegion.com/us. 
2. Trimco., Inc: www.trimcohardware.com/#sle. 
3. Substitutions: See Section 01 60 00 - Product Requirements 

2.11 GASKETING AND THRESHOLDS 

A. Gasketing and Thresholds - Basis of Design: National Guard Products. 

B. Manufacturers - Gasketing and Thresholds: 
1. National Guard Products, Inc: www.ngpinc.com. 
2. Pemko Manufacturing Co: www.pemko.com. 
3. Zero International, Inc: www.zerointernational.com. 
4. Substitutions: See Section 01 60 00 - Product Requirements. 

2.12 PROTECTION PLATES 

A. Protection Plates – Basis of Design: Ives. 

B.  Manufacturers: 
1. Ives, an Allegion brand: www.allegion.com/us. 
2. Trimco., Inc: www.trimcohardware.com. 
3. Substitutions: See Section 01 60 00 - Product Requirements. 

2.13 STRIKE LATCH GUARDS 

A. Manufacturer – Strike Latch Guards: 
1. Frontline Defense. 
2. Substitutions: See Section 01 60 00 - Product Requirements. 
 

http://global.ihs.com/doc_detail.cfm?rid=BSD&document_name=ANSI%20A156.8
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2.14 MAGNETIC CONTACTS 

A. Manufacturers – Magnetic Contacts: 
1. Aritecth: www.interlogix.com. 
2. Substitutions: See Section 01 60 00 - Product Requirements. 

2.15 KEYING 

A. Door Locks:  
1. Provide 2 keys per core. Turn over blank keys to Owner. 
2. Owner will provide final keying. 

PART 3 EXECUTION 

3.01 EXAMINATION 

A. Verify that doors and frames are ready to receive work and dimensions are as indicated on shop 
drawings. 

3.02 INSTALLATION 

A. Install hardware in accordance with manufacturer's instructions and applicable codes. 

B. Use templates provided by hardware item manufacturer. 

C. Do not install surface mounted items until finishes applied to substrate are complete. 

D. Mounting heights for hardware from finished floor to center line of hardware item.  
1. For steel doors and frames: Comply with DHI (LOCS) "Recommended Locations for 

Architectural Hardware for Standard Steel Doors and Frames". 
2. For Wood Doors: Comply with DHI WDHS.3 "Recommended Locations for Architectural 

Hardware for Flush Wood Doors". 

E. Set exterior door thresholds with full-width bead of elastomeric sealant on each point of contact 
with floor providing a continuous weather seal; anchor thresholds with stainless steel countersunk 
screws. 

3.03 FIELD QUALITY CONTROL 

A. Provide an Architectural Hardware Consultant to inspect installation and certify that hardware and 
installation has been furnished and installed in accordance with manufacturer's instructions and 
as specified. 

3.04 ADJUSTING 

A. Adjust hardware for smooth operation. 

B. Adjust gasketing for complete, continuous seal; replace if unable to make complete seal. 

3.05 CLEANING 

A. Clean adjacent surfaces soiled by hardware installation. Clean finished hardware per 
manufacturer's instructions after final adjustments has been made. Replace items that cannot be 
cleaned to manufacturer's level of finish quality at no additional cost.  

http://www.interlogix.com/
http://codes.dhi.org/reports/misc.htm
http://www.dhi.org/publications/index.asp
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PART 4 HARDWARE SETS 

4.01 HARDWARE GROUPS 

A. Group 1: Hollow Metal Door, Steel Frame – Entrance; Door 101A 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga NRP 630 McKinney 

 1 Ea  Lockset ND25D RHO  626 AM Schlage 

 1 Ea  Pull VR814    630 Ives 

 1 Ea  Electric Strike 8000    630 HES 

 1 Ea  Latch Guard SP2301     Frontline 

 1 Ea  Closer 4040XP WMS Hcush 3049SCNS 689 LCN 

 1 Ea  Wall Stop WS401   626 Ives 

 1 Ea  Kick Plate 24” X 2” LDW B-CS  630 Ives 

 1 Set Seals 5050B (Head & Jambs) BRN NGP 

 1 Ea  Threshold 2727   Alum Pemko 

 1 Ea  Door Sweep 3452_PK   Alum Pemko 

 1 Pair Door Contacts 1078CW   WHT Aritech  

B. Group 2: Hollow Metal Door, Steel Frame – Classroom; Door 109A 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga NRP 630 McKinney 

 1 Ea  Lockset ND95PD RHO  626  Schlage 

 1 Ea  Wall Stop WS401   626 Ives 

 1 Set Seals 5050B (Head & Jambs) BRN NGP 

C. Group 3: Hollow Metal Door, Steel Frame – Classroom; Door 111A 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga NRP 630 McKinney 

 1 Ea  Lockset ND93PD RHO with XN12-035 626 AM Schlage 

 1 Ea  Closer 4010/4110 EDG  689 LCN 

 1 Set Seals 5050B (Head & Jambs) BRN NGP 

 1 Ea  Kick Plate 10” X 2” LDW B-CS  630 Ives 

 1 Ea  Threshold 2727   Alum Pemko 

 1 Ea  Door Sweep 3452_PK   Alum Pemko 

D. Group 4: Overhead Coiling Doors; Door 101B, 111D, 113A 

 1 Ea  Mortise Cylinder 20-061-ICX  626 Schlage 

 1 Ea  FSIC Core Verify with Owner  626 Primus 

 1 Pair Door Contacts 2505A-L   WHT Aritech 

 Note: Confirm Cylinder type/length/cam requirements with door manufacturer.  

E. Group 5: Hollow Metal Door, Steel Frame – Privacy; Door 104A 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga NRP 630 McKinney 
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 1 Ea  Lockset LV9456 RHO   626 Schlage 
 

No exterior lever; keep outside indicator and night latch for emergency override key. Function: 
Door override pinpad or access control schedule will be used to release the door strike so the 
door will allow free entry until inside throw secures door with deadbolt. (Indicator will show 
occupied). Emergency override key will open door. Always free egress even if the strike is 
secured. 

 1 Ea  Pull VR814    630 Ives 

 1 Ea  Electric Strike 8000    630 HES 

 1 Ea  Latch Guard SP2301     Frontline 

 1 Ea  Closer 4040XP WMS Hcush 3077SCNS 689 LCN 

 1 Ea  Wall Stop WS401     626 Ives 

 1 Ea  Kick Plate 10” X 2” LDW B-CS  630 Ives 

 1 Set  Seals 5050B (HEAD & JAMBS)  BRN NGP 

 1 Ea  Threshold 2727   Alum Pemko 

 1 Ea  Door Sweep 3452_PK   Alum Pemko 

 1 Pair Door Contacts 1078CW   WHT Aritech  

F. Group 6: Wood Door, Steel Frame – Privacy; Door 105A 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga   630 McKinney 

 1 Ea  Privacy Lock with Occupied Indicator and Hotel Cylinder 

     L9456P 06A L583-363 L283-722 626 Schlage 

 1 Ea  Wall Stop WS401   626 Ives 

 1 Ea  Kick Plate 10” X 2” LDW B-CS  630 Ives 

G. Group 7: Hollow Metal Door, Steel Frame – Storage; Door 110A 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga NRP 630 McKinney 

 1 Ea  Lockset ND25D RHO  626 Schlage 

    No exterior lever. 

 1 Ea  Pull VR814    630 Ives 

 1 Ea  Electric Strike 8000    630 HES 

 1 Ea  Latch Guard SP2301     Frontline 

 1 Pair Door Contacts 1078CW   WHT Aritech  

 1 Ea  Wall Stop WS401   626 Ives 

 1 Set Seals 5050B (Head & Jambs)  BRN NGP 

 1 Ea  Threshold 2727    Alum Pemko 

 1 Ea  Door Sweep 3452_PK   Alum Pemko 

H. Group 8: Hollow Metal Door, Steel Frame – Entrance; Doors 112A, 114A, 115A 

 1 Ea Deadbolt B663P   6226 Schlage 
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 1 Ea  Pull VR814    630 Ives 

 Other door hardware by Press Box and Dugout manufacturers. Coordinate keying with Owner. 

I. Group 9: Overhead Coiling Doors; Door 112B, 112C 

 1 Ea  Mortise Cylinder 20-061-ICX  626 Schlage 

 1 Ea  FSIC Core Verify with Owner  626 Primus 

 Note: Confirm Cylinder type/length/cam requirements with door manufacturer.  

J. Group 10: Not Used 

K. Group 11: Not Used 

L. Group 12: Hollow Metal Door, Steel Frame – Classroom; Doors 111B, 111C 

 3 Ea Hinge 5.5 x 4 26 DRP, 6 Ga NRP 630 McKinney 

 1 Ea  Lockset ND25D RHO  626 AM Schlage 

    No exterior lever. 

 1 Ea  Pull VR814    630 Ives 

 1 Ea  Electric Strike 8000    630 HES 

 1 Ea  Latch Guard SP2301     Frontline 

 1 Ea  Closer 4040XP WMS Hcush 3077SCNS 689 LCN 

 1 Set Seals 5050B (Head & Jambs) BRN NGP 

 1 Ea  Kick Plate 24” X 2” LDW B-CS  630 Ives 

 1 Ea  Threshold 2727   Alum Pemko 

 1 Ea  Door Sweep 3452_PK   Alum Pemko 

 1 Pair Door Contacts 1078CW   WHT Aritech  

END OF SECTION 
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